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CHANNEL SECTION 

PROFILE 

1. DEPTH OF CHANNEL MUST BE SAME AS 
PIPE DIAMETER. 

2. MINIMUM 0.1' DROP ACROSS CHANNEL; 
MAXIMUM 1.0' DROP ACROSS CHANNEL. 
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CHANNEL TO BE 
FLUSH WITH PIPE 

FLOW LINE 

CITY OF KIRKLAND 
PLAN NO. CK-5.13 

SEWER MANHOLE 
MAIN CHANNEL 

AND SHELF 


