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WIDTH OF TRENCH PLUS 36" 
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NO. 6 REBAR (COAT EXPOSED PORTION WITH 
ASPHALTIC MATERIAL) 

SLOPES > 20% - PROVIDE CONCRETE SLOPE 
ANCHORS (20' TO 25' 
ON CNTR.) 

(.) 

LAST REVISED:02/04/10 

PIPE DIMENSIONS 
SIZE (INCHES) 

A 8 c D E 

4" 2.4 4.8 17 13 ~4.6 

6" 3.5 6.9 18 14 ~4.5 

8" 4.5 9.1 19 15 ~4.5 

10" 5.6 11.1 20 16 ~4.4 

12" 6.6 13.~ 21 17 ~4.4 

14" 7.7 15 . .; 22 18 H4.3 

16" 8.7 h7.~ 23 19 ~4.3 

18" 9.8 ~9.e 24 20 ~4.2 
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3000 PSI 
CONCRETE 
(CAST IN 
PLACE) 

CITY OF KIRKLAND 
PLAN NO. CK- W.04 

CONCRETE 
SLOPE ANCHOR 

DETAIL 


