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PROPERTY ADDRESS:
9703 JUANITA DR. N.E.
KIRKLAND, WA 98034

PROPERTY OWNER:
CITY OF KIRKLAND PARKS AND COMMUNITY SERVICES

CONTACT/ PROJECT COORDINATOR: 
ANNEKE DAVIS
123 5TH AVE
KIRKLAND, WA 98033
T: 425-587-3828

CONSTRUCTION OF A REPLACEMENT BATHHOUSE AND PICNIC 
PAVILION AND ASSOCIATED GRADING AND HARDSCAPE.  
PROJECT ALSO INCLUDES RELOCATION OF AN EXISTING PLAY 
AREA AND PLANTINGS. 

ARCHITECT/CONTACT: PATANO STUDIO ARCHITECTURE, LLC
ERIK BARR, AIA
603 STEWART ST. SUITE #500
SEATTLE, WA 98101
T: 206-734-3870

CIVIL: MIG / SvR
LOLLY KUNKLER
615 SECOND AVENUE, #280
SEATTLE, WA 98104
T: 206-223-0326

LANDSCAPE: MIG / SvR
BRICE MARYMAN
615 SECOND AVENUE, #280
SEATTLE, WA 98104
T: 206-223-0326

STRUCTURAL: QUANTUM CONSULTING ENGINEERS, LLC
JACK WIGGINS
1511 3RD AVE. #323
SEATTLE, WA 98101
T: 206-957-3900

MECHANICAL & PLUMBING: RAINBOW CONSULTING
STEVEN RAINBOW
336 NW 50TH STREET
SEATTLE, WA 98107
T: 206-235-6002

ELECTRICAL: COFFMAN ENGINEERS
BRIAN ROSSI
1601 5TH AVE. #900
SEATTLE, WA 98101
T: 206-623-0717

ENVIRONMENTAL/
SHORELINE: SHANNON & WILSON

AMY SUMME
400 NORTH 34TH STREET
SUITE 100
SEATTLE, WA 98103
T: 206-632-8020
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1. ALL WORK SHALL BE IN CONFORMANCE WITH APPLICABLE CODES AND
LOCAL BUILDING REQUIREMENTS, INCLUDING BUT NOT LIMITED TO THE 2015 
EDITION OF THE IBC AND THE 2015 INTERNATIONAL ENERGY CONSERVATION 
CODE.

2. ALL APPLICABLE CODES, ORDINANCES AND MINIMUM STRUCTURAL
REQUIREMENTS TAKE PRECEDENCE OVER DRAWINGS AND NOTES.

3. CONTRACTOR SHALL VERIFY ALL DIMENSIONS SHOWN ON THE DRAWINGS
BEFORE COMMENCING WITH WORK.  ANY DISCREPANCIES SHALL BE 
BROUGHT TO THE ATTENTION OF THE OWNER AND ARCHITECT PRIOR TO 
STARTING ANY CONSTRUCTION OF THE AREA CONCERNED. DO NOT SCALE 
DRAWINGS.

4. DIMENSIONS ARE TO FACE OF CMU, CONCRETE, CLT OR FACE OF STUD,
U.N.O.

5. PARTITIONS AND WALLS NOT OTHERWISE DIMENSIONED SHALL BE
LOCATED FLUSH WITH REFERENCE TO ADJACENT WALL FACE.

6. WHERE ON ANY OF THE DRAWINGS OR DETAILS, A PORTION OF THE WORK
IS SHOWN AND/OR DETAILED, AND THE REMAINDER IS INDICATED IN OUTLINE, 
THE PARTS SHOWN AND/OR DETAILED SHALL APPLY TO ALL OTHER LIKE 
PORTIONS OF THE WORK.

7. PRIOR TO AND DURING THE WORK, CONTRACTOR SHALL VERIFY
CONDITIONS; ANY CONDITIONS INCONSISTENT OR PROBLEMATIC WITH 
REGARD TO THE INTENT OF THE DRAWINGS SHALL BE BROUGHT TO THE 
ATTENTION OF THE OWNER AND ARCHITECT PRIOR TO STARTING OR 
CONTINUING WORK IN THE AREA CONCERNED.

8. PROVIDE SUFFICIENT STRUCTURE IN WALLS FOR SUPPORTING COUNTERS,
CABINETS ACCESSORIES, ETC., AS REQUIRED.

9. COORDINATE AND PROVIDE REQUIRED PENETRATIONS (AND PATCHING OF
EXISTING TO MATCH) WITH INDIVIDUAL SUBCONTRACTORS TO SUIT NEW 
WORK.

10. VERTICAL DIMENSIONS ARE TYP.ICALLY REFERENCED FROM (E)
STRUCTURAL SLAB U.N.O.

11. CONTRACTOR TO ASSUME ALL MATERIALS AS NEW UNLESS NOTED AS
"EXISTING".

12. ALL WOOD IN CONTACT WITH CONCRETE TO BE P.T.

13. FLASH OPENINGS WITH MIN. 26 GA. GALV. STL. T0 ACCEPTABLE INDUSTRY
STANDARDS. ALL FLASHING LAP SEAMS TO BE 12" MIN. W/ 2 BEADS OF 
SEALANT.

14. GLASS WITHIN 18" OF FLOOR AND ADJACENT TO DOORS AND AT
HAZARDOUS LOCATIONS SHALL COMPLY WITH IBC IMPACT LOAD 
REQUIREMENTS, SECTION 5406, AND STANDARD 54-1

15. CONTRACTOR TO VERIFY LOCATION OF ALL EXISTING UTILITIES
THROUGHOUT SITE PRIOR TO EXCAVATION.

16. WOOD PRESERVATIVE ON ALL WOOD SURFACES

CODE COMPLIANCE

2015 INTERNATIONAL BUILDING CODE

2015 INTERNATIONAL MECHANICAL CODE

2015 INTERNATIONAL ENERGY CONSERVATION CODE

2015 WASHINGTON STATE ENERGY CODE

2015 UNIFORM PLUMBING CODE

2014 NATIONAL ELECTRICAL CODE

CODE SUMMARY

BUILDING PERMIT
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G0.1 CIVIL AND LANDSCAPE NOTES 2
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D1.0 AGENCY STD DETAILS
D1.1 AGENCY STD DETAILS
D2.0 PAVING AND DRAINAGE DETAILS
D2.1 PAVING AND DRAINAGE DETAILS

ARCHITECTURAL

A1.0 SITE PLAN
AD1.0 SITE DEMOLITION PLAN
A2.0 OVERALL FLOOR PLAN
A2.1 ENLARGED FLOOR PLAN
A2.2 ENLARGED FLOOR PLAN
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S2.0 FOUNDATION PLAN
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S2.2 ROOF FRAMING PLAN
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S2.4 FOUNDATION PLAN - PAVILION
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S3.1 DETAILS
S3.2 DETAILS
S4.2 DETAILS

MECHANCIAL

M0.1 CODE COMPLIANCE NOTES
M0.2 LEGEND, ABBREVIATIONS
M0.3 MECHANICAL SCHEDULES
M1.1 MECHANICAL FLOOR PLAN
M2.1 MECHANICAL DETAILS

PLUMBING

P0.1 LEGEND, ABBREVIATIONS, NOTES
P0.2 PLUMBING SCHEDULES
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E0.1 COVER SHEET
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E5.1 ONE-LINE DIAGRAM
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CMU

OCCUPANCY CLASSIFICATION: 

UTILITY AND MISCELLANEOUS - GROUP U

TYP.E OF CONSTRUCTION:

TYP.E V-B - NON-SPRINKLERED

CLIMATE ZONE: 

4C - (MARINE)
A1.0 SITE PLAN

A1.0 SITE PLAN
AD1.0 SITE DEMOLITION PLAN
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GENERAL NOTES 
1. UNLESS OTHERWISE INDICATED, ALL WORK SHALL CONFORM TO THE 2016 

WASHINGTON STATE STANDARD SPECIFICATIONS FOR ROAD, BRIDGE, AND 
MUNICIPAL CONSTRUCTION AND THE STANDARD PLANS AND THE CITY OF 
KIRKLAND STANDARD PLANS. A COPY OF THESE DOCUMENTS SHALL BE ON 
SITE DURING CONSTRUCTION. 

2. A COPY OF THE APPROVED PLANS MUST BE ON SITE WHENEVER 
CONSTRUCTION IS IN PROGRESS. 

3. NOT USED 

4. PAVED SURFACES INCLUDING ROADWAYS, SIDEWALKS, AND CURBS THAT ARE 
DAMAGED BY NEW CONSTRUCTION IN PUBLIC RIGHT-OF-WAY SHALL BE 
REPAIRED AS REQUIRED BY THE CITY OF KIRKLAND INSPECTOR. 

5. THE CONTRACTOR SHALL NOTIFY THE FIRE DEPARTMENT DISPATCHER 
TWENTY-FOUR (24) HOURS IN ADVANCE OF ALL WATER SERVICE 
INTERRUPTIONS, HYDRANT SHUTOFFS, AND STREET CLOSURES OR OTHER 
ACCESS BLOCKAGE. THE CONTRACTOR SHALL ALSO NOTIFY THE DISPATCHER 
OF ALL NEW, RELOCATED, OR ELIMINATED HYDRANTS RESULTING FROM THIS 
WORK. 

6. ALL LOCATIONS OF EXISTING UTILITIES SHOWN HEREON HAVE BEEN 
ESTABLISHED BY FIELD SURVEY OR OBTAINED FROM AVAILABLE RECORDS 
AND SHOULD THEREFORE BE CONSIDERED APPROXIMATE ONLY AND NOT 
NECESSARILY COMPLETE. IT IS THE SOLE RESPONSIBILITY OF THE 
CONTRACTOR TO INDEPENDENTLY VERIFY THE ACCURACY OF ALL UTILITY 
LOCATIONS SHOWN AND TO FURTHER DISCOVER AND AVOID ANY OTHER 
UTILITIES NOT SHOWN HEREON WHICH MAY BE AFFECTED BY THE 
IMPLEMENTATION OF THIS PLAN. 

7. THE CONTRACTOR SHALL LOCATE AND PROTECT ALL CASTINGS AND UTILITIES 
DURING CONSTRUCTION AND SHALL CONTACT THE UNDERGROUND UTILITIES 
LOCATOR SERVICE (1-800-424-5555) AT LEAST 72 HOURS PRIOR TO 
CONSTRUCTION. 

8. THE CONTRACTOR SHALL ADJUST ALL EXISTING MAINTENANCE HOLE RIMS, 
DRAINAGE STRUCTURE LIDS, VALVE BOXES, AND UTILITY ACCESS STRUCTURES 
TO FINISH GRADE WITHIN AREAS AFFECTED BY THE IMPROVEMENTS. 

9. UTILITY SERVICE CONNECTIONS ARE TO BE PRIVATELY MAINTAINED. 

10.NOT USED 

11. NOT USED 

12.NOT USED 

13. ALL TRAFFIC CONTROL SHALL BE IN ACCORDANCE WITH THE TRAFFIC 
CONTROL MANUAL. A CITY OF KIRKLAND APPROVED TRAFFIC CONTROL PLAN 
WILL BE REQUIRED PRIOR TO ISSUANCE OF PERMIT. 

14. CARE SHALL BE EXERCISED WHEN EXCAVATING NEAR ANY EXISTING UTILITY 
LINES AND/OR WITHIN TREE CRITICAL ROOT ZONES. 

15. THE CONTRACTOR SHALL SUBMIT CONSTRUCTION HAUL ROUTES TO CITY OF 
KIRKLAND. PRIOR TO CONSTRUCTION. 

-
'•:) ,_., 
<I' -

> 

PATANO STUDIO ARCHITECTURE 
603 STEWART ST. SUITE 500 

SEATTLE, WA 98101 

ESC NOTES 
1. CONSTRUCTION EROSION CONTROL MEASURES MUST BE IN PLACE AND 

APPROVED BY CITY OF KIRKLAND. INSPECTOR PRIOR TO ANY EARTH 
DISTURBANCE. 

2. CONTRACTOR SHALL PREPARE AND SUBMIT FOR PERMITTING AGENCY'S 
APPROVAL A STORMWATER POLLUTION PREVENTION PLAN (SWPPP). THE 
SWPPP SHALL BE PREPARED IN ACCORDANCE WITH WASHINGTON STATE'S 
DEPARTMENT OF ECOLOGY WATER POLLUTION CONTROL LAW. THE 
REQUIREMENTS FOR THE SWPPP ARE AS OUTLINED IN ECOLOGY'S NATIONAL 
POLLUTANT DISCHARGE ELIMINATION SYSTEM AND STATE WASTE DISCHARGE 
GENERAL PERMIT FOR STORMWATER DISCHARGES ASSOCIATED WITH 
CONSTRUCTION ACTIVITIES. 

3. THE IMPLEMENTATION OF THE EROSION AND SEDIMENT CONTROL (ESC) PLANS 
AND THE CONSTRUCTION, MAINTENANCE, REPLACEMENT AND UPGRADING OF 
THE ESC FACILITIES IN COORDINATION WITH THE CONTRACTOR PREPARED AND 
AHJ APPROVED CSECP IS THE RESPONSIBILITY OF THE CONTRACTOR UNTIL 
ALL CONSTRUCTION IS APPROVED AND SITE IS PERMANENTLY STABILIZED. 

4. THE CONTRACTOR SHALL PROVIDE AND MAINTAIN TEMPORARY SEDIMENTATION 
COLLECTION FACILITIES TO ENSURE THAT SEDIMENT-LADEN WATER DOES NOT 
ENTER THE PUBLIC DRAINAGE SYSTEM. AS CONSTRUCTION PROGRESSES AND 
UNEXPECTED (SEASONAL) CONDITIONS DICTATE, MORE SILTATION CONTROL 
FACILITIES MAY BE REQUIRED TO ENSURE COMPLETE SILTATION CONTROL OF 
THE PROJECT. THEREFORE, DURING THE COURSE OF CONSTRUCTION IT SHALL 
BE THE OBLIGATION AND RESPONSIBILITY OF THE CONTRACTOR TO ADDRESS 
ANY NEW CONDITIONS THAT MAY BE CREATED BY HIS/HER ACTIVITIES AND TO 
PROVIDE ADDITIONAL FACILITIES THAT MAY BE NEEDED TO PROTECT ADJACENT 
PROPERTIES. 

5. THE ESC FACILITIES SHOWN ON THE PLANS AND AHJ APPROVED SWPPP MUST 
BE CONSTRUCTED IN CONJUNCTION WITH ALL DEMOLITION, CLEARING, AND 
GRADING ACTIVITIES, AND IN SUCH A MANNER AS TO ENSURE THAT SEDIMENT 
LADEN WATER DOES NOT LEAVE THE SITE, ENTER THE DRAINAGE SYSTEM, OR 
VIOLATE APPLICABLE WATER STANDARDS. 

6. DURING THE CONSTRUCTION PERIOD, THE ESC FACILITIES SHALL BE 
MAINTAINED AND UPGRADED (E.G. ADDITIONAL SUMPS, RELOCATION OF 
DITCHES, PORTABLE TANKS AND SILT FENCES, ETC.) IN COORDINATION WITH 
THE CONTRACTOR PREPARED SWPPP AS NEEDED SO AS NOT TO VIOLATE 
APPLICABLE WATER STANDARDS. 

7. STABILIZED CONSTRUCTION ENTRANCES AND WASH PADS AT ALL 
CONSTRUCTION SITE EXITS SHALL BE INSTALLED AT THE BEGINNING OF 
CONSTRUCTION AND MAINTAINED FOR THE DURATION OF THE PROJECT. 
ADDITIONAL MEASURES AT CONTRACTOR'S EXPENSE MAY BE REQUIRED TO 
ENSURE THAT ALL PAVED AREAS ARE KEPT CLEAN FOR THE DURATION OF 
THE PROJECT. 

8. NO SEDIMENT SHALL BE TRACKED INTO THE STREET OR ONTO PAVED 
SURFACES. SEDIMENT SHALL BE REMOVED FROM TRUCKS AND EQUIPMENT 
PRIOR TO LEAVING THE SITE. IN THE EVENT OF FAILURE OF THE EROSION 
CONTROL SYSTEM RESULTING IN SEDIMENT BEING TRACKED ONTO PAVED 
SURFACES, THE CONTRACTOR SHALL IMMEDIATELY IMPLEMENT MEASURES TO 
CORRECT THE SITUATION, AND VACUUM STREET SWEEPING SHALL BE 
EMPLOYED ON AN EMERGENCY BASIS. IF VACUUM STREET SWEEPING VEHICLES 
ARE UTILIZED, THEY SHALL BE OF THE TYPE THAT ACTUALLY REMOVES THE 
SEDIMENT FROM THE PAVEMENT. WASHING OF THE STREETS WILL NOT BE 
ALLOWED WITHOUT PRIOR AHJ APPROVAL. 

9. ALL ESC FACILITIES SHALL CONFORM TO THE BEST MANAGEMENT PRACTICES 
LISTED IN KING COUNTY SURFACE WATER DESIGN MANUAL 2016. 

10. NO EXPOSED EARTH SHALL REMAIN UNSTABILIZED FOR MORE THAN 7 DAYS 
FROM MAY 1 ST TO SEPTEMBER 30TH. FROM OCTOBER 1 ST TO APRIL 30TH 
NO EXPOSED EARTH SHALL REMAIN UNSTABILIZED FOR MORE THAN 2 DAYS. 
STABILIZATION OF EXPOSED EARTH SHALL BE WITH APPROVED ESC METHODS 
(I.E. SEEDING, MULCHING, NETTING, EROSION BLANKETS, COVERING, ETC.) IN 
COORDINATION WITH THE CONTRACTOR PREPARED SWPPP. 

11. NO SEDIMENT SHALL BE ALLOWED TO ENTER ANY CATCH BASIN WITHIN THE 
SITE, OR ADJACENT PROPERTIES. IN THE EVENT OF A FAILURE OF THE ESC 
PLAN THAT RESULTS IN SEDIMENT ENTERING A CATCH BASIN, THE 
CONTRACTOR SHALL REMOVE ALL SUCH SEDIMENT IMMEDIATELY. 

12. DISTURBED SOILS THAT ARE EXPOSED TO SURFACE RUNOFF SHALL BE 
STABILIZED WITH ESC MEASURES AS DIRECTED BY CITY OF KIRKLAND 
INSPECTOR. 

13. THE ESC FACILITIES SHALL BE INSPECTED DAILY BY THE CONTRACTOR AND 
MAINTAINED AS NECESSARY TO ENSURE THEIR CONTINUED FUNCTIONING. 

14. CATCH BASINS IN THE STREET SHALL BE INSPECTED BY THE CONTRACTOR 
DAILY. WATER LEAVING THE SITE DURING CONSTRUCTION, INCLUDING WATER 
CARRIED BY TRUCKS, SHALL BE CLEAN. THE CONTRACTOR SHALL CLEAN CITY 
CATCH BASINS AND IMPLEMENT EXTRA SEDIMENTATION CONTROL MEASURES IF 
NECESSARY AND AS DIRECTED BY THE AHJ INSPECTOR AT NO ADDITIONAL 
EXPENSE TO OWNER. 

15. THE ESC FACILITIES ON INACTIVE SITES SHALL BE INSPECTED AND MAINTAINED 
DAILY AND WITHIN 24 HOURS FOLLOWING A STORM EVENT. 

16. THE ESC FACILITIES SHALL BE MAINTAINED UNTIL PERMANENT EROSION 
CONTROL (REVEGETATION WITH TREES, SHRUBS, GROUND COVER, ETC.) IS IN 
PLACE. STREET IMPROVEMENT PLANS, INCLUDING PERMANENT EROSION 
CONTROL IN THE PUBLIC RIGHT OF WAY, WILL BE PERMITTED SEPARATELY. 
CONTRACTOR SHALL COORDINATE RIGHT OF WAY AND PRIVATE CONSTRUCTION 
AND MAKE SURE TEMPORARY EROSION CONTROL FACILITIES ARE MAINTAINED. 

17. DESIGN, PREPARE AND OBTAIN PERMITS FOR TEMPORARY DEWATERING. TREAT 
AND DISPOSE OF WATER FOR TEMPORARY DEWATERING IN ACCORDANCE WITH 
AHJ REQUIREMENTS. 

18. PROTECT STOCKPILES FROM WET WEATHER AND CONTAMINATION FROM OTHER 
SOURCES. PROVIDE DUST CONTROL MEASURES AND STOCKPILE PROTECTION IN 
ACCORDANCE WITH AHJ APPROVED SWPPP. STOCKPILES THAT BECOME 
UNSUITABLE DUE TO LACK OF PROTECTION MEASURES SHALL BE PROPERLY 
DISPOSED OF AND REPLACED AT CONTRACTOR'S EXPENSE. 

19. COORDINATE LOCATION OF SEDIMENT PONDS, TRAPS, PORTABLE FILTRATION 
TREATMENT SYSTEMS, INTERCEPTOR SWALES, AND OTHER ESC MEASURES WITH 
IMPROVEMENTS AND CONTRACTOR'S OPERATIONS AND SEQUENCING. 
COORDINATE OUTLET DRAINS FROM SEDIMENT PONDS AND PORTABLE 
FILTRATION TREATMENT SYSTEMS WITH EXISTING AND NEW IMPROVEMENTS. 

20. WHERE SEEDING FOR TEMPORARY EROSION CONTROL IS USED, FAST 
GERMINATING GRASSES SHALL BE APPLIED AT AN APPROPRIATE RATE. SEE 
SPECIFICATIONS FOR SEED MIX AND RATE OF APPLICATION. 

21. WHERE STRAW MULCH FOR TEMPORARY EROSION CONTROL IS USED, IT SHALL 
BE APPLIED AT A MINIMUM THICKNESS OF TWO INCHES. 

22. INSTALL FLOW DIVERSION AND INTERCEPTOR SWALES AND/OR BERMS AND 
TEMPORARY CULVERTS IN ORDER TO PREVENT SHEET FLOW ONTO POROUS 
SIDEWALK AND BIORETENTION FACILITIES. IT IS ASSUMED THAT THE AREA 
SHEET FLOWING TO INTERCEPTOR SWALE IS STABILIZED AND NOT TURBID. IF 
STORMWATER IS TURBID, EXCEEDING WATER QUALITY REQUIREMENTS, WATER 
SHALL BE DIRECTED TO SEDIMENT PONDS AND/OR PORTABLE FILTRATION 
TREATMENT SYSTEM AND TREATED PER AHJ REQUIREMENTS. 

23. THE ESC MEASURES SHOWN ON THE PLANS ARE FOR AHJ PERMITTING 
PURPOSES ONLY. THE CONTRACTOR IS SOLELY RESPONSIBLE FOR ALL MEANS 
AND METHODS AND SEQUENCING OF ESC MEASURES AND ENSURING WATER 
QUALITY REQUIREMENTS ARE MET. 
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PRE-CONSTRUCTION MEETING 
PRIOR TO ANY CONSTRUCTION ACTIVITY, THE CONTRACTOR SHALL SCHEDULE 
AND ATTEND A PRE-CONSTRUCTION CONFERENCE WITH THE CITY OF KIRKLAND. 
THE CONTRACTOR SHALL NOTIFY THE OWNER AND THE OWNER'S PROFESSIONAL 
ENGINEERING CONSULTANTS OF THE PRE-CONSTRUCTION MEETING TIME AND 
LOCATION. IF A PRE-CONSTRUCTION MEETING IS NOT REQUIRED, A FIRST 
GROUND DISTURBANCE MEETING IS REQUIRED PRIOR TO ANY CONSTRUCTION 
ACTIVITY. 

BASEMAP NOTES 
THE BASEMAP FOR THIS DRAWING SET COMBINES A SITE SURVEY DATED 
11/14/2008 BY PACIFIC GEOMATIC SERVICES, AS-BUILT DRAWINGS FOR 
SUBSEQUENT IMPROVEMENTS COMPLETED IN 2009, AND FIELD OBSERVATION OF 
EXISTING CONDITIONS PROVIDED BY THE CITY OF KIRKLAND AND PATANO STUDIO 
ARCHITECTURE. SEE INFORMATION ABOUT THE 2008 SURVEY'S CONTROL POINTS 
BELOW. 

HORIZONTAL AND VERTICAL CONTROL NOTES* 
*PROVIDED BY PACIFIC GEOMATIC SERVICES 

DATUM: HORIZONTAL: NAD 83(91 ), WASHINGTON STATE PLANE, NORTH ZONE 
VERTICAL: NAVO 88, CITY OF KIRKLAND SURVEY CONTROL POINT 
S1 :77.821 FEET. 
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CIVIL AND LANDSCAPE NOTES 1 
CIVIL AND LANDSCAPE NOTES 2 
ESC/DEMOLITION PLAN 
UTILITY AND DRAINAGE PLAN 
PAVING AND GRADING PLAN 
LANDSCAPE PLANT SCHEDULE 
SOIL AND LANDSCAPE PLAN 
AGENCY STD DETAILS 
AGENCY STD DETAILS 
PAVING AND DRAINAGE DETAILS 
PAVING AND DRAINAGE DETAILS 
LANDSCAPE DETAILS 

PLEASE CALL 811 
3 Working Days 

BEFORE YOU DIG 

CITY OF KIRKLAND 
PUBLIC WORKS DEPARTMENT SHEET 

123 FIFTH AVENUE - KIRKLAND, WA 98033-6189 - (206)828-1243 

CPK 0119 100 
JUANITA BEACH PARK 

BATHHOUSE REPLACEMENT 
CIVIL AND LANDSCAPE NOTES 1 

GO.O 
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EARTHWORK AND GRADING NOTES 
1. NONCOMPLIANCE WITH EROSION CONTROL REQUIREMENTS, WATER QUALl1Y 

REQUIREMENTS, AND CLEARING LIMITS MAY RESULT IN REVOCATION OF 
PROJECT PERMITS, PLAN APPROVAL, AND BOND FORECLOSURES. 

2. PRIOR TO ANY WORK INCLUDING GROUND DISTURBANCE, THE CONTRACTOR 
SHALL CONTACT PUBLIC AUTHORl1Y HAVING JURISDICTION (PERMITTING 
AGENCY) (AHJ) TO SCHEDULE A PRE-CONSTRUCTION MEETING. 

3. PRIOR TO ANY SITE CONSTRUCTION (WHICH INCLUDES CLEARING/LOGGING, 
DEMOLITION, OR GRADING THE SITE), CLEARING LIMITS SHALL BE LOCATED 
AND FIELD IDENTIFIED BY THE CONTRACTOR'S SURVEYOR. 

4. ALL EARTHWORK SHALL BE PERFORMED IN ACCORDANCE WITH AHJ 
STANDARDS. 

5. ALL STRUCTURAL FILLS SHALL BE COMPACTED TO A MINIMUM OF 95% OF 
MAXIMUM DENSl1Y BY MODIFIED PROCTOR TEST UNLESS SPECIFICALLY 
INDICATED OTHERWISE IN THE SPECIFICATIONS. 

6. APPROVAL BY AHJ OF THE DRAINAGE AND TEMPORARY EROSION CONTROL 
PLANS DOES NOT INCLUDE APPROVAL OF THE GRADING ACTIVITIES SHOWN 
HEREIN. GRADING ACTIVITIES ON ADJACENT PROPERTIES REQUIRES WRITTEN 
APPROVAL BY THE ADJACENT PROPER1Y OWNER. 

7. GRADING AND EXPOSED SOILS MUST BE STABILIZED BY OCTOBER 15TH 
AND NO EXCAVATION TO BE PERFORMED BETWEEN OCTOBER 31 ST AND 
APRIL 1 ST UNLESS CONTRACTOR HAS OBTAINED WRITTEN APPROVAL BY 
AHJ. 

8. MATCH EXISTING GRADES AT EDGE CONDITIONS AND PROVIDE SMOOTH 
TRANSITION. 

9. SLOPE FINISHED SURFACE A MINIMUM OF 2% AWAY FROM THE BUILDING 
FOR AT LEAST TWO FEET ON ALL SIDES OF THE BUILDING UNLESS NOTED 
OTHERWISE. 

10. CONTRACTOR SHALL PERFORM ALL WORK WITHIN THE TREE PROTECTION 
ZONE/CRITICAL ROOT ZONE IN ACCORDANCE WITH SPECIFICATIONS. 

11. BOTTOM OF WALL REFERS TO THE FINISH SURFACE GRADE AT THE BASE 
OF THE WALL. CONTRACTOR TO SEE STRUCTURAL PLANS FOR ADDITIONAL 
DEPTH REQUIREMENTS FOR FOOTING/SUBBASE AND TO PROVIDE ADEQUATE 
COVER OVER FOUNDATION. 

12. COORDINATE FINE GRADING FOR SURFACE DRAINAGE WITH LANDSCAPE 
INSTALLATION. FINE GRADING FOR SURFACE DRAINAGE SHALL OCCUR PRIOR 
TO PLANTING AND MULCHING. GRADE TO PROVIDE POSITIVE DRAINAGE AWAY 
FROM BUILDINGS AT BOTH SUBGRADE AND FINISH GRADE. 

13. UNLESS INDICATED OTHERWISE, THE EARTHWORK OPERATION SHALL AMEND 
SOILS FOR ALL DISTURBED AREAS THAT ARE NOT PAVED PER KCC 
16.82.1 00. 

14. FINISHED GRADING. FINE GRADE BEDS TO CONTOUR LINES AND GRADES 
SHOWN ON DRAWINGS, 1 / 4" BELOW THE LEVEL OF ADJACENT WALLS, 
WALKS AND CURBS UNLESS NOTED OTHERWISE. ALLOW ROOM IN PLANT 
BEDS FOR MULCH AND OTHER LANDSCAPE MATERIALS - COORDINATE WITH 
LANDSCAPING PLANS. FINE GRADE SOIL TO MAKE SMOOTH AND EVEN FINISH 
GRADE AND REMOVE ALL EXTRANEOUS MATTER. 

WATER SERVICE NOTES 
1. ALL MATERIALS FOR WATER DISTRIBUTION SHALL BE NEW. 

2. APPLY FOR AND PAY ALL FEES ASSOCIATED WITH OBTAINING NEW WATER 
SERVICES. COORDINATE WITH AHJ. 

3. ALL INSPECTIONS SHALL BE COORDINATED WITH THE NORTHSHORE UTILl1Y 
DISTRICT. CONTRACTOR SHALL SCHEDULE TRENCHING AND BACKFILLING 
ACCORDINGLY. 

4. COORDINATE CONNECTION OF FIRE AND WATER SERVICES WITH MECHANICAL 
PLANS. PROVIDE FITTINGS AS REQUIRED TO MAKE CONNECTIONS. 

5. FIRE SERVICE SIZING SHOWN ON PLAN FOR DISTRIBUTION LINE IS 
PRELIMINARY. CONTRACTOR'S FIRE SPRINKLER DESIGNER TO DETERMINE 
SIZING DISTRIBUTION FOR MAXIMUM FLOW. HORIZONTAL ALIGNMENT OF FIRE 
SPRINKLER PIPING SHALL BE AS SHOWN ON PLAN. 

TREE PROTECTION NOTES 
1. A TREE'S CRITICAL ROOT ZONE (CRZ) IS A CIRCULAR AREA WHICH HAS A 

RADIUS MEASURING ONE FOOT IN LENGTH FOR EVERY INCH OF TRUNK 
DIAMETER TAKEN AT 54 INCHES ABOVE GRADE AT BASE OF TREE. ACTUAL 
LIMITS OF A TREE'S CRZ WILL VARY BOTH IN DEPTH AND SPREAD 
DEPENDING ON SIZE OF TREE, SOILS, WATER TABLE, SPECIES AND OTHER 
FACTORS. IF THE DRIP LINE IS GREATER THAN THE CRZ, USE THE DRIP LINE 
AS THE CRZ. THE CRZ MAY EXTEND BEYOND TREE PROTECTION FENCING. 
DIAMETER BREAST HEIGHT (DBH*) = DIAMETER OF A TRUNK AS MEASURED 
AT A HEIGHT 54 INCHES ABOVE THE GROUND LINE. 

2. WHEN WORKING WITHIN THE TREE'S PROTECTION CRITICAL ROOT ZONE, AN 
ARBORIST SHALL BE PRESENT. 

3. NO STOCKPILING OF MATERIAL, VEHICULAR TRAFFIC OR STORAGE OF 
EQUIPMENT OR MACHINERY SHALL BE ALLOWED WITHIN THE CRZ REGARDLESS 
OF FENCE LOCATION. 

4. WORK WITHIN CRZ SHALL BE MANUAL UNLESS OTHERWISE INDICATED. IF 
TRENCHLINE OR OTHER WORK FALLS WITHIN THE CRZ, CONTRACTOR SHALL 
REVIEW SPECIFICATIONS AND COORDINATE REQUIREMENTS WITH AUTHORl1Y 
HAVING JURISDICTION (AHJ). AT A MINIMUM, HAND DIG IN CRZ. RETAIN 
STRUCTURAL ROOTS (1 INCH OR GREATER) ACROSS TRENCHES. TEMPORARILY 
COVER ALL EXPOSED ROOTS WITH DAMP BURLAP TO PREVENT DRYING AND 
COVER WITH SOIL AS SOON AS POSSIBLE (28 HOUR MAX.) ROOTS OVER 1 
INCH DAMAGED DURING CONSTRUCTION SHALL HAVE A CLEAN, STRAIGHT CUT 
TO REMOVE DAMAGED PORTION OF ROOT. 

5. WHERE SOIL ABATEMENT AND PLANTING SOIL REPLACEMENT OCCURS WITHIN 
THE CRZ, NO MOTORIZED EQUIPMENT SHALL BE ALLOWED ON UNPAVED 
SURFACES. 

6. WHERE EXISTING PAVEMENT IS TO BE REMOVED WITHIN THE CRZ, NO 
MOTORIZED EQUIPMENT SHALL BE ALLOWED ON UNPAVED SURFACES. FILL 
VOIDS WITH APPROVED SOILS. REPLACE TREE PROTECTION FENCING AFTER 
OPERATIONS. 

7. WHERE EXISTING FOUNDATION IS TO BE REMOVED WITHIN THE CRZ, NO 
MOTORIZED EQUIPMENT SHALL BE ALLOWED ON UNPAVED SURFACES. FILL 
VOID WITH APPROVED SOILS. REPLACE TREE PROTECTION FENCE. 

GENERAL SEWER AND DRAINAGE NOTES 
1. THE CONTRACTOR SHALL VERIFY THE LOCATION AND ELEVATION OF THE 

EXISTING SIDE SEWER OR SERVICE DRAIN AT THE POINT OF CONNECTION 
PRIOR TO CONSTRUCTION. THE CONTRACTOR SHALL IMMEDIATELY NOTIFY 
THE AHJ INSPECTOR AND OWNER'S REPRESENTATIVE OF ANY 
DISCREPANCIES. 

2. UNLESS NOTED OTHERWISE ON PLANS, PIPE MATERIALS FOR SANITARY SIDE 
SEWER (SSS) AND SERVICE DRAIN (SD) SHALL BE PVC PIPE AND FITTINGS 
PER ASTM D3034, SDR35 WITH RUBBER GASKET JOINTS. 

3. DUCTILE IRON PIPE SHALL BE PER ANSI A21.51 CLASS 50 WITH PUSH-ON 
JOINTS. FITTINGS FOR DUCTILE IRON PIPE SHALL BE DUCTILE PER ANSI 
A21.10 OR ANSI A21.53 WITH PUSH-ON JOINTS. GLANDS ON MECHANICAL 
JOINT PIPE AND FITTINGS SHALL BE DUCTILE. 

4. PIPES WITH LESS THAN 18" COVER SHALL BE DUCTILE IRON PIPE. ROOF 
DOWNSPOUT TIGHTLINES AND BUILDING FOOTING DRAINS ARE EXCEPTIONS 
TO THIS REQUIREMENT AND MAY HAVE A MINIMUM OF 12 INCHES OF 
COVER UNLESS NOTED OTHERWISE ON PLANS. 

5. BEDDING FOR PIPES AND STRUCTURES SHALL BE IN ACCORDANCE WITH 
AHJ STANDARDS AND SPECIFICATIONS. BEDDING MATERIAL FOR PVC PIPE 
SHALL BE MECHANICALLY COMPACTED TO 95% OF MAXIMUM DRY DENSl1Y 
AS MEASURED BY ASTM D-698. 

6. TEES ON NEW PIPE LESS THAN 24" DIAMETER SHALL BE PREFABRICATED. 
TEES ON EXISTING PIPE OR ON NEW PIPE WITHOUT PREFABRICATED TEES 
SHALL BE CONNECTED BY CORE DRILLING AND FLEXIBLE CONNECTION. SEE 
SPECIFICATIONS. 

7. TEES, CATCH BASIN CONNECTIONS, SIDE SEWERS, AND SERVICE DRAINS 
SHALL BE PLACED AT A MINIMUM SLOPE OF 2% AND A MAXIMUM SLOPE 
OF 50% UNLESS OTHERWISE INDICATED ON THE PLANS. 

8. SERVICE DRAINS AND SIDE SEWERS SHALL BE CONNECTED OR 
RECONNECTED AS APPROVED BY THE AHJ INSPECTOR. 

9. RELAY EXISTING SERVICE DRAINS AND SIDE SEWERS TO CLEAR OVER OR 
UNDER THE NEW UTILl1Y AS APPROVED BY THE AHJ INSPECTOR. 

10. WHERE A NEW PIPE CLEARS AN EXISTING OR NEW UTILl1Y BY 6" OR LESS, 
POLYETHYLENE PLASTIC FOAM SHALL BE PLACED AS A CUSHION BETWEEN 
THE UTILITIES. 

11. PROVIDE DUCTILE IRON PIPE SLEEVE WHERE SS, SSS, OR SD PASSES 
UNDERNEATH OR THROUGH ANY FOOTINGS, STEM WALLS, RETAINING WALLS, 
OR ROCKERIES. 

12. A SEPARATE SIDE SEWER PERMIT FROM THE NORTHSHORE UTILl1Y DISTRICT 
IS REQUIRED. AT THE TIME OF APPLYING FOR THIS PROJECT'S SIDE SEWER 
PERMIT THE APPROVED AHJ PLAN COVER SHEET AND DRAINAGE CONTROL 
PLAN SET MUST BE PRESENTED WITH PERMIT APPLICATION. 

13. PROVIDE FITTINGS AS REQUIRED TO CONNECT TO EXISTING UTILITIES IN 
RIGHT-OF-WAY. 

14. PROVIDE SWEEPING TEES OR WYES AT ALL PIPE TO PIPE CONNECTION 
LOCATIONS. 

15. ADJUST RIM ELEVATION OF CATCH BASINS, AREA DRAINS AND CLEANOUT 
CASTINGS TO MATCH SURROUNDING GRADES, UNLESS OTHERWISE NOTED. 

16. COORDINATE CONNECTION OF SANITARY SIDE SEWER WITH MECHANICAL 
PLANS. PROVIDE FITTINGS AS REQUIRED TO MAKE CONNECTION. 

STORM DRAINAGE NOTES 
1. THE STORM DRAINAGE SYSTEM SHALL BE CONSTRUCTED ACCORDING TO THE 

APPROVED DRAINAGE CONTROL PLAN IN THE APPROVED BUILDING PERMIT 
PLAN SET, WHICH IS ON FILE WITH THE AHJ. ANY DEVIATION FROM THE 
APPROVED PLANS WILL REQUIRE WRITTEN APPROVAL FROM THE AHJ AND 
THE OWNER'S REPRESENTATIVE. 

2. A COPY OF THE APPROVED DRAINAGE CONTROL PLANS MUST BE ON THE 
JOB SITE WHENEVER CONSTRUCTION IS IN PROGRESS. 

3. ALL REQUIRED STORM WATER FACILITIES MUST BE CONSTRUCTED AND IN 
OPERATION PRIOR TO CONSTRUCTION OF IMPERVIOUS SURFACING UNLESS 
OTHERWISE APPROVED BY THE AHJ AND THE OWNER'S REPRESENTATIVE. 

4. NOT USED. 

5. PROVIDE FOOTING DRAIN CLEANOUTS AT A MAXIMUM 100' ON CENTER AND 
PROVIDE NO FEWER THAN TWO PER STRUCTURE. COORDINATE LOCATION 
WITH THE OWNER'S ARCHITECT AND ENGINEER. CONTRACTOR SHALL 
DOCUMENT AS-BUILT LOCATION OF INSTALLED CLEANOUTS ON 
CONTRACTOR'S AS-BUILTS. MAINTAIN AS-BUILTS AS WORK PROGRESSES. 

6. ROOF DOWNSPOUT TIGHTLINES CONVEYING STORMWATER FROM ONE 
DOWNSPOUT SHALL BE OF 4-INCH DIAMETER PVC STORM DRAIN. ROOF 
DOWNSPOUT TIGHTLINES CONVEYING STORMWATER FROM TWO OR MORE 
DOWNSPOUTS SHALL BE OF 6-INCH DIAMETER PVC STORM DRAIN. 

7. 1YPE 1 AND 1YPE 2 CATCH BASIN STRUCTURES PER 2016 WSDOT 
STANDARD PLANS AND SPECIFICATIONS. 

8. PROVIDE A MINIMUM OF 2.0% SLOPE ON ALL DRAINAGE AND DOWNSPOUT 
CONNECTION LINES, UNLESS NOTED OTHERWISE. 

9. PROVIDE STORM DRAIN STENCILING IN PAVEMENT AT ALL STORM DRAIN 
CATCH BASINS, INLETS AND AREA DRAINS THAT ARE IN OR WITHIN ONE 
FOOT OF A PAVED AREA. STENCILING SHALL BE IN ACCORDANCE WITH 
PUBLIC AGENCY STANDARDS. 

PLEASE CALL 811 
3 Working Daya 
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NOTES 

ESC CONVEYANCE PIPE 

DEMOLISH ITEM AS NOTED 

UTILl1Y DEMOLITION 

BUILDING DEMOLITION (SEE ARCH) 

ASPHALT REMOVAL 

CONCRETE REMOVAL 

WOOD FIBER MULCH REMOVAL 

WALL/CURB REMOVAL 

SAWCUT 

1. FIELD LOCATE, PRESERVE AND PROTECT ALL IRRIGATION TO 
REMAIN. 

2. TREE PRESERVATION 

* FOR THE PRESERVATION OF EXISTING TREE AND TRE 
ROOTS: IN THIS ZONE SAWCUT SLAB ALONG OUTSIDE 0 
TREE PROTECTION ZONE. USE JACK HAMMER TO BREAK 
CONCRETE SLAB INTO SIZES SMALLER THAN 6'x6'. LEA\ 
BROKEN SLAB IN PLACE. 

* TIE UP AND PROTECT LOWER LIMBS DURING BUILDIN 
DEMOLITION. 

PLEASE CALL 811 
3 Working Daya 
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BOTTOM OF WALL 

1. COK SIDEWALK DETAIL DOES NOT REQUIRE CURB AND 
GUTTER. USE FOR PAVEMENT SECTION, SCORING EXPANSION 
JOINTS AND FINISH. 

PLEASE CALL 811 
3 Working Daya 

BEFORE YOU DIG 

i 
20' 

N 

10' 0 20' 

Scale In Feet 
40' 

CITY OF Kl RK LAND 
PUBLIC WORKS DEPARTMENT SHEET 

123 FIFTH AVENUE - KIRKLAND, WA 98033-6189 - 206 828-1243 

CPK 0119 100 
JUANITA BEACH PARK 

BATHHOUSE REPLACEMENT 
PAVING AND GRADING PLAN 

C3.0 



SYM NWN DT EG <3' HT BOTANICAL NAME COMMON NAME SIZE / SPACING MATURE HT.

NATIVE PLANT MIX PLANTING ZONE

WETTER AREA NATIVE MIX

WOODLAND AREA NATIVE MIX

SEEDED LAWN AREA
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PLANT SCHEDULE NWN=NORTHWEST NATIVE OR CULTIVAR, DT=DROUGHT TOLERANT, EG = EVERGREEN, <3'HT = LESS THAN 3' HEIGHT 

- NWN EG <3' HT IRIS TENAX OREGON IRIS 1 GAL. / 18" O.C. 

NWN CORNUS SERICEA REDTWIG DOGWOOD 3 GAL. / 4' O.C. 

NWN DT EG MYRICA GALE SWEET GALE 1 GAL. / 30" O.C. 

NWN SALIX PURPURPEA ARCTIC WILLOW 3 GAL. / 4' O.C. 

NWN EG CAREX OBNUPTA SLOUGH SEDGE 10 CU. IN. PLUG. / 9" O.C. 

NWN EG <3' HT JUNCUS ENSIFOLIUS DAGGER-LEAF RUSH 10 CU. IN. PLUG. / 9" O.C. 

NWN EG <3' HT JUNCUS PATENS 'CARMENS GREY' COMMON RUSH 10 CU. IN. PLUG. / 9" O.C. 

~))))))))~ 
NWN <3' HT ALLIUM CERNUUM NODDING ONION 4" POT / 12" O.C. 

NWN DT EG VARIES GAULTHERIA SHALLON SALAL 3 GAL. / 36" O.C. 

NWN DT EG <3' HT MAHONIA NERVOSA OREGON GRAPE 1 GAL. / 18" O.C. 

NWN PHYSOCARPUS CAPITATUS PACIFIC NINE BARK 5 GAL. / 6' O.C. 

NWN DT EG <3' HT POLYSTICHUM MUNITUM WESTERN SWORD FERN 1 GAL. / 30" O.C. 

NWN RIBES SANGUINEUM FLOWERING RED CURRANT 3 GAL. / 4' O.C. 

NWN DT SYMPHORICARPOS ALBUS SNOWBERRY 1 GAL. / 4' O.C. 

NWN <3' HT TELLIMA GRANDIFLORA FRINGE CUP 1 GAL. / 18" O.C. 

NWN VACCINIUM OVALIFOLIUM OVAL LEAVED BLUEBERRY 1 GAL. / 4' O.C. 

NWN EG VACCINIUM OVATUM EVERGREEN HUCKLEBERRY 1 GAL. / 4' O.C. 

NWN DT VIBURNUM ELLIPTICUM OREGON VIBURNUM 5 GAL. / 6' O.C. 

I : : I l~~l-~1-~l-~l _____ ~I s_EED_ED_ LA_wN_ M_1x T_BD _______ ~I 

r ~ 
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FILE ENGR. REVIEW SCALE DATE 

JBB_LAND LK MRS AS SHOWN 04/19/2015 

--~ 
~ 0~ 
~~HING"\ NO. REVISION BY REVIEW DATE 

PLEASE CALL 811 
3 Working Daya 

BEFORE YOU DIG 

CITY OF Kl RK LAND 
PUBLIC WORKS DEPARTMENT 

123 FIFTH AVENUE - KIRKLAND, WA 98033-6189 - (206)828-1243 

CPK 0119 100 
JUANITA BEACH PARK 

BATHHOUSE REPLACEMENT 
LANDSCAPE PLANT SCHEDULE 

SHEET 

L4.0 



1

9

2

1

2

6

2

7

23

2

1

2

1

2

2

2

4

2

2

2

3

2

3

2

2

1

9

2

1

2

6

2

7

23

2

1

2

1

2

2

2

4

2

2

2

3

2

3

2

2

PICNIC TABLE LOCATIONADJUSTED IN THE FIELD

EDGE OF ASPHALTMOVED SOUTH +/- 2'
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603 STEWART ST. SUITE 500 
SEATTLE, WA 98101 
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FILE ENGR. REVIEW 

JBB_LAND LK MRS 

NO. REVISION 

I ' I I ' 
I I 

I 

I 

I 

-- - --t 

I / 
I / 
I ' 

: \ I 
, I 'l 

/I 

-\t 
'\ \ 
·\~ -

, I 
\ ; 

SCALE 

AS SHOWN 

BY 

I 

\ 

\ ' -

\ 

- ,_ 

~ • 
' 

DATE 

04/19/2015 

REVIEW DATE 

LEGEND 
--x--x--

~)))))))))))I 

+ 

I I 
I I 

NOTES 

TREE PROTECTION 

ASPHALT PAVEMENT ffi 
(SEE PAVING PLAN) \Q2Y 

AMENDED SOIL 
( 4" COMPOST TILLED IN 8") 

WETTER AREA 
NATIVE PLANTINGS W/ 4" 
COMPOST TILLED IN 8" 
(SEE PLANT SCHEDULE) 

WOODLAND AREA 
NATIVE MIX W/ 4" 
COMPOST TILLED IN 8" 
(SEE PLANT SCHEDULE) 

SEEDED LAWN RESTORATION 

MULCH 

1. PRESERVE AND PROTECT ALL 
IRRIGATION TO REMAIN. 

2. REVISE PIPING AND VALVES OF 
EXISTING IRRIGATION TO MAINTAIN 
AUTOMATIC SYSTEM. 

3. PROVIDE NEW IRRIGATION TO NEW 
LANDSCAPE. 

4. ZONE ALL PLANTING AND LAWN AREAS 
SEPARATELY. 

PLEASE CALL 811 
3 Working Daya 

BEFORE YOU DIG 

N 

i 
20' 10' 0 20' 40' 

Scale In Feet 

CITY OF Kl RK LAND 
PUBLIC WORKS DEPARTMENT SHEET 

123 FIFTH AVENUE - KIRKLAND, WA 98033-6189 - 206 828-1243 

CPK 0119 100 
JUANITA BEACH PARK 

BATHHOUSE REPLACEMENT 
SOIL AND LANDSCAPE PLAN 

L 4.1 
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LAST REVISED : 09/14/ 16 

2 

c:::::::71 MAX 

6" ii 

NEWLY GRADED OR _j 
DISTURBED SIDE SLOPE 

FILTER FABRIC-----..._ 
MATERIAL "\, 

/
2x4 WOOD POST, 
STEEL POST, 

FILTER 
MIRAFI 

FAB RIC MATERIAL 

NO FILL WITHIN 
4' OF FENCE 

4 " 

BU RY BOTTO M OF FILTER FABRIC 
MATERIAL WITH NATIVE SOIL 

TYPI CAL CROSS SECTI ON 

STAPLES OR WIRE 
1 OOX OR EQ UIVELANT RINGS , TYP 

I I I I I I 
~ 

I I I I ~ I I 
I I I I 

~ 

I I ~ 

I I I I 
~ 

I I ~ 

OR EQ UIVALENT 

2x2 x14 GAGE WELDED 
WIRE FABRIC OR EQUIV 

mm~ I I 
I 

t;t:!:):1:t::1:U-, I 

_l 

2' MIN 

_u_ _ - _lj_ 
I--- B' MAX ----4• 

, __u ___ u 12" MIN 

__i 

El EVATI ON 

"'----- BURY BOTTOM OF FILTER FABRIC 
MATERIAL IN 4 IN. X 4 IN. TRENC H. 

= 
1. PREFAB FENCE ALLOWED IF REINFORCED ANO APPROVED BY CllY INSPECTOR. 

2. FrnCE SHALL NOT BE INSTALLED ON SLOPES STEEPER THAN 2:1. 

3 . JOINTS IN FILTER FABRIC SHAL1- BE OVERLAPPED 6 INCHES AT POST. 

4 . USE STAPLES, WI RE RINGS, OR EQU IVALENT TO AHACH FABRIC TO FENCE. 

5. REMOVE SEDIMENT WHEN IT REACHES 1/J FENCE HEIGHT. 

6 LOCATION OF FENCING SHALL BE PS SHOWN ON APPROVED 
PLANS OR AS DI RECTED BY THE CllY. 

7. MAXIMUM 100' SHEET OR OVERLAND FLOW PATH LENGTH 
TO SILT FENCE. 

6. DO NOT DIRECT FLOWS GREATER THAN 0 .5 CFS TO FENCE. 

9. SILT FENCE SHOULD NOT B E INSTAU.ED IN STREAMS 
OR V-SHAPED DITCHES. 

EXPANS ION JOINTS--..,_ 
WHERE SIDEWALK MEETS 
PR IVATE CONCRETE. 

CITY OF KIRKLAND 
P LA N NO. CK - E. 0 3 

SILT FENCE 

LAST REVISE0:04/ 15/12 

BROOM FIN ISH WITH SH IN ER 
EDGES ON ALL SIDES OF 
5'l<5' POURS, P ERPENDICULAR 
TO CURB, OR AS DIRECTED 
BY PW INSPECTOR. 

~--THRU CURB JOINT 10 ' DC 

EXPANSION JOINT MAY BE REQ UI RED, SEE NOTE 1. 

5' WIDE CONCRETE SIDEWALK 
4" t.11N TI-7 1CKNESS (6'' AT DRIVEWAYS) 
BROOM FINISH ------

PRE- EMERGENCE 
HERBICIDE (APPROX 
8 LBS/2500 SQ FT) ---

COLD JOINT EXISTI NG 
CURB & GUTTER 

4" MINIMUM J/4" OR 1- 1/4" 
GRAVEL AS OEITRl,,I INED 

PAVEMENT 

95% COM PACTED SUBGRADE 
BY TH E ENGINEER ---

EXPANSION JOINT 

= 

·:.d 

PREMOLDEO J 
JOINT FILLER 

• •• <! • 

" j/8'. TO 
, 1/2" R. 

1. SIDEWALK AND CURB & GUTTER CANNOT BE POURED 
MONOUTHICALLY. EXPANSION JOINT WILL BE REQUIRED 
WHEN CONCRETE SIDEWALK IS SURROUNDED BY OTHER 
HARD SURFACES (E.G., DRIVEWAY); OR AS DIRECTED BY 
PW INSPECTOR , 

2. CONCRETE SHAU BE CEMENT CONCRETE CLASS 4000 
PSI liA INIMUM. WrTH AIR ENTRAI NMENT. NO COLOR OR 
TINT SHALL BE ADDED. 

J _ FOR~S SHALL BE SET TRUE TO LINE AND GRADE AND 
SHALL BE STEEL UNLESS OTHERWISE APPROVED BY 
INSPECTOR. 

4. SIDEWALK SHALL NOT BE POURED IN THE RAIN. SEE 
POLICY R-8 , PLACING CONCRITE OR ASPHALT IN 
ADVERSE WEATHER CONDITIONS. 

.. 
t-'-

1'- 6" 1' - 6" 

CONTRACTION JOINT t ----1 1/8" TO -1 / 4" 

.:l 1" l,HN . 

. '·\ '/' " . " .. . • . ,d • 

. . ~ - J/8". TO 
.. . _1/~ ~. 

CITY OF KIRKLAND 
PLAN NO. CK- R.23 

SI DEWALK 
SECTION 

NTS 

Silt Fence 

NTS 

Sidewalk Section 

603 STEWART ST. SUITE 500 
SEATTLE, WA 98101 

• 615 SECOND AVE. SUITE 280 
SEATTLE, WA 98104 
T 206.223.0326 

F 206.223.0125 

www.svrdesign.com 

1 

4 

EXISTING 
GROUND 

= 

12" MIN 

'"'cl I "" I 1=1 1 e=I I =1 1 •· 
~~ 

GEOTEXTILE 

DR IVEWAY RAMP OR 
PAVED SUR FACE ---~ 

50' ATB, 4" THICK, IF REQUIRED 
{SEE NOTE 5) 

' MIN 

GEOTEXTILE BENEATH 
QUARRY SPALLS 

4 " TO 8" 

24' MIN 

25' RADIUS 

PLAT /COMMERCIAL 

LAST REVISED:01/15/1 4 

PAVED 
ROW 

TEMPORARY CU LVERT 
AS REQUIRED 

PAVED 
ROW 

1. PAD SHALL BE REMOVED AND REPLACED WHEN SOIL IS EVIDENT ON THE SURFACE OF THE 
PAD OR AS DIRECTED BY THE CITY CLEARING AND GPADING INSPECTOR. 

2_ PAD SHALL BE INSTALLED IN PLANTING STRIP AS APPROPR IATE 

3. PAD TH ICKNESS SHALL BE INCREASED IF SO IL CONDITIONS DICTATE AND/OR PER TH E 
DIRECTION OF TH E CITY CLEARING AND GRADING INSPECTOR. 

4. CONTRACTOR RESPONS IB LE FOR CURB & GUTTER COND ITIO N. 

5. ATB MAY BE REQUIRED PER PW INSPECTOR. 

6. RECYCLED CONCRETE SHALL NOT BE USED FOR THE 
CONSTRUCTION ENTRANCE DUE TO HIGH LEVELS OF PH. 

CITY OF KIRK LAND 
PLAN NO. CK - E.02 

TEMPORARY 
PLAT /COMMERCIAL 
CONST. ENTRANCE 

NTS 

Termporary Plate/Commercial Const. Entrance (Modttied 50' Lergth) 2 

THICKENED ASPHALT EDGE 
~INIMUM 6" lHICK X 10" WIDE 

1 1/2" - 4" CLASS B 
ASPHALT AS SPECIFIED BY CITY 

2'0" MIN CLEAR 
3'0" PREFERRED 
3:1 SIDE SLOPE 
MAX (TYP) 

2 % MIN, 5% MAX 
,,,, CROSS-S LOPE 

4" 5/B" TO MINUS 
CRUSHED ROCK, 
COMPACTED TO 
95% DENS11Y 

SUBGRADE COMPACTED 
TO 95% DENSl1Y 

8' - 12' UNLESS 
OTHERWISE APPROVED 

2'0" MIN CLEAR 
J'O" PREFERRED 

1. ALL PLANS MUST BE APPROVED BY THE 
Cl1Y PRIOR TO CONSTRUCTI ON OF THE 
TRAIL. TRAIL CENTERLINE TO BE STAKED IN 
FIELD BY CONTRACTOR AN D APPROVED BY 
THE APPROPRIATE CITY INSPECTOR. 

5. MINIMUM BRANCH CLEARANCE ABOVE 
TRAIL SURFACE = 7' - 0" (TYPICAL), 
10' -0" IF EQUESTRIAN USE IS 
ANTICIPATED. 

2. ALL HAZARD TREES AND TREE LIMBS, AS 
DEFINED BY THE WASHINGTON STATE 
DEPARTMENT OF NATURAL RESOURCES 
HAZARD TREE BULLETIN, SHALL BE FELLED 
AND REMOVED FROM THE SITE. 

3. SUBGRADE TO BE TREATED WITH AN 
APPROVED HERBICIDE PRIOR TO PLACING 
ASPHALT. 

4. ON E-WAY BIKE PATH TO BE A MINIMUM OF 
8' WIDE. 

CITY OF KIRKLAND 
PLAN NO. CK- R.65 

ASPHALT SECTION 
FOR MUL llPURPOSE 

AND 
PAVED PATHS 

NTS 

Asphalt Section for Multipurpose and Paved Paths 5 
FILE ENGR. REVIEW SCALE DATE 

JBB_UTIL_DET LK MRS AS SHOWN 04/19/2015 

NO. REVISION BY REVIEW DATE 

10'- 25' 

DEPENDEN T ON SOIL TYP E 
AND SLOPE STEEPNESS 

LAST REVISED:04/15/1 2 

SEDIMENT, ORGANIC MATTER, 
AHO NATIVE SEEDS ARE 
CAPTURED BEJ-I IND THE ROLLS. 

LI VE STAKE 

NOTES 
1. STRAW ROLES SHALL BE PLACED ALONG SLOPE CONTOURS. 

2. STRAW ROLL INSTALLATION REQUIRES THE PLACEMENT 

AND SECURE STAKING OF THE ROLL IN A TRENCH, 
3'' - 5" DEEP, DUG ON CONTOUR. RUNOFF MUST 

NOT BE ALLOWED TO RUN UNDER OR AROUND ROLL. 

3 . DRIVE STAKE TH ROUGH MIDDLE OF WATTLE, LEAVING 
2 .. -3" OF STAKE PORTRUDING ABOVE WA TTLE. 

PLEASE CALL 811 
3 Working Daya 

BEFORE YOU DIG 

6"- 10" DIA. 

1" x1" STAKE 

NOT TO SCALE 

CITY OF KIRKLAND 
PLAN NO. CK- E.10 

STRAW 
WA TTLES 

CITY OF Kl RK LAND 
PUBLIC WORKS DEPARTMENT 

123 FIFTH AVENUE - KIRKLAND, WA 98033-6189 206 828-1243 

CPK 0119 100 
JUANITA BEACH PARK 

BATHHOUSE REPLACEMENT 
AGENCY STD DETAILS 

NTS 

straw Wattles 3 

NTS 

Not Used 6 
SHEET 

D 1.0 
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NTS 

Not Used 1 

NTS 

Not Used 4 

r-14 1/2" SQ. ~ 

I 1 11 3/4" sQ1 I 
~--. :.9-

0 

Drain ho le (2) _,/ I.~ 

I 

f---------13" SQ. -----11 
I,.;;===~ 

@ 

• 12 3/4°' 

r 

! :, ,CQ [ 
~ < 
~ - - - - - - - - - - ~ ' -

I 10 1/2" so _ _____j 

CLEANOUT BOX 

Finished grade~ 

~""'""""="'-- ,a;;==a~,=±=6 ,,ii!> 

Cleanout Box & Cove~ / ---

Wye, Instal led up ~ 

Penta head Lift pin [Non-skid 
lockin g bolts surface 

CLEANOUT COVER -1. Surface Cleanouts required at the bu ild ing 
connection in hardscape and every 100 
feel. The side sewer connection at the ma in 
line stub shall be a t wo-way cleanout test 
t ee . See Standard Details 7 & 8a. 

2. Cleanout box and cover sha ll be Armorcosl 
Po lymer Concret e Box Assemb ly, port 
#A6001423TA, H20 rated with Pentahead 
locking bo lt s and "CO" stamped on cover. 
All cl eanou ts brough t to grade shall have 
this box a n d cover installed. 

All pipe material shall be bell & spigot type 
with rubber gasket join t and shall be in 
conformance with ASTM D3034 (SDR-35). 

f __!iEw 11 11 ITT a-Approved watertight plug or cont inued pipe. 

?·<·· ';: ::/._,:-:''_.:·---'.:;><->--~':::t::;:_ Pipe bedding per the Specifications. 

~~~-Undisturbed earth (typ.) 

PROFILE 

SIDE SEWER 
SURFACE CLEANOUT 

NOT TO SCALE 

Detai l Approvals NORTHSHORE UTILITY DISTRICT ® 
Engineer GSM 

Manager PPK STANDARD SEWER DETAILS '""" ,,,, 
~-----~----------------------~'~~~,'-= ""=·~~ NTS 

Side Sewer Surface aeanout 

( BUILDING FOU NDATION ( 
~)--~~-~) 

PLUMBING CONNECTION,---
18" MAX FROM BUILDING 
FOUNDATION WALL 

FERNCO COUPLING------------
ALLOWED ONLY TO 
PLUMBING CONNECTION 

1 B" MAX 

~ BU ILDI NG CLEAN OUT, 
/ SEE NOTE 1 

4" PVC SOR 35 PIPE WITH 
RUBBER GASKETED JOINTS, 
MIN IMUM 2% SLOPE, SEE NOTE 2 

(\ II I 

Notes: 
1. Cleanouts in hordscape sha ll be brought to grade and 

installed in a cleanout box ond plugged watert ig ht with 
a mechanical plug, per Standard Detail #9. Otherwise, 
cleanouts shall be broug ht to with in 24" of grade and 
plugged waterti ght with a gasket ed ca p or push p lug. 

2. Al l pipe materia l shall be be ll & spigot type with 
rubber gasket joint and sha ll be ,n conformance with 
ASTM D3034 (SDR-35). 

SIDE SEWER 
HOUSE CONNECTION 

NOT TO SOU 

Detai l Approva ls 
NORTHSHORE UTILITY DISTRICT 

STANDARD SEWER DETAILS 
Engineer GSM 

Manager DPK June 2016 
S-8!,(HOUSECO~ECTION).dwg NTS 

Side Sewer House Comection 

2 

5 
o'< KIR~( 

-------------+-+------+-----£ ~ -v~ 
---+---------+---+-----+----a() ~ ~ C 

FILE ENGR. REVIEW SCALE DATE 

JBB_UTIL_DET LK MRS AS SHOWN 04/19/2015 

--~ 
~ 0~ 
~~HING"\ NO. REVISION BY REVIEW DATE 

Surface restoration as required by the R-0-W 
permitting agency, the private property owner or 
the District.~ 

I 
, 8' Max. 

4
_ I ~ Sawcut 

Payment Limits fo~ Surface Restoration. See Note / 
A 

1, XX X./v 

• • 4, --~-"': ·". r" 

Trench Backfil I. ~· · · ··~ Native backfi ll , imported backfill Y Trench Backfill: 

Ul Payment Limit ~-.i · . . :.i grovel, crushed roc k or CDF 
-~ See Notes 1 & 4. , 4 "' per the Specifications. 
~ -<J 

4 See note 2. 

Locate 
6" min . 

Varies ~-~--------

1. Trench width: 
I 

Trench Wid th I 
See note 1. 

Minimum: Pipe O.D. + 12'' (6" each side of pipe). 

Maximum: 40" for 15"¢ pipe and smaller. 

(1-1 /2 x LO.) + 18" for 18"~ pipe and larger. 

Rigid pipe bedding: 
Native backfi ll , imported backfill 
gravel, crushed rock or CDF 
per the Specifications. 
See note 3. 

Foundation gravel as directed. 

The neat-line payment limits for trench backfill materials shall be based upon the max im um 
allowable trench width as shown above. 

2. Native materia l, if allowed for trench backfill, shall meet t he requ irements of se lect borrow 
per the Specifications. Trench backfi ll shall be compacted to a mi nimum of ninety-five 
percent (95%) of Modified Proctor In the Right-Of-Way and improved easements and to 
ninety percent (90%) in unimproved easeme nt areas. See the Specif ications for additiona l 
information. 

3. Na tive material, if allowed for rigid pipe bedding, shall be sand and gravel with no material 
larger than 1-1/2". See the Specifications for additional information. 

4. The neat- line limits shown wil l be used to calcu late the maximum quantity of tre nch backfill 
and surface restoration materials allowed. Payment for bedding gravel wil l be considered 
incidental to payment made for pipe. Payment for foundation rock will be based upon the 
quantities used as directed by t he District. See the Contract documents for additional 
information. 

TYPICAL TRENCH SECTION & PAYMENT LIMITS 
001" TO SCALE 

Detail Approva ls 

Engineer GSM NORTHSHORE UTILITY DISTRICT 

Manager DPK STANDARD WATER DETAILS 
@ 

Fobruor,o 20\4 
W-12(Typ;odT,...,ch).dW<J NTS 

Typical Trench Section+ Payment Limits 3 
LAST REVISED: 01/2017 

_,--- 12" MIN PIPE 

/ 

FLOW ..__ A ~-,, 

; 6"MIN PI PE 

~ +--- FLOW 
~---Ir---

6" MIN PIPE 
_/ 

'--------.... __ WlRE MESH BASKET 

INFILTRATION FILTER 
SECTION 

NTS 

1. PRODUCT SHALL BE ORENCO SCB1236-6L STORMWATER 
CATCH BASIN QR EQUIVALENT. 

2. PLACE THE INFIL TRATIQN FILTER UPSTREAM QF THE 

INFILTRATION SYSTEM (EX: DRYWELL, INFILTRATION 
TRENCH. ETC). SEE DETAIL CK-D.22B FOR PLACEMENT 
LOCATION. 

PLEASE CALL 811 
3 Working Daya 

BEFORE YOU DIG 

CITY OF KIRKLAND 
P LAN NO. CK - D.04 

INFILTRATION 
FILTER 

CITY OF Kl RK LAND 
PUBLIC WORKS DEPARTMENT 

123 FIFTH AVENUE - KIRKLAND, WA 98033-6189 - (206)828-1243 

CPK 0119 100 
JUANITA BEACH PARK 

BATHHOUSE REPLACEMENT 
AGENCY STD DETAILS 

NTS 

Infiltration Filter 6 
SHEET 

D 1 .1 
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1" R. (TYP.) 

CAST IN PLACE -----... 
CONCRETE CURB 

12" COMPACTED -....__ 
ENGINEERED WOOD 
SAFETY SURFACING 

GEOTEXTILE FABRIC _ _, 

3" GRAVEL BACKFILL FOR 
PIPE ZONE BEDDING PER 
WSDOT 9-03.12(3) 

8" 

NOTE: MATCH TOP OF CURB TO HEIGHT OF ADJACENT 
CURBING/PAVEMENT, OR AS NOTED ON PLAN. 

1-1 /2" DRAIN ROCK, MIN. 5'X5'X2' DEEP 

FINISH GRADE 
• ct: 
cow 
·> zo 

::::::;U 
-+--

N 

5' 

8" UNLESS NOTED 
OTHERWISE ON PLANS 

EXP. JT. @ BACK OF CURB 
TYP. WHERE CONC. ABUTS NEW 
OR EX. CONCRETE SEE PLAN 

SIDEWALK ffi 
SECTION ~ 

I .11 

(2) #4 REBAR CONT., 
3" CLR. TO OUTSIDE 
EDGE OF CONCRETE 

BASE AGGREGATE 

COMPACTED SUBGRADE 
OR GRAVEL FILL 

NTS 

Rush Concrete Curb 

GEOTEXTILE FABRIC 

~- IE PER PLAN 

PERFORATED PVC DRAIN PIPE W/ 
PERFORATIONS DOWN 

SECTION VIEW 

1 

Q-avel Pock~ 4 

603 STEWART ST. SUITE 500 
SEATTLE, WA 98101 

• 6 15 SECOND AVE. SUITE 280 
SEATTLE, WA 98104 
T 206.223.0326 
F 206.223.0125 

www.svrdesign.com 

COMPACTED ENGINEERED-~ 
WOOD FIBER SAFETY 
SURFACING MATERIAL PER 
PLANS AND SPECIFICATIONS. 

N 

z 
:::;; 

UNDERDRAIN PIPE AND 
FILTER MATERIAL PER 
5/-. LOCATIONS PER 
PLANS. 

PERFORATED PVC DRAIN PIPE W/ 
PERFORATIONS DOWN 

FINISH GRADE 

II-

GENERAL BACKFILL FOR 
PIPE ZONE BEDDING PER 
WSDOT 9-03.12(3) 

GEOTEXTILE FABRIC 

COMPACTED SUBGRADE
SLOPE TO UNDERDRAIN 
AT 1 % MIN. 

NTS 

Engineered Wood Fiber Safety Surfacing 

GEOTEXTILE FABRIC 

2 

7 /8" DRAIN ROCK, 6" AROUND PVC PIPE 

SECTION VIEW 

Slotted storm Drai~ 5 
FILE ENGR. REVIEW SCALE DATE 

JBB_PAVE_DE LK MRS AS SHOWN 04/19/2015 

NO. REVISION BY REVIEW DATE 

12" MIN 6' MIN. 
LENGTH VARIES (SEE NOTE BELOW) 

ADA ASSESSIBLE 

z z 
:::;; :::;; 

• 
N (0 

~ 

I 

su B-GRADE 1 ~I 12ff~'---T:c~-i-=,:,---=c:=r-+T'~n==-¥m~,r:c1 =c1:r=_--1c':"1 ci:_,r=~1 1::::r_-r:-1~1-=~1 1=-rroo'.J".'.'CI----

ELEV. CONCRETE RAMP WITH - 1 
-

GEOTEXTILE __ _, 
FABRIC (1YP.) 

7 /8" DRAIN ROCK 

GENERAL NOTES: 

SECTION VIEW 

ROUGH BROOM TEXTURED 
FINISH SURFACE (1YP.) 
ENGINEERED WOOD FIBER W 
SAFE1Y SURFACING (1YP.) V 
#4 BARS REINFORCEMENT 
STEEL (12" O.C. 1YP.) 

COMPACTED SUB-GRADE (95% 1YP.) 

1. ALL PLAY AREA RAMPS SHALL MEET CURRENT ADA LAWS AND 
REGULATIONS PER ATSM AND CPSC. 

2. RAMP SLOPE SHALL BE 12: 1 MAX. ( 16: 1 MAX. WHEN RAMP IS PART OF 
ADA ROUTE BETWEEN PLAY ELEMENTS WITHIN THE PLAY AREA ITSELF). 

3. LENGTH AND SHAPE OR RAMPS CAN VARY DEPENDING ON SITE 
CONDITIONS. 

4. RAMP WIDTH SHALL BE 5' MIN. PER ADA. 
NTS 

Play Area ADA Ramp w/Concrete Surfacing 

1 "R TYP 

CAST IN PLACE ------
CONCRETE WALL 

BOTTOM OF WALL PER --=~z:::S:::l 
PLAN 

, / ·,, /"' _/ 

4" 

8" UNLESS NOTED 
OTHERWISE ON PLANS 

TOP OF WALL PER 
PLAN 

(2) #4 REBAR CONT 
3" CLR TO OUTSIDE 
EDGE OF CONCRETE 

COMPACTED SUBGRADE 
OR GRAVEL FILL 

3 

PLEASE CALL 811 
3 Working Daya 

BEFORE YOU DIG NTS 6 
Small Landscape Wall 

CITY OF Kl RK LAND 
PUBLIC WORKS DEPARTMENT 

123 FIFTH AVENUE - KIRKLAND, WA 98033-6189 - 206 828-1243 

CPK 0119 100 
JUANITA BEACH PARK 

BATHHOUSE REPLACEMENT 
PAVING AND DRAINAGE DETAILS 

SHEET 

D2.0 
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8" DEPTH-~ 
2-4" COBBLES 

r ~ 
p+ 

603 STEWART ST. SUITE 500 
SEATTLE, WA 98101 

TRENCH DRAIN DOWNSPOUT PER---------
ARCH 

= I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I I 

SLOPE TO DRAIN / 

24" 

EDGE ELEVATION 

a::: 
w__J 
CL<C 
:r: a::: 
I- ::::, 
CL 1-
w U 
0 ::::, 

a::: 
ol
<CV> 
CL 

NTS 1 
Trench Drain Downspout Conveyance 

• 615 SECOND AVE. SUITE 280 
SEATTLE, WA 98104 
T 206.223.0326 
F 206.223.0125 
www.svrdesign.com 

NotU~ 4 

NTS 2 
Not Used 

Not~ 5 
o'< KIR~( 

-------------+-+-----+-----£ ~ -v~ 
---+---------+---+-----+-----a() ~ ~ C 

FILE ENGR. REVIEW SCALE DATE 

JBB_PAVE_DE" LK MRS AS SHOWN 04/19/2015 

--~ 
~ 0~ 
~~HING"\ NO. REVISION BY REVIEW DATE 

PLEASE CALL 811 
3 Working Daya 

BEFORE YOU DIG 

CITY OF Kl RK LAND 
PUBLIC WORKS DEPARTMENT 

123 FIFTH AVENUE - KIRKLAND, WA 98033-6189 - (206)828-1243 

CPK 0119 100 
JUANITA BEACH PARK 

BATHHOUSE REPLACEMENT 
PAVING AND DRAINAGE DETAILS 

Not Used 3 

Not Used 6 

SHEET 

D2.1 
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CALL BEFORE YOU DIG: 1-800-424-5555

SHEETCITY OF KIRKLAND
PUBLIC WORKS DEPARTMENT

REVISIONNO. BY REVIEW DATE

FILE ENGR. REVIEW SCALE DATE

123 FIFTH AVENUE - KIRKLAND, WA 98033-6189 - (206)828-1243

PRELIMINARY
NOT FOR 

CONSTRUCTION AD1.0
SITE DEMOLITION PLAN

JUANITA BEACH PARK
BATHHOUSE REPLACEMENT

4/20/2017

CPK 0119 100

 1" = 20'-0"
1

SITE-DEMO

SITE DEMOLTION NOTES

1 DEMOLISH (E) PLAY AREA AND CURB, COORD. W/ CIVIL / LANDSCAPE
DRAWINGS

2 DEMOLISH (E) PATH, COORD. W/ CIVIL / LANDSCAPE DRAWINGS

3 DEMOLISH (E) BATHHOUSE STRUCTURE IN IT'S ENTIRETY

4 (E) TREE TO REMAIN - PROTECT DURING DEMO / CONSTRUCTION, COORD. W/
BUILDING DEMOLITION, COORD. W/ CIVIL / LANDSCAPE DRAWINGS

5 DEMOLISH (E) TRELLIS, COORDINATE W/ CIVIL / LANDSCAPE DRAWINGS

6 (E) TREE TO REMAIN, PROTECT DURING DEMO / CONSTRUCTION, COORDINATE
W/ CIVIL / LANDSCAPE DRAWINGS

7 DEMOLISH (E) HARDSCAPE ASSOCIATED W/ (E) BUILDING TO BE DEMO'D,
COORD. WITH CIVIL / LANDSCAPE DRAWINGS

8 DEMOLISH (E) PICNIC TABLE AND CONC. BASE, COORD. W/ CIVIL / LANDSCAPE
DRAWINGS

9 (E) PATHWAY TO REMAIN, PROTECT DURING CONSTRUCTION

10 DEMOLISH (E) TREE / PLANTINGS  - COORDINATE W/ LANDSCAPE DRAWINGS

11 REMOVE (E) PLAY EQUIPMENT, PROTECT, SAVE FOR REINSTALL THIS PROJECT.
COORD W/ CIVIL / LANDSCAPE DRAWINGS

12 DEMOLISH (E) PARK BENCH, COORD W/ CIVIL / LANDSCAPE DRAWINGS

13 (E) PICNIC TABLE AND CONC. BASE TO REMAIN, COORD. W/ CIVIL / LANDSCAPE
DRAWINGS

14 CONSTRUCTION FENCING - COORD W/ CIVIL / LANDSCAPE DRAWINGS
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PROPOSED PAVILION 
STRUCTURE

PROPOSED PATHWAY

PROPOSED BATHHOUSE
BUILDING NORTH

PROPOSED BATHHOUSE
BUILDING SOUTH

PROPOSED CONC. PAVING

A2.0

1

A2.5

1

PROPOSED PLAY AREA
PER LANDSCAPE

(E) TREE TO REMAIN, PROTECT
DURING CONSTRUCTION

(E) TREE TO REMAIN, PROTECT
DURING CONSTRUCTION

(E) PARKING COORD. W/ CIVIL 
FOR CONSTRUCTION SITE 
ACCESS

CALL BEFORE YOU DIG: 1-800-424-5555

SHEETCITY OF KIRKLAND
PUBLIC WORKS DEPARTMENT

REVISIONNO. BY REVIEW DATE

FILE ENGR. REVIEW SCALE DATE

123 FIFTH AVENUE - KIRKLAND, WA 98033-6189 - (206)828-1243

PRELIMINARY
NOT FOR 

CONSTRUCTION A1.0
SITE PLAN

JUANITA BEACH PARK
BATHHOUSE REPLACEMENT

4/20/2017

CPK 0119 100

 1" = 20'-0"
1

SITE 0 5 10 15 20 40
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123456789
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1 A2.1
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1

A4.0
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A3.13

CALL BEFORE YOU DIG: 1-800-424-5555

SHEETCITY OF KIRKLAND
PUBLIC WORKS DEPARTMENT

REVISIONNO. BY REVIEW DATE

FILE ENGR. REVIEW SCALE DATE

123 FIFTH AVENUE - KIRKLAND, WA 98033-6189 - (206)828-1243

PRELIMINARY
NOT FOR 

CONSTRUCTION A2.0
OVERALL FLOOR PLAN

JUANITA BEACH PARK
BATHHOUSE REPLACEMENT

4/20/2017

CPK 0119 100

 1/8" = 1'-0"
1

BATHHOUSE - FLOOR PLAN 0 8 16
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A4.0

4' - 8"

R.O.

4' - 8" 8' - 8" 10' - 9 1/2" 3' - 0"

4 1/2" 7 3/4"

R.O.

3' - 4"3" 3' - 4" 1' - 5"

7 3/4"

3' - 4"

21'-0" TO GRID 7

7' - 4 1/4"

CONC. PAVING

DASHED LINE INDICATES STL. 
CANOPY ABOVE, TYP.

3 X 8 WD COLUMN
SCREEN, TYP.

INSULATED FURRING,
SEE SECTION

DASHED LINE 
INDICATEDS 
WD TRELLIS ABOVE

WOOD SLIDING
DOOR, TYP.

4' - 8"

R.O.

4' - 8"8' - 8"

4' - 8"

R.O.

4' - 8" 8' - 8" 4' - 8"

R.O.

4' - 8"8' - 8"

FD

FD

FD

FD

FDFD

FD

2
' -

 4
"

2
' -

 4
"

D.S.

D.S.

D.S.

D.S.

3 X 8 WD COLUMN
SCREEN, TYP.

PROPOSED
LANDSCAPE 
PLANTINGS

PROPOSED
LANDSCAPE 
PLANTINGS

CALL BEFORE YOU DIG: 1-800-424-5555

SHEETCITY OF KIRKLAND
PUBLIC WORKS DEPARTMENT

REVISIONNO. BY REVIEW DATE

FILE ENGR. REVIEW SCALE DATE

123 FIFTH AVENUE - KIRKLAND, WA 98033-6189 - (206)828-1243

PRELIMINARY
NOT FOR 

CONSTRUCTION A2.1
ENLARGED FLOOR PLAN

JUANITA BEACH PARK
BATHHOUSE REPLACEMENT

4/20/2017

CPK 0119 100

 1/4" = 1'-0"
1

NORTH BUILDING 0 4 8
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LOCKERS

112

LIFE GUARD

114

STORAGE

113 STORAGE

111
CONCESSIONS
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11' - 4"

6
' -
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"

5
' -

 5
 3

/8
"

1
5

' -
 6

 5
/8

"

7 3/4"

2
' -

 7
"

3
' -

 1
"

2
1

' -
 8

" 1

A4.0

7' - 4" 3' - 4 1/4"

33' - 7"

15' - 2" 10' - 5" 7' - 0" 1' - 0"

6
' -

 0
"

1
' -

 4
"

1' - 3 5/8"

4' - 4"

1' - 0 1/4"

3' - 4"

1' - 4 1/8"

1' - 7" 7' - 0" 17' - 0" 7' - 0" 1' - 0"

WD TRELLIS 
ABOVE

WOOD SLIDING
DOOR, TYP.

WD COLUMN, TYP.

CONC. PAVING

DASHED LINE INDICATES STL. 
CANOPY ABOVE, TYP.

OVERHEAD 
COILING COUNTER 

DOORS

EXTERIOR SHOWER, 
TYP. OF (3) 

S.S. COUNTERTOP

WD. BENCH

LOCKERS

CASEWORK UPPERS / LOWERS

D.S.

FD

FD

D.S.

CALL BEFORE YOU DIG: 1-800-424-5555
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B

PRE-FINISHED 
STANDING SEAM 
METAL ROOF, TYP.

SINGLE PLY 
MEMBRANE 
ROOF

WD TRELLIS LOW SLOPE 
MEMBRANE ROOF 

LOW SLOPE 
MEMBRANE ROOF

1
/4

" 
/ 
1

'-
0

"

1
/4

" 
/ 
1

'-
0

"

1
/4

" 
/ 
1

'-
0

"

PRE-FINISHED 
STANDING SEAM 
METAL ROOF, TYP.

PRE-FINISHED 
STANDING SEAM 
METAL ROOF, TYP.

PLT. STL. CANOPY
TYP.

STL. CANOPY,
TYP.

MTL. RAINWATER
DIVERTER, TYP.

CONT. CONCEALED 
GUTTER

1
5

' -
 0

"

15' - 0"

12' - 0" 12' - 0"

12' - 0" 12' - 0"

11' - 4"

11' - 4"

3
' -

 1
0
"

3
' -

1
0

".

3
' -

 1
0
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3
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0
"

3
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0
"

3
'-
1
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CALL BEFORE YOU DIG: 1-800-424-5555

SHEETCITY OF KIRKLAND
PUBLIC WORKS DEPARTMENT

REVISIONNO. BY REVIEW DATE

FILE ENGR. REVIEW SCALE DATE

123 FIFTH AVENUE - KIRKLAND, WA 98033-6189 - (206)828-1243

PRELIMINARY
NOT FOR 

CONSTRUCTION A2.3
ROOF PLAN

JUANITA BEACH PARK
BATHHOUSE REPLACEMENT

4/20/2017
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A3.5

A3.5

A3.5

A3.5

2

3

41

C

D

18 17 16 14 12 11 10

E

15 13

6' - 0" 6' - 0" 6' - 0" 6' - 0" 6' - 0" 6' - 0" 6' - 0" 6' - 0"

1
2

' -
 0

"
1

2
' -

 0
"

3
' -

 6
".

3
' -

 6
".

WD COLUMN PER 
STRUCT. 

3 X 8 WD SCREEN, TYP.

CONC. PAVING

VERT. WD. 
SCREEN

CUSTOM WD
BARN DOOR

CALL BEFORE YOU DIG: 1-800-424-5555

SHEETCITY OF KIRKLAND
PUBLIC WORKS DEPARTMENT

REVISIONNO. BY REVIEW DATE

FILE ENGR. REVIEW SCALE DATE

123 FIFTH AVENUE - KIRKLAND, WA 98033-6189 - (206)828-1243

PRELIMINARY
NOT FOR 

CONSTRUCTION A2.5
PAVILION FLOOR PLAN

JUANITA BEACH PARK
BATHHOUSE REPLACEMENT

4/20/2017

CPK 0119 100
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D

C

101112131415161718

STL. PLT. 
CANOPY
BELOW,
TYP.

LIGHT-THROUGH 
BUILDING INTEGRATED
PV CANOPY SYSTEM

ROOF 
STRUCTURE, 
SEE STRUCT.

STL. PLT. 
CANOPY BELOW

3
'-
0

".
3

'-
0

".

CALL BEFORE YOU DIG: 1-800-424-5555

SHEETCITY OF KIRKLAND
PUBLIC WORKS DEPARTMENT

REVISIONNO. BY REVIEW DATE

FILE ENGR. REVIEW SCALE DATE

123 FIFTH AVENUE - KIRKLAND, WA 98033-6189 - (206)828-1243

PRELIMINARY
NOT FOR 

CONSTRUCTION A2.6
PAVILION ROOF PLAN

JUANITA BEACH PARK
BATHHOUSE REPLACEMENT

4/20/2017

CPK 0119 100

 1/4" = 1'-0"
1

PAVILION -  ROOF PLAN 0 4 8

30
%

 S
U

B
M

IT
T

A
L 

 0
4.

20
.2

01
7

-

I 

',\_ --
-

' I I I I I I I ' I 

' 
I I I I I 

I 

' 

I 

' ' ' 
I I I I I 

i _-, 
-- --

I II II 

I + I I I I I I I I I I I I I I + I 

' ~ - ------= =-- --

I 

' I I' 

I 
' 

I 
+ + 

I I I I I I I I I I I I I I I I I 
I I I I I I I I I I I I I I I I I 
I I I I I I I I I I I I I I I I I 
I 

1 I I 
-- --

I ' 

I 
I I I I I I 

\ 
I 

I ' I 
I I I I I I I \\\ I 

I I I I I I I I I 

I 

I 
I I 

EB I I I I I • 

o« KIR~< r 
p+ £- "S'~ 

() , C 

PAT ANO STUDIO ARCHITECTURE ~ • I ~ 
603 STEWART ST. SUITE 500 

~~/-ff NG"\O SEATTLE, WA 98101 



F.F.
0' - 0"

123456789
T.O.WALL - FRAME

9' - 6"

T.O.WALL CMU
8' - 8"

WD TRELLIS 

WOOD SLIDING
DOOR, TYP.

VERTICAL WOOD
SIDING

3/8" STL. CANOPY /
SIDE WALL, TYP.

VERTICAL WOOD
SIDING

3/8" STL. CANOPY AND 
SIDE WALL, TYP.

PNTD. WD SHIPLAP 
SIDING

PNTD. WD SHIPLAP 
SIDING

VERTICAL WOOD
SIDING

HIDDEN LINE DENOTES 
VENT BEHIND VERTICAL 
WD. SIDING, TYP.

HIDDEN LINE DENOTES 
VENT BEHIND VERTICAL 

WD. SIDING, TYP.

F.F.
0' - 0"

1 2 3 4 5 6 7 8 9
T.O.WALL - FRAME

9' - 6"

T.O.WALL CMU
8' - 8"

WD TRELLIS 

SLIDING WD.
DOOR 

VERTICAL WD. 
SIDING

3/8" STL. CANOPY AND 
SIDE WALL, TYP.

VERTICAL WD.
SIDING

VERTICAL WD.
SIDING

3/8" STL. CANOPY  / 
SIDE WALL, TYP.

PNTD. WD SHIPLAP 
SIDING

PNTD. WD SHIPLAP 
SIDING

DOWNSPOUT, TYP. 

12

10

12

1010

12

10

12

10

12

10

12

10

12

10

12HIDDEN LINE DENOTES 
VENT BEHIND VERTICAL 
WD. SIDING, TYP.

CALL BEFORE YOU DIG: 1-800-424-5555

SHEETCITY OF KIRKLAND
PUBLIC WORKS DEPARTMENT

REVISIONNO. BY REVIEW DATE

FILE ENGR. REVIEW SCALE DATE

123 FIFTH AVENUE - KIRKLAND, WA 98033-6189 - (206)828-1243

PRELIMINARY
NOT FOR 

CONSTRUCTION A3.0
ELEVATIONS

JUANITA BEACH PARK
BATHHOUSE REPLACEMENT

4/20/2017
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1

EAST ELEVATION

 1/8" = 1'-0"
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F.F.
0' - 0"

A B

T.O.WALL CMU
8' - 8"

WD TRELLIS 

3/8" STL. ROOF/ 
WALL

VERTICAL WD. SIDING

PRE-FINISHED 
STANDING SEAM 

METAL ROOF, TYP.

EXT. SHOWER W/ S.S. 
SURROUND, TYP OF (3) 

F.F.
0' - 0"

AB

T.O.WALL CMU
8' - 8"

3/8" STL. ROOF/ 
WALL W/ 
WATER JET 
CUT SYMBOL

VERTICAL WD. SIDING

PRE-FINISHED 
STANDING SEAM 

METAL ROOF, 
TYP.

3 X 8 WD. COLUMN

F.F.
0' - 0"

A B

T.O.WALL CMU
8' - 8"

WD TRELLIS 

VERTICAL WD. SIDING

PRE-FINISHED 
STANDING SEAM 

METAL ROOF, TYP.

F.F.
0' - 0"

AB

T.O.WALL - FRAME
9' - 6"

WD. TRELLIS

PNTD. SHIPLAP WD.
SIDING

PRE-FINISHED 
STANDING SEAM 
METAL ROOF, TYP.

CALL BEFORE YOU DIG: 1-800-424-5555

SHEETCITY OF KIRKLAND
PUBLIC WORKS DEPARTMENT

REVISIONNO. BY REVIEW DATE

FILE ENGR. REVIEW SCALE DATE

123 FIFTH AVENUE - KIRKLAND, WA 98033-6189 - (206)828-1243

PRELIMINARY
NOT FOR 

CONSTRUCTION A3.1
ELEVATIONS

JUANITA BEACH PARK
BATHHOUSE REPLACEMENT

4/20/2017

CPK 0119 100

 1/8" = 1'-0"
1

SOUTH BUILDING - SOUTH ELEVATION

 1/8" = 1'-0"
3

NORTH BUILDING - NORTH ELEVATION

 1/8" = 1'-0"
2

NORTH BUILDING - SOUTH ELEVATION

 1/8" = 1'-0"
4

SOUTH BUILDING - NORTH ELEVATION 0 8 16

0 8 160 8 16

0 8 16
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101112131415161718

VERTICAL WD. 
SCREEN

3/8" STL. PLT
WALL / ROOF

OPEN

LIGHT-THROUGH 
BUILDING INTEGRATED

PV CANOPY SYSTEM

3 X 8 WD COLUMN, TYP.

OPEN

RIDGE
19' - 0"

T.O.PLATE
8' - 6"

T.O. CONC
0' - 0"

EDC

12

10

12

10

VERTICAL WD.
SCREEN

3/8" STL. PLT
WALL / ROOF

OPEN

RIDGE
19' - 0"

T.O.PLATE
8' - 6"

T.O. CONC
0' - 0"

10 11 12 13 14 15 16 17 18

OPEN JOINT
WD RAINSCREEN

3/8" STL. PLT
WALL / ROOF

LIGHT-THROUGH 
BUILDING INTEGRATED
PV CANOPY SYSTEM

3 X 8 WD COLUMN, TYP.

OPENOPEN

RIDGE
19' - 0"

T.O.PLATE
8' - 6"

T.O. CONC
0' - 0"

E D C

12

10

12

10

VERTICAL WD. 
SCREEN

3/8" STL. PLT
WALL / ROOF

RIDGE
19' - 0"

T.O.PLATE
8' - 6"

T.O. CONC
0' - 0"

CALL BEFORE YOU DIG: 1-800-424-5555

SHEETCITY OF KIRKLAND
PUBLIC WORKS DEPARTMENT

REVISIONNO. BY REVIEW DATE

FILE ENGR. REVIEW SCALE DATE

123 FIFTH AVENUE - KIRKLAND, WA 98033-6189 - (206)828-1243

PRELIMINARY
NOT FOR 

CONSTRUCTION A3.5
PAVILION ELEVATIONS

JUANITA BEACH PARK
BATHHOUSE REPLACEMENT

4/20/2017

CPK 0119 100

 1/8" = 1'-0"
2

PAVILION - EAST ELEVATION
 1/8" = 1'-0"

1
PAVILION - SOUTH ELEVATION

 1/8" = 1'-0"
3

PAVILION - WEST ELEVATION
 1/8" = 1'-0"

4
PAVILION - NORTH ELEVATION

0 8' 16'

0 8 16

0 8 160 8 16

0 8 16
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F.F.
0' - 0"

123456789
A4.2

1

A4.1

1

T.O.WALL - FRAME
9' - 6"

T.O.WALL CMU
8' - 8"

CALL BEFORE YOU DIG: 1-800-424-5555

SHEETCITY OF KIRKLAND
PUBLIC WORKS DEPARTMENT

REVISIONNO. BY REVIEW DATE

FILE ENGR. REVIEW SCALE DATE

123 FIFTH AVENUE - KIRKLAND, WA 98033-6189 - (206)828-1243

PRELIMINARY
NOT FOR 

CONSTRUCTION A4.0
OVERALL SECTION

JUANITA BEACH PARK
BATHHOUSE REPLACEMENT

4/20/2017

CPK 0119 100

 1/8" = 1'-0"
1

SECTION 0 8 16
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F.F.
0' - 0"

123456

A5.0

1
CROSS LAMINATED 
TIMBER ROOF / WALL
STRUCTURE, TYP.

GLAZED FACE CMU

12

10

T.O.WALL - FRAME
9' - 6"

T.O.WALL CMU
8' - 8"

12

10

12

10

12

10

12

10

12

10

OPEN OPEN

MTL. TOILET 
PARTITION, TYP.

PNTD. PLYWD.

CONC. STEM WALL / BASE INSULATED FURRING

CROSS LAMINATED 
TIMBER ROOF / WALL
STRUCTURE, TYP.

TYP. VERT. WD 
SIDING EXT. WALL ASSEMBLY:
VERT. WD. SIDING O/
1" Z - FURRINGS O/
GLAZED FACE CMU (GLAZED 
FACE TO INTERIOR) OR
CROSS LAMINATED 
TIMBER

OPEN LIGHT / 
VENT AREA

OPEN

MEN'S R.R.

109
WOMEN'S R.R.

107
UTILITY

108
STORAGE

105
UTILITY

103

TYP. MTL. ROOF 
ASSEMBLY: 
PRE-FINISHED STANDING 
SEAM MTL ROOF O/
WRB O/
CROSS LAMINATED TIMBER 
ROOF STRUCTURE

TYP. LOW SLOPE ROOF 
ASSEMBLY:
SINGLE MEMBRANE 
ROOFING O/
3/4" PLYWD. O/
TJI FRAMING PER STRUCT.

WD. SCREEN WALL

NOTE: (1) WOOD SLIDING 
DOORS SHOWN IN OPEN
POSITION

CALL BEFORE YOU DIG: 1-800-424-5555

SHEETCITY OF KIRKLAND
PUBLIC WORKS DEPARTMENT

REVISIONNO. BY REVIEW DATE

FILE ENGR. REVIEW SCALE DATE

123 FIFTH AVENUE - KIRKLAND, WA 98033-6189 - (206)828-1243

PRELIMINARY
NOT FOR 

CONSTRUCTION A4.1
SECTION

JUANITA BEACH PARK
BATHHOUSE REPLACEMENT

4/20/2017

CPK 0119 100

 3/8" = 1'-0"
1

ENLARGED SECTION - NORTH BUILDING 0 2 4 6
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F.F.
0' - 0"

6789

T.O.WALL - FRAME
9' - 6"

T.O.WALL CMU
8' - 8"

STORAGE

111
CONCESSIONS

110
LIFE GUARD

114

CROSS LAMINATED 
TIMBER ROOF / WALL
STRUCTURE, TYP.

GLAZED FACE CMU

12

10

12

10

CSWK. UPPPERS /
LOWERS

CONC. STEM WALL / BASE

EXT. SHOWERS

PNTD. PLYWD.

INT. WD. SCREEN WALL

VERT. WD. SIDING

TYP. MTL. ROOF ASSEMBLY TYP. LOW SLOPE ROOF ASSEMBLY

PRE-FIN MTL COPING

TYP. WD FRAMED WALL ASSEMBLY:
1" PNTD. WOOD SHIPLAP SIDING O/
1/2" WD FURING STRIPS 18" O.C. VERT O/ 
WRB O/
1/2" OSB O/
2 X 6 WD FRAMING W/ 
1/2" PNTD. PLYWD. ON INTERIOR FACE

WD TRELLIS / COLUMNS
PER STRUC.

OPERABLE WINDOW

OPEN

NOTE: 
(1) SEE 1/A4.1 FOR TYPICAL 
WALL ASSEMBLIES

SEE 1/A4.1
FOR 
EXTENSION

CALL BEFORE YOU DIG: 1-800-424-5555

SHEETCITY OF KIRKLAND
PUBLIC WORKS DEPARTMENT

REVISIONNO. BY REVIEW DATE

FILE ENGR. REVIEW SCALE DATE

123 FIFTH AVENUE - KIRKLAND, WA 98033-6189 - (206)828-1243

PRELIMINARY
NOT FOR 

CONSTRUCTION A4.2
SECTION

JUANITA BEACH PARK
BATHHOUSE REPLACEMENT

4/20/2017

CPK 0119 100

 3/8" = 1'-0"
1

ENLARGED SECTION - SOUTH BUILDING 0 2 4 6
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CDE

LIGHT-THROUGH 
BUILDING INTEGRATED
PV CANOPY SYSTEM

3/8" STL. PLT. CANOPY / WALL

3 X 8 WD SCREEN

12

10

12

10

TRUSS, SEE 
STRUCT.

12' - 0" 12' - 0"

T.O.PLATE
8' - 6"

T.O. CONC
0' - 0"

RIDGE
19' - 0"

6
"

CALL BEFORE YOU DIG: 1-800-424-5555

SHEETCITY OF KIRKLAND
PUBLIC WORKS DEPARTMENT

REVISIONNO. BY REVIEW DATE

FILE ENGR. REVIEW SCALE DATE

123 FIFTH AVENUE - KIRKLAND, WA 98033-6189 - (206)828-1243

PRELIMINARY
NOT FOR 

CONSTRUCTION A4.5
PAVILION SECTION

JUANITA BEACH PARK
BATHHOUSE REPLACEMENT

4/20/2017

CPK 0119 100

 3/8" = 1'-0"
1

ENLARGED SECTION - PAVILION 0 2 4 6
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18171614121110 1513

LIGHT-THROUGH 
BUILDING INTEGRATED
PV CANOPY SYSTEM

VERTICAL WD. 
SCREEN

WD COLUMN
PER STRUCT.

T.O.PLATE
8' - 6"

T.O. CONC
0' - 0"

RIDGE
19' - 0"

MTL. CROSS BRACE PER 
STRUCT.

3 X 8 WD 
SCREEN, 
TYP.

3 X 8 WD 
SCREEN,
TYP. 

CONC.
FOOTING
PER STRUCT.

CALL BEFORE YOU DIG: 1-800-424-5555

SHEETCITY OF KIRKLAND
PUBLIC WORKS DEPARTMENT

REVISIONNO. BY REVIEW DATE

FILE ENGR. REVIEW SCALE DATE

123 FIFTH AVENUE - KIRKLAND, WA 98033-6189 - (206)828-1243

PRELIMINARY
NOT FOR 

CONSTRUCTION A4.6
PAVILLION SECTION

JUANITA BEACH PARK
BATHHOUSE REPLACEMENT

4/20/2017

CPK 0119 100

 3/8" = 1'-0"
1

ENLARGED SECTION - PAVILION 0 2 4 6
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CALL BEFORE YOU DIG: 1-800-424-5555

SHEETCITY OF KIRKLAND
PUBLIC WORKS DEPARTMENT

REVISIONNO. BY REVIEW DATE

FILE ENGR. REVIEW SCALE DATE

123 FIFTH AVENUE - KIRKLAND, WA 98033-6189 - (206)828-1243

PRELIMINARY
NOT FOR 

CONSTRUCTION A5.0
WALL SECTIONS

JUANITA BEACH PARK
BATHHOUSE REPLACEMENT

4/20/2017

CPK 0119 100

 3/4" = 1'-0"
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WALL SECTION - TYPICAL
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CALL BEFORE YOU DIG: 1 -800-424-5555 

18'-0" 

D 

D w, 1/, 1/,, 

D 

D 

D 

PRELIMINARY 
NOTFOR 

CONSTRUCTION 

PATANO STUDIO ARCHITECTURE 
603 STEWART ST. SUITE 500 

SEATTLE, WA 98101 

,-----------------------7 

L _______________________ _J 

IElElElElElElEll 

QUANTUM 
CQIISULTIIIG l!NGlll!l!IS 

1511 THIRD AVENUE 
SUITE323 
SEATTLE, WA 98101 
TEL 206.957.3900 
FAX 206.957.3901 
www.quantumce.com 

5'-0" 18'-0" 

,-----------------------7 

4" CONG. 
5LAB-ON-6RADE, 
SEE NOTE 5 

14'-2" 11'-4" 

% I I % 
% I I % 
% I I % 
% : : ~ 

=0..: ~0..: I I 
<£l ~ ~ ~ L ___________________ _J % I I % 
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% I I % %L _____________ % 
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FOUNDATION PLAN - NORTH BUILDING 
SCALE, 1/4" = I '-0" 

FILE ENGR. REVIEW SCALE DATE 

JHW JHW AS SHOWN 4/20/17 

NO. REVISION BY REVIEW DATE 

J 
r
N 

FOLtlDA 110N PLAN NOTES, 

I. ALL DIMENSIONS AND ELEVATIONS ON THE STRUCTURAL PLANS ARE 
FOR 6ENERAL INFORMATION ONLY AND SHALL BE VERIFIED BY THE 
CONTRACTOR JIIIITH THE ARCHITECTURAL, MECHANICAL, ELECTRICAL, 
AND MANUFACTURER'S DRAJIIIIN65 BEFORE CONSTRUCTION BE61N5. 
ANY DISCREPANCIES SHALL BE BROU6HT TO THE ATTENTION OF THE 
ARCHITECT AND EN61NEER IMMEDIATELY. 

2. THE 6EOTECHNICAL EN61NEER SHALL REVIEJ/11 THE FOUNDATION PLAN 
BEFORE CONSTRUCTION TO VERIFY COMPLIANCE r'llTH THE 
RECOMMENDATIONS OF THE 6EOTECHNICAL REPORT. THE 6EOTECHNICAL 
OOINEER SHALL INSPECT THE 5U66RADE BEFORE REINFORCEMENT 
PLACEMENT TO VERIFY THE SOIL CONDITION. 

3. FOR STRUCTURAL 6ENERAL NOTES AND ABBREVIATIONS SEE 
5HEET5 51.0 TO 51.1. 

4. FOR TYPICAL CONCRETE FOUNDATION DETAILS SEE SHEETS 
53.0 TO 53.1. 

5. 5LAB-ON-6RADE SHALL BE 4" THICK CONCRETE REINFORCED JIIIITH 114 
@ 16" O.C. EACH JIIIAY, U.O.N. SEE ARCHITECTURAL DRAJIIIIN65 FOR 
ADDITIONAL INFORMATION RE6ARDIN6 5U6-6RADE MOISTURE 
BARRIER AND ELEVATIONS, ETC. 

6. FOR 5LAB-ON-6RADE JOINTS, 5EE DETAIL 5/53.0. 

1. FOR SLAB 5TEP5, 5LOPE5 AND FLOOR DRAINS SEE ARCHITECTURAL DRAJIIIIN65. 

8. PROJECT TOP OF SLAB (T.O.SJ ELEVATION 15 0'-0". SEE ARCHITECTURAL 
DRAV'llN65 FOR ABSOLUTE T.0.5. ELEVATION. TYPICAL TOP OF INTERIOR 
FOOTIN6 ELEVATION= -1'-0" U.O.N. TYPICAL TOP OF EXTERIOR FOOTIN6 
ELEVATIONS = -1'-0" U.O.N. 

FOLtlDATION PLAN I E6F:ND, 

INDIC-ATE5 8" CMU Jl'lALL JIIIITH CONCRETE STEM 
JIIIALL BELOJ/11. SEE 6ENERAL NOTES AND DETAILS 
FOR REINFORCIN6 REQUIREMENTS 

INDICATES SPREAD FOOTIN6 
5EE _/5_ FOR SCHEDULE 

_ _L INDICATES FOOTIN6 

INDICATES CONCRETE STEM 
JIIIALL ABOVE 

l ~ INDICATES 2x6 @ 16" O.C. JIIIOOD 
'j=1---~7 STUD JIIIALL, 'I'll CONCRETE STEM 

JIIIALL BELOJ/11 

0 1 

1/4"=1'-0" 

2 

CITY OF KIRKLAND 
PUBLIC WORKS DEPARTMENT SHEET 

123 FIFTH AVENUE - KIRKLAND WA 98033-6189 - 206 828-1243 

CPK 0119 100 

JUANITA BEACH PARK 
BATHHOUSE REP LAC EM ENT 

FOUNDATION PLAN 

S2.0 
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CALL BEFORE YOU DIG: 1 -800-424-5555 

'I 8 1 

I, 11'-4" , 33'-1" , 
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4" GONG. 
SLAB-ON-6R.ADE, 
SEE NOTE 5 
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PRELIMINARY 
NOTFOR 

CONSTRUCTION 

PATANO STUDIO ARCHITECTURE 
603 STEWART ST. SUITE 500 

SEATTLE, WA 98101 
QUANTUM 
CQIISULTIIIG l!NGlll!l!IS 

1511 THIRD AVENUE 
SUITE323 
SEATTLE, WA 98101 
TEL 206.957.3900 
FAX 206.957.3901 
www.quantumce.com 

D D D 

FOUNDATION PLAN - SOUTH BUILDING 
SC.ALE, 1/4" = I '-0" 

o"< KIR-t: 
.)... <-v 

--------------t:: ~ -z_ 
t----t----------t---+----+-----1 u I " ' C 

FILE ENGR. REVIEW SCALE DATE 

JHW JHW AS SHOWN 4/20/17 

- - ' 

NO. REVISION BY REVIEW DATE 

FOLtlDA 110N PLAN NOTES, 

I. ALL DIMENSIONS AND ELEVATIONS ON THE STRUCTURAL PLANS ARE 
FOR. 6ENER.AL INFORMATION ONLY AND SHALL BE VERIFIED BY THE 
C.ONTR.AC.TOR. l',ITH THE AR.c.HITEC.TUR.AL, MECHANIC.AL, ELECTRIC.AL, 
AND MANUFAC.TUR.ER'S DRAl"-IIN6S BEFORE C.ONSTRUC.TION BE61NS. 
ANY DISC.REPANc.lES SHALL BE BROU6HT TO THE ATTENTION OF THE 
ARC.HITEC.T AND EN61NEER. IMMEDIATELY. 

2. THE 6EOTEC.HNIC.AL EN61NEER SHALL REVIEI', THE FOUNDATION PLAN 
BEFORE C.ONSTRUGTION TO VERIFY C.OMPLIANc.E 1',ITH THE 
RECOMMENDATIONS OF THE 6EOTEC.HNIC.AL REPORT. THE 6EOTEC.HNIC.AL 
EN61NEER SHALL INSPECT THE SUE36R.ADE BEFORE REINFORCEMENT 
PLACEMENT TO VERIFY THE SOIL C.ONDITION. 

3. FOR STRUC.TURAL 6ENER.AL NOTES AND AElElREVIATIONS SEE 
SHEETS SI .0 TO SI.I. 

4. FOR TYPICAL C.ONC.RETE FOUNDATION DETAILS SEE SHEETS 
53.0 TO 53.1. 

5. SLAEl-ON-6R.ADE SHALL BE 4" THIC.K C.ONC.RETE REINFORCED 1',ITH 114 
@ 16" O.C.. EAC.H r',AY, U.O.N. SEE ARC.HITEC.TUR.AL DR.Al',IN6S FOR 
ADDITIONAL INFORMATION RE6ARDIN6 SUEl-6R.ADE MOISTURE 
BARRIER AND ELEVATIONS, ETC.. 

6. FOR SLAEl-ON-6R.ADE JOINTS, SEE DETAIL 5/53.0. 

1. FOR SLAB STEPS, SLOPES AND FLOOR. DRAINS SEE AR.C.HITEC.TURAL DRAl"-IIN6S. 

8. PROJEC.T TOP OF SLAB (T.O.SJ ELEVATION IS 0'-0". SEE ARc.HITEC.TURAL 
DRAl',IN65 FOR ABSOLUTE T.0.5. ELEVATION. TYPIC.AL TOP OF INTERIOR 
FOOTIN6 ELEVATION= -1'-0" U.O.N. TYPIC.AL TOP OF EXTERIOR FOOTIN6 
ELEVATIONS = -1'-0" U.O.N. 

FOLtlDATION PLAN I Fff:ND, 

INDIC.ATES 8" C.MU l',ALL l',ITH C.ONC.RETE STEM 
!',ALL BELO!',. SEE 6ENER.AL NOTES AND DETAILS 
FOR REINFORC.IN6 REQUIREMENTS 

INDIC.ATES SPREAD FOOTIN6 
SEE _/S_ FOR. SC.HEDULE 

~ _ _L INDICATES FOOTIN6 

~ INDICATES C.ONC.RETE STEM 
!',ALL ABOVE 

l ~ INDIC.ATES 2x6@ 16" O.C.. l',OOD 
'j=1--------a'7 STUD !',ALL, 'I'll C.ONC.RETE STEM 

!',ALL BELO!', 
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CITY OF KIRKLAND 
PUBLIC WORKS DEPARTMENT SHEET 

123 FIFTH AVENUE - KIRKLAND. WA 98033-6189 - (206)828-1243 

CPK 0119 100 

JUANITA BEACH PARK 
BATHHOUSE REP LAC EM ENT 

FOUNDATION PLAN 

S2.1 
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CALL BEFORE YOU DIG: 1 -800-424-5555 
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ROOF FRAMING PLAN - NORTH BUILDING 

PRELIMINARY 
NOTFOR 

CONSTRUCTION 

PATANO STUDIO ARCHITECTURE 
603 STEWART ST. SUITE 500 

SEATTLE, WA 98101 
QUANTUM 
CQIISULTIIIG l!NGlll!l!IS 

1511 THIRD AVENUE 
SUITE323 
SEATTLE, WA 98101 
TEL 206.957.3900 
FAX 206.957.3901 
www.quantumce.com 

SCALE, 1/4" = I '-0" 

o"< KIR-t: 
.)... <-v 

--------------t:: ~ -z_ 
t----t----------t---+----+------1 u I " , C 

FILE ENGR. REVIEW SCALE DATE 

JHW JHW AS SHOWN 4/20/17 

- - ' 

NO. REVISION BY REVIEW DATE 

A 

6 

ROOF FRAMIN6 NOTES, 

I. ALL DIMENSIONS AND ELEVATIONS ON THE STRUCTURAL PLANS ARE 
FOR 5ENERAL INFORMATION ONLY AND SHALL 6E VERIFIED BY THE 
CONTRACTOR V'IITH THE ARCHITECTURAL DRAV'IIN5S BEFORE 
CONSTRUCTION BE51NS. ANY DISCREPANCIES SHALL BE BROU5HT TO 
THE ATTENTION OF THE ARCHITECT AND EN51NEER IMMEDIATELY. 

2. SEE SHEETS SI.O AND SI.I FOR 5ENERAL STRUCTURAL NOTES AND 
ABBREVIATIONS. SEE SHEETS 54.0, 54.1 AND 54.S FOR TYPICAL V'IOOD 
DETAILS. 

S. TYPICAL FLAT ROOF JOISTS SHALL BE TJl's@ 24" O.C., U.O.N. HAN5 
JOISTS V'IITH IUS FACE MOUNT HAN5ER5 TYPICAL AT FLUSH BEAMS, U.O.N. 

4. NAIL ROOF 5HEATHIN5 TO FRAMIN5 V'llTH 8d NAILS (O.ISl"cP x 2.5" 
LON5) AT 6" O.C. AT ALL PANELS ED5ES AND 8d NAILS AT 12" O.C. AT 
INTERMEDIATE FRAMIN5 MEMBERS (UNBLOCKED). SEE DETAIL 6/54.0. 

5. PROVIDE SOLID BLOGKIN5 BETV'lEEN EAGH ROOF JOIST OR TRUSS AT 
SUPPORTS. PROVIDE AN HI CLIP AT EVERY MEMBER TO TOP PLATE. 

6. ALL HEADERS NOT DESl5NATED ON PLAN SHALL BE (2) 2xl0 FOR 
EXTERIOR BEARIN5 V'lALLS. SEE 10/54.1 FOR HEADER DETAIL. 

1. FOR TOP PLATE SPLICE SEE DETAIL 6/54.1. 

8. TYPICAL PITCHED ROOF FRAMIN5 CONSISTS OF S-PL Y CL T, 
ATTACHED PER 4 4 8/54.2. 

0 1 2 
I I 

1/4"=1'-0" 

CITY OF KIRKLAND 
PUBLIC WORKS DEPARTMENT SHEET 

123 FIFTH AVENUE - KIRKLAND. WA 98033-6189 - (206)828-1243 

CPK 0119 100 

JUANITA BEACH PARK 
BATHHOUSE REP LAC EM ENT 

ROOF FRAMING PLAN 

S2.2 
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CALL BEFORE YOU DIG: 1 -800-424-5555 
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PRELIMINARY 
NOTFOR 

CONSTRUCTION 

PATANO STUDIO ARCHITECTURE 
603 STEWART ST. SUITE 500 

SEATTLE, WA 98101 
QUANTUM 
CQIISULTIIIG l!NGlll!l!IS 

1511 THIRD AVENUE 
SUITE323 
SEATTLE, WA 98101 
TEL 206.957.3900 
FAX 206.957.3901 
www.quantumce.com 

ROOF FRAMING PLAN - SOUTH BUILDING 
SCALE, 1/4" = I '-0" 

o"< KIR-t: 
.)... <-v 

--------------t:: ~ -z_ 
t----t----------t---+----+-----1 (.) I " ' C 

FILE ENGR. REVIEW SCALE DATE 

JHW JHW AS SHOWN 4/20/17 

- - ' 

NO. REVISION BY REVIEW DATE 

ROOF FRAMIN6 NOTES, 

I. ALL DIMENSIONS AND ELEVATIONS ON THE STRUCTURAL PLANS ARE 
FOR 5ENERAL INFORMATION ONLY AND SHALL 6E VERIFIED BY THE 
CONTRACTOR V'ilTH THE ARCHITECTURAL DRAV'ilN5S BEFORE 
CONSTRUCTION BE51NS. ANY DISCREPANCIES SHALL BE BROU5HT TO 
THE ATTENTION OF THE ARCHITEC.T AND EN51NEER IMMEDIATELY. 

2. SEE SHEETS SI.O AND SI.I FOR 5ENERAL STRUCTURAL NOTES AND 
ABBREVIATIONS. SEE SHEETS 54.0, 54.1 AND 54.3 FOR TYPIC.AL V'iOOD 
DETAILS. 

3. TYPICAL FLAT ROOF JOISTS SHALL BE TJl's@ 24" O.C., U.O.N. HAN5 
JOISTS V'ilTH IUS FACE MOUNT HAN5ER5 TYPICAL AT FLUSH BEAMS, U.O.N. 

4. NAIL ROOF SHEATHIN5 TO FRAMIN5 V'llTH 8d NAILS (0.131"cP x 2.5" 
LON5) AT 6" O.C.. AT ALL PANELS ED5ES AND 8d NAILS AT 12" O.C. AT 
INTERMEDIATE FRAMIN5 MEMBERS (UNBLOCKED). SEE DETAIL 6/54.0. 

5. PROVIDE SOLID BLOC.KIN5 BETV'lEEN EAC.H ROOF JOIST OR TRUSS AT 
SUPPORTS. PROVIDE AN HI CLIP AT EVERY MEMBER TO TOP PLATE. 

6. ALL HEADERS NOT DESl5NATED ON PLAN SHALL BE (2) 2xl0 FOR 
EXTERIOR BEARIN5 V'lALLS. SEE 10/54.1 FOR HEADER DETAIL. 

1. FOR TOP PLATE SPLICE SEE DETAIL 6/54.1. 

8. TYPICAL PITC.HED ROOF FRAMIN5 C.ON515TS OF 3-PL Y CL T, 
ATTAC.HED PER 4 4 8/54.2. 
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CITY OF KIRKLAND 
PUBLIC WORKS DEPARTMENT SHEET 

123 FIFTH AVENUE - KIRKLAND. WA 98033-6189 - (206)828-1243 

CPK 0119 100 

JUANITA BEACH PARK 
BATHHOUSE REP LAC EM ENT 

ROOF FRAMING PLAN 

S2.3 
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CALL BEFORE YOU DIG: 1 -800-424-5555 

PRELIMINARY 
NOTFOR 

CONSTRUCTION 

PATANO STUDIO ARCHITECTURE 
603 STEWART ST. SUITE 500 

SEATTLE, WA 98101 

,, 6'-0" . 

1 l~7 
I [ ~]\ I 
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QUANTUM 
CQIISULTIIIG l!NGlll!l!IS 

11 
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1511 THIRD AVENUE 
SUITE323 
SEATTLE, WA 98101 
TEL 206.957.3900 
FAX 206.957.3901 
www.quantumce.com 
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FOUNDATION PLAN - PAVILION 
SC.ALE, 1/4" = I '-0" 

o"< K IR-t-< 
.).. "'1 

1----+--------+--+----+----t ,.._ ~ -z,. 
1---+------------t--+----+-----t u I " ' C 

FILE ENGR. REVIEW SCALE DATE 

JHW JHW AS SHOWN 4/20/17 

- - ' 

NO. REVISION BY REVIEW DATE 

CITY OF KIRKLAND 
PUBLIC WORKS DEPARTMENT 

123 FIFTH AVENUE - KIRKLAND. WA 98033-6189 - (206)828-1243 

CPK 0119 100 

JUANITA BEACH PARK 
BATHHOUSE REP LAC EM ENT 

FOUNDATION PLAN - PAVILION 
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CALL BEFORE YOU DIG: 1 -800-424-5555 

11 lfi 15 14 IS 12 II 10 
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MARK SIZE 

Bl B¾xlo½ 5LB 

62 B¾xlo½ 5LB 

63 8¾xl0½ 5LB 

ROOF FRAMING PLAN - PAVILION 

PRELIMINARY 
NOTFOR 

CONSTRUCTION 

PATANO STUDIO ARCHITECTURE 
603 STEWART ST. SUITE 500 

SEATTLE, WA 98101 
QUANTUM 
CQIISULTIIIG l!NGlll!l!IS 

SCALE, 1/4" = I '-0" 

1511TIIRDAVENUE ~ ll 
~~~WA98101 \){O z0, 2 
TEL 206.957.3900 p..~t • ~Ruci\0~ 
FAX 206.957.3901 R co~S 
www.quantumce.com ~Qi" f'O 
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FILE ENGR. REVIEW SCALE DATE 

JHW JHW AS SHOWN 4/20/17 

. . ' 

NO. REVISION BY REVIEW DATE 

CITY OF KIRKLAND 
PUBLIC WORKS DEPARTMENT 

123 FIFTH AVENUE - KIRKLAND. WA 98033-6189 - (206)828-1243 

CPK 0119 100 

JUANITA BEACH PARK 
BATHHOUSE REP LAC EM ENT 

ROOF FRAMING PLAN - PAVILION 

0 
I 

1 2 
I 

1/4"=1'-0" 

SHEET 

S2.5 
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CALL BEFORE YOU DIG: 1 -800-424-5555 

PROVIDE 
CORNER BARS TO 
MATCH EXTERIOR 
HORIZ. REINF. -~ 

STD. HOOK AT 
END OF INSIDE 
HORIZ. REINF. 

CORNER BARS TO CORNER BARS TO CORNER BARS TO 
MATCH C.R055 ~ 
HORIZ. REINF. 
(ALTERNATE HOOK 
DIRECTION) 

MATCH C.ROSS l'W-L MATCH HORIZ. REINF. 
HORIZ. REINF. 

---ff.'i=!:l======r====-=e.F=::::::.;-

ADDITIONAL ADDITIONAL 
VERT. BARS_,__,. TYP. C.ORNER VERT. BARS-~ 

END BAR U=t 

l!!QIC, 
SEE SC.HEDULE FOR 
SPLICES 4 DEVELOPMENT 
LENGTHS 

BAR: Lb 

:91 
C.ROSS l'W-L 

DQUBLE GIRTA:IN 

__.,,--- ~" x 1!12" PREMOLDED 
CONT. MASTIC. JOINT STRIP. 
(JOINT MAY BE SN'-1-C.UT 
AT CONTRACTOR'S OPTION.) 1-------------------1 

•• 'b • 

SECOND POUR 

SLAB THICKNESS 
AND REINFORCING> 
PER PLAN (TYP.) 

Lb PER 
SCHEDULE 

FIRST POUR 

KEYED JOINT 

CONTINUE REINF. 
THRU JOINT 

GONSTRUGTION JOINT 

PROVIDE CONTROL OR 
CONSTRUCTION JOINTS TO 
BREAK UP SLAB-ON-GRADE 
INTO SQUARE OR REC.TANG>ULAR 
AREAS. THE RA TIO OF LONG> TO 
SHORT SIDE DIMENSION SHALL 
NOT EXCEED 1.5. NO AC.UTE 
ANG>LES. MAXIMUM JOINT 
SPACING> SHALL NOT EXCEED 96 
TIMES THE SLAB-ON-GRADE 
THICKNESS. CONTRACTOR 
SHALL SUBMIT JOINT LAYOUT 
PLAN TO ARCHITECT 
FOR APPROVAL. 

PLASTIC. VAPOR BARRIER AND 
COMPACTED GRANULAR FILL 
(Y'lHERE OC.C.URS) 

IB0° HOOK. 
HOOK MAY BE SKEv'IED 
TO MAINTAIN COVER 

SINiSLf GIRIAIN 

CROSS ~LL 

SCALI:, NONE 

MASONRY REINFORCIN6 SPLICE AND DEVELOPMENT 
LEN6TH 5c.HEDIJLE 

DEVELOPMENT 4 SPLICING OF REINFORCING IN GROUTED 
MASONRY CONST. FOR G>R. 40 .$ GR. 60 REBAR 

TENSION 
LAP SPLICE ("Lb") 

BAR SIZE 4Bdb 

#9 IB" 
#4 24" 
#5 90" 
# 6 96" 
#B 4B" 

SEISMIC. 
LAP SPLICE 

60db 

29" 
90" 
9B" 
45" 
60" 

SCALI:, NONE 5 MASONRY' RCINFORGIN6 SPLIGL LLN6TH SGHCDllE SCALI:, NONE 

PRELIMINARY 
NOTFOR 

CONSTRUCTION 

QUANTUM 

1511 THIRD AVENUE 
SUITE323 
SEATTLE, WA 98101 
TEL 206.957.3900 
FAX 206.957.3901 
www.quantumce.com 

FILE 

PATANO STUDIO ARCHITECTURE 
603 STEWART ST. SUITE 500 

SEATTLE, WA 98101 CQIISULTIIIG l!NGlll!l!IS NO. 

CONCRETE ~LL 
PER PLAN 

z . - oc :I: _J 

DO NOT PASS PIPES 
THRU THIS AREA 

PIPE SLEEVES AS 
REQ'D PER C!/S9.0 

BOT. OF 
TYPICAL 
FOOTING 

() X. 
_, <( 
rn :I: 

THICKENED 

= \) rn 
6" MIN. FOOTING +---+----

2'-0" MIN. 

EIEY~IIQN 
1::!!2:Il;, 
PIPES MUST RUN 
PERPENDICULAR THROUGH 
l'W-L (NOT SKEViED) 

TY P. 

TYPIGAL PIPE INSTALLATION I LkWla.l.AR TO FOOTIN6 

BAR POSITIONER 
FIRST COURSE 
ABOVE BOND BEAM--'" 

STOP G>ROUT 
POUR½!" BELOY'l --~ 

¾" MIN. COVER 

SEGIIQNA 

SCALI:, NONE 

SECOND G>ROUT POUR 

TO REINF. ----~ -----TYP. BOND BEAM REINF. 

N0113, 
I. SEE GENERAL NOTES FOR GROUT LIFT 

REQUIREMENTS. 

2. C.LEANOUTS ARE REQUIRED FOR ALL 
GROUT POURS OVER 5' IN HEIGHT. 

FIRST GROUT POUR 

CONCRETE ~LL ---.. 

PIPE SLEEVE PER 
NOTES--

PIPE OR CONDUIT 
(12".P MAX.)-~ 

N0113, 

MASONRY ~LL 

_[ 

MIN. ½!" SPACE 
MAX.¾" SPACE 
(PACK Y'llTH MORTAR 
PER ARCH.) 

=-~~ 

---....__ POINT MORT AR OR 
PROVIDE CAULKING 
PER ARCH. 

I. 6" DIA. SLEEVES AND SMALLER: SC.HEDULE 40 STEEL PIPE 
OR sc.HEDULE 60 PVC. PIPE. 

2. B" DIA SLEEVE AND LARGER: ¼" THICK STEEL PIPE (MIN.). 
9. STEEL PIPE SHALL BE HOT DIP GALVANIZED. 
4. SLEEVE MAY BE OMITTED IF HOLE 15 CORE DRILLED. CORE 

DRILLING> 15 SUBJECT TO ENGINEER'S APPROVAL. 

TYPIGAL SLLEVL INSTALLATION 11-IRIJ ML!. 

MASONRY BEAM 5c.HEDULE 

NOMINAL HORIZONTAL 
MARK MASONRY REINFORCING> Y'IIDTH 

B-1 8" (2) #_ 

B-2 10" (2) #_ 

B-9 10" (4) #8 

NQTE: 

SEE 4/S4.0 FOR NOTES. 

TYP. VERT. 
l'W-L REINF. 

HORIZ. REINF. 
PER sc.HEDULE 

'TYPE I 

TYP. VERT. 
~LL REINF.-----

HORIZ. REINF. 
PER SCHEDULE 

STD. 180° 
HOOK, TYP. 

STIRRUPS 

-

-

-

'TYPE II 

SCALI:, NONE 4 

TYPE 

TYPE I 

TYPE I 

TYPE II 

BOND BEAM UNIT 

LINTEL UNIT, TYP. 

T'l"PIGAL HORIZONTAL GONS"TRJGTION JOINT IN MASONRY ML!. SCALI:, NONE , MASONRY' BEAM SGl£DULC SCALI:, NONE 

ENGR. REVIEW SCALE 

JHW JHW AS SHOWN 

REVISION BY 

DATE 

4/20/17 

REVIEW DATE 

CITY OF KIRKLAND 
PUBLIC WORKS DEPARTMENT 

123 FIFTH AVENUE - KIRKLAND WA 98033-6189 - 206 828-1243 

CPK 0119 100 

JUANITA BEACH PARK 
BATHHOUSE REP LAC EM ENT 

DETAILS 

SHEET 

S3.0 
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CALL BEFORE YOU DIG: 1 -800-424-5555 

DO~LS TO MATCH 
SIZE AND SPACIN6 
OF Y'lALL REINF. 
(AL TERNA TE HOOK 
DIRECTION) 

EXTERIOR FINISH 
GRADE PER CIVIL 

~ 
_I 

. 

.9 

FOOTING DRAIN, 
PER ARCH., 
CIVIL OR 
CONTRACTOR 

Ea Ea 

r I, I' 
; ; I 

CLR. 

2' 
CLR. 

Ea. 8" Ea. 

l'-6" 

T'l"PIGAL PERII-L,Ek rlASONR'I" NALL FOIMDATION 

DETAIL 

PRELIMINARY 
NOTFOR 

CONSTRUCTION 

PATANO STUDIO ARCHITECTURE 
603 STEWART ST. SUITE 500 

SEATTLE, WA 98101 

MASONRY Y'lALL PER PLAN. 
REINFORCE PER GENERAL 
NOTES AND TYPICAL DETAILS 
ON 54.0, U.O.N. 

LAP SPLICE PER 5/54.0 

24" 
#4 DO~L x __r-@ 16" O.C. 

8" 
SLAB-ON-GRADE 
PER PLAN 

IN5ULATION Vi-!ERE 
OCCURS (SEE ARCH. 
D~SJ 

-....,._-#4HORIZ. 

(3) #4 HORIZ. (U.O.NJ 

SC,Alf, NONE 

~: 

SEE DETAIL 1/54.1 FOR 
INFORMATION NOT NOTED 

se,ALf, NONE 5 DETAIL 

QUANTUM 
CQIISULTIIIG l!NGlll!l!IS 

1511 THIRD AVENUE 
SUITE323 
SEATTLE, WA 98101 
TEL 206.957.3900 
FAX 206.957.3901 
www.quantumce.com 

Ea. 8" Ea. 

l'-6" 

~- MASONRY Y'lALL PER 
PLAN. REINFORCE PER 
GENERAL NOTES AND 
TYPICAL DETAILS ON 
54.0, U.O.N. 

SLAB-ON-GRADE 
PER PLAN 

(3) #4 HORIZ. (U.O.NJ 

SC,Alf, NONE 

SC,Alf, NONE 

FILE 

NO. 

~: 

SEE DETAIL 1/54.1 FOR 
INFORMATION NOT NOTED 

(2) #4 HORIZ. BET~EN 
MASONRY Y'lALLS --~ 

EXTERIOR FINISH 
GRADE PER CIVIL-~ 

2" 

36 11 

114 DO~L x ____r-
@ 16" O.C. ALTERNATE 
HOOK DIRECTION IN FOOTING 

SLAB-ON-GRADE 
PER PLAN 

1-ff-~7r-~,___ CONTINUOUS 
REINF. PER 1/54.1 

,--+...,_ - - ----. 

Ea. 8" Ea. 

l'-6" 

CONTINUOUS PERIMETER 
MASONRY l"lALL FOOTING 

T'l"PIGAL PERII-B.,Ek rOI.WATION AT MASONRY" NALL OFENIN6 se,AU:, NONE DETAIL 

DETAIL se,ALf, NONE , DETAIL 

ENGR. REVIEW SCALE DATE 

JHW JHW AS SHOWN 4/20/17 

REVISION BY REVIEW DATE 

i 
- -
- -

(4) #4 VERT. -~-

_,,------ KERF If., ½"x8¾"xl '-6" 
'(,lj (4) ¾"4l A301 BOLTS 

~- ¾" BASE If. 

----- (4) ¾"4l x 12" ~.H.5. 

SC,Alf, NONE 4 

SC,Alf, NONE 

CITY OF KIRKLAND 
PUBLIC WORKS DEPARTMENT 

123 FIFTH AVENUE - KIRKLAND WA 98033-6189 - 206 828-1243 

CPK 0119 100 

JUANITA BEACH PARK 
BATHHOUSE REP LAC EM ENT 

DETAILS 

SHEET 

S3.1 
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CALL BEFORE YOU DIG: 

~LL OPENING, 

DOl-'IEL5 x L TO 
JAMB BARS, TYP 

MATC,H 
------

~ 

I 
I I 

I 
I I 

I 
I I 

I 
I I 

I 
I I 

I 
I --..j._ 

I 
I I 

I 
I I 

I 
I 

I 
I 

I 
I 

I 
I 

I 
I 

I 
I 

I 
I 

I 
I 

1 -800-424-5555 

, 

• 
I I I I I r I I I I I 

I I I I I I I I I I I 
I I I I I I I I I ' 

I I I I I I I I I I I 
I I I I I ' ' I I I I I I I 
I I I I I I (A 

I I I I I I I 
I I I I I I /54.0 

I I I TYP. 
I 

_\( A 
I I I 

~ I I I I 
--r I I I 

I I I I 
I I I 

I I I I I I I I 

I, 

I 

I 

I 

I 

I 

I, TYP EXTENSION : 
, 48 BAR DIA. (2'-0" MIN) 

I 
p .... I 

I 
I I 

- I 

I 'i--
I 

I I 
I 

I I 

I I 
I 

I I 

I I 

SEE NOTE 4 

I 
I 

I ----- -I 

I 
I 

I ---.... 
I 

(2) 
TO 

JAMB BARS IN C,ELL ADJAC,ENT 
OPENING,, TYP. EXTEND TO LEVEL 

ABOVE (SEE NOTE 2) 

I -REI 
I 

NFORCINIS, PER 5C,HEDULE 

I 
I 

I 
___..-

I 
I 

TYP . BOND BEAM REINFORCING, 
BOTTOM OF OPENING, AT 

NOTES=' 

i'!: 
I)_ 
ill z D 
_J L 

11::' () 
z I 

_J N 

SEGTIQNA 

TYP. VERT. 
~LL REINF. 

LINTEL UNIT 

sro. 1eo· 
HOOK, TYP. 

I I I I I I I 
l,.. I I I I I I I 

'I-. I I 54. I I I I 

I I I I I 
I I I 

I I I I I 

I I 
I I 

I I 

I. 
I 

REINFORCEMENT 5HOY'IN IN THIS DETAIL 15 IN ADDITION TO THE 
TYPIC,AL VERTIC,AL AND HORIZONTAL Jl'lALL REINFORC,EMENT. 

LINTEL REINFORCIN6 SC.HEDULE 

I 'I. I TYP. I I 
I ' ' I I I 

I I "l /V I I 
I I '\I I I I 

2'-0" MIN. 
, _TO Jl'lALL END ,. llrill ,. 4'-0" MIN. 

I I I I I 
I I I I 

I I I I I 
I I I I 

IIV'tll 

I I 
I I 

I I 
I I 

,. 

I 
2. 

I 

9. 

JAMB BARS SHALL BE THE SAME SIZE A5 TYPIC,AL 
VERTICAL REINFORCEMENT, UNLE55 OTHERJl'll5E NOTED. 

OPENING,5 LE55 THAN 8"xl6" DO NOT REQUIRE ADDITIONAL 
REINFORCEMENT. 

II 
, 

(e, MIN. OPENING, BETl-'IEEN OPENING, 4. MN 48 BAR DIA. OR 2'-0" MIN. CAN NOT BE OBTAINED, 
EXTEND REINFORCEMENT AS FAR A5 POSSIBLE AND 
PROVIDE STANDARD '10° HOOK (DOl<'lN). 

TO Jl'lALL OPENING,5 
CORNER) 

TY'PIGAL REINFORGEMENT MOUND OPENIN65 IN MASONRY t'lALLS 

EXPANSION JOINT 
MATERIAL PER MFR.-~ 

~TER5TOP PER ARCH. 

I" 
2 

JOINT 

C,ONTINUE BOND BEAM REINF. 
THRU JOINT AT ROOF AND 
FLOORS. STOP OTHER HORIZ. 
REINF. AT JOINT 

PROVIDE ADDITIONAL VERT. 
REINF. IN C,ELL EAC,H SIDE 
OF JOINT 

JAMB BLOC,K 

FILL JOINT 
Jl'llTH SEALANT 

I. PROVIDE JOINT FULL HEIIS,HT OF 1-'lALL 1-'lHERE INDIC,ATED 
ON ARCH. DRAl<'llNIS,5 (40'-0" MAX. SPACING,). 

2. JOINTS SHALL BE LOCATED A MINIMUM 
OF 2'-0" FROM ANY OPENING,5. 

NOTE5: 
I. PLAC,E VERTIC,AL REINFORCING, AT 

CENTER OF ~LL U.O.N. 

2. USE DOUBLE OPEN END BOND BEAM 
UNITS, 5IN1S,LE OPEN END UNITS AT 
CORNERS ¢ ENDS OF Jl'lALL. 

9. 1-'lHERE BOND BEAM IN ADJAC,ENT 
Jl'lALL5 OCCUR AT DIFFERENT 
LEVELS, RETURN ONE OF THE 
BEAMS 2'-0" AROUND CORNER 

Lb HORIZ. REBAR AT JAMBS 
4 Jl'lALL ENDS TO MATC,H 
SIZE 4 SPACING, OF TYP. 
HORIZ. REINF., ENIS,AIS,E 
VERT. REINF. 

ADDITIONAL VERT. 
VERT. REINF. AT 
THESE C,ELL5 

IN i L&4olON 

TY'PIGAL VERTIGAL JOINT IN MA50t<RY' MU. SCALE, NONE 5 TY'PIGAL MASONRY MU. ENDS, IN'lcRSE(;TIONS e GORNERS 

PRELIMINARY 
NOTFOR 

CONSTRUCTION 

PATANO STUDIO ARCHITECTURE 
603 STEWART ST. SUITE 500 

SEATTLE, WA 98101 
QUANTUM 
CQIISULTIIIG l!NGlll!l!IS 

1511 THIRD AVENUE 
SUITE323 
SEATTLE, WA 98101 
TEL 206.957.3900 
FAX 206.957.3901 
www.quantumce.com 

FILE 

NO. 

OPENING, "JIil" 

LE55 THAN 6'-0" 

6'-0" TO LE55 THAN I0'-0" 

10'-0" TO LE55 THAN 14'-0" 

OVER 14'-0" 

BREAK SHELL FOR 
FLOJl'l OF IS,ROUT--

ADDITIONAL VERT. 
VERT. REINF. AT 
THESE C,ELL5 -~ 

Lb 
,IL--'~/ 

C,ORNER BAR XI TO 
MATCH SIZE 4 SPACING, 
OF TYP. HORIZ. REINF. 

ENGR. REVIEW SCALE 

JHW JHW AS SHOWN 

LINTEL REINF. 

(2) #5 

(2) ttt, 

(2) lie, 

5EE PLANS 

DATE 

4/20/17 

REVISION BY REVIEW DATE 

SCALE, NONE 

SCALE, NONE , 

DETAIL SCALE, NONE 4 
b 

HORIZ. TIES x cc __, 

TYP. PER SCHEDULE 

180° HOOK __ ..J VERT. REINF. 
PER 5C,HEDULE 

PIER SGHEDULE 

MARK t b 
VERTIC,AL HORIZONTAL 

REINFORCING, TIES 

8PIER92A 8" 92" (4) ll5 ll4 @ 8" O.C,. 

8PIER92B 8" 92" (4) lit, ll4@ 8" O.G. 

8PIER40 8" 40" (5) 116 114@ 8" O.C,. 

.N!:2:ll;: 
WNTINlJOU5 VERTIC,AL REINFORCING, (~! LAP 5PLIGE5 PER 
5CHEDULE) FROM FOOTING, TO FLOOR OR ROOF ABOVE 

TY'PIGAL MASONRY Pl~ SCALE, NONE 

CITY OF KIRKLAND 
PUBLIC WORKS DEPARTMENT 

123 FIFTH AVENUE - KIRKLAND WA 98033-6189 - 206 828-1243 

CPK 0119 100 

JUANITA BEACH PARK 
BATHHOUSE REP LAC EM ENT 

DETAILS 

SHEET 

S3.2 
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CALL BEFORE YOU DIG: 1 -800-424-5555 

DETAIL 

DETAIL 

PRELIMINARY 
NOTFOR 

CONSTRUCTION 

PATANO STUDIO ARCHITECTURE 
603 STEWART ST. SUITE 500 

SEATTLE, WA 98101 

RIM BEAM PER PLAN 

SC,Alf, NONE TR1JSS ELEVATION 

se,ALf, NONE 5 DETAIL 

QUANTUM 
CQIISULTIIIG l!NGlll!l!IS 

1511 THIRD AVENUE 
SUITE323 
SEATTLE, WA 98101 
TEL 206.957.3900 
FAX 206.957.3901 
www.quantumce.com 

.,,..--- RID6E BEAM PER PLAN 

---- POST PER PLAN --------

SC,Alf, NONE DETAIL 

FILE ENGR. REVIEW 

JHW JHW 

NO. REVISION BY REVIEW DATE 

SFS-INTEG @ 6" O.G. ~ 

3-PLY GLT 

___.--- KERF If., %"xlO" ~/ 
(2) %"41 BOL T5 

----- BASE If_: %"x1" ~/ %"41 
A36 RODS @ 2'-0" O.G. 

e" GMIJ PER PLAN 

se,ALf, NONE 9 DETAIL 

se,ALf, NONE , DETAIL 

SC,Alf, NONE 4 

%"41 A36 RODS @ 

2'-0" O.G. 

SC,Alf, NONE 

CITY OF KIRKLAND 
PUBLIC WORKS DEPARTMENT 

123 FIFTH AVENUE - KIRKLAND WA 98033-6189 - 206 828-1243 

CPK 0119 100 

JUANITA BEACH PARK 
BATHHOUSE REP LAC EM ENT 

DETAILS 

SHEET 

S4.2 



GENERAL NOTES

APPLICABLE CODES

2015 WSEC COMPLIANCE

PATANO STUDIO ARCHITECTURE

PRELIMINARY

NOT FOR

CONSTRUCTION

336 NW 50th Street, Seattle, WA 98107
Phone: 206.235.6002

rainbowconsulting-me.com

M0.1

CODE COMPLIANCE, NOTES

JUANITA BEACH PARK

BATHHOUSE REPLACEMENT

CPK 0119 100

no scale

VICINITY PLAN

CODE COMPLIANCE, NOTES
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CALL BEFORE YOU DIG: 

"' w 
a. ,,. 
oi 
z 
m 

1 -800-424-5555 

/ 
NE Juani1a Dr 

.I 

Juanita 
Beach Park 

-

w 
:z: 
"' :,. 

"' £ 
" "' 

·v r,., '\ 

"' 
"' ~ 
"' r 
~ 

z 
m 

Oto Sushi (l} 

"' Wal greens 
00 

3-
Q ::-

"' 
,v~ z 

m 
J,, 

~'I · 
'1<9 o., 

NE 

Michaels Q 

0 
Columbia Athle1ic 

Clubs, Juanita Bay 

----~ 

603 STEWART ST. SUITE 500 
SEATTLE, WA 98101 

• 

- --

1. HVAC LOAD CALCULATIONS MEET THE REQUIREMENTS OF WSEC SECTION C403.2.1 

2. 

3. 

4. 

5. 

6. 

7. 

AND EQUIPMENT HAS BEEN SIZED IN ACCORDANCE WITH WSEC SECTION C403.2.2. 

HVAC EQUIPMENT SHALL HAVE MINIMUM PERFORMANCE AT SPECIFIED RATING 
CONDITIONS NOT LESS THAN THE VALUES INDICATED IN TABLE C403.2.3( 1 )A 
THROUGH TABLE C403.2.3(9) OF THE WSEC AND AS INDICATED ON THE CONTRACT 
DOCUMENTS. 

FAN SYSTEM MOTOR SIZE SHALL NOT EXCEED LIMITS OF WSEC SECTION C403.2.11.2. 

PROVIDE DEADBAND BETWEEN HEATING/COOLING SPACE SENSOR SETPOINTS OF 5 
DEGREES AS REQUIRED BY WSEC SECTION C403.2.4. 1.2. 

SIMULTANEOUS HEATING AND COOLING TO INDIVIDUAL ZONES SHALL BE PROHIBITED 
EXCEPT WHERE PERMITTED IN THE WSEC. 

HVAC SYSTEMS SHALL BE EQUIPPED WITH AUTOMATIC CONTROLS CAPABLE OF 
ACCOMPLISHING SETBACK OR SHUTDOWN DURING UNOCCUPIED PERIODS AS REQUIRED 
BY WSEC SECTION C403.2.4.2.2. 

MOTORIZED DAMPERS SHALL BE RATED CLASS I AND SHALL HAVE A MAXIMUM 
LEAKAGE RATE OF 4 CFM/SF AT 1.0 INCH W.G. 

8. PROVIDE BALANCING DEVICES IN ALL BRANCH DUCTS TO TERMINAL DEVICES AS 
REQUIRED BY WSEC SECTION C408.2.2 AND AS INDICATED ON THE CONTRACT 
DOCUMENTS. EACH EXHAUST AIR GRILLE SHALL BE EQUIPPED WITH MEANS FOR AIR 
BALANCING IN ACCORDANCE WITH THE REQUIREMENTS OF IMC CHAPTER 6. 

9. ALL DUCTWORK SHALL COMPLY WITH SMACNA STANDARDS FOR CONSTRUCTION OF 

1. THE MECHANICAL SYSTEM SHALL CONSIST OF ALL 
WORK SHOWN ON DRAWINGS, DIAGRAMS, AND AS 
DESCRIBED IN SPECIFICATIONS. 

2. INSTALL ALL MECHANICAL WORK AS HIGH AS POSSIBLE, TIGHT TO STRUCTURE 
ABOVE. 

3. THE MECHANICAL PLANS ARE DIAGRAMMATIC IN NATURE AND DO NOT ATTEMPT 
TO SHOW ALL REQUIRED OFFSETS. REFER TO ARCHITECTURAL AND 
STRUCTURAL DRAWINGS FOR CONSTRUCTION DETAILS. 

4. ITEMS NOTED "TYPICAL" OR ''TYP" ON ANY SHEET APPLY TO THAT PARTICULAR 
SHEET. 

5. COORDINATE WITH SPECIFICATIONS. IN CASE OF CONFLICT BETWEEN 
SPECIFICATIONS AND DRAWINGS THE MORE STRINGENT SHALL APPLY . 

6. PROVIDE NEC CODE MINIMUM HORIZONTAL AND VERTICAL WORKING CLEARANCES 
FOR ALL ELECTRICAL PANELS AND EQUIPMENT. OFFSET MECHANICAL WORK AS 
REQUIRED. 

7. COORDINATE ALL MECHANICAL WORK WITH THAT OF OTHER TRADES TO INSURE 
PROPER AND ADEQUATE INTERFACE OF THEIR WORK WITH THE WORK OF THIS 
CONTRACTOR. PROVIDE COORDINATED SHOP DRAWINGS PRIOR TO FABRICATION 
AND INSTALLATION. 

8. MECHANICAL EQUIPMENT SHALL NOT BE USED FOR TEMPORARY HEAT DURING 
CONSTRUCTION. 

GALVANIZED DUCTWORK. ALL DUCTORK ON THIS PROJECT SHALL BE RATED AS LOW 9. VERIFY EXISTING CONDITIONS BEFORE COMMENCING ANY WORK ON AN EXISTING 
PRESSURE. ALL DUCTWORK SHALL BE SEALED AS REQUIRED BY WSEC SECTION MECHANICAL SYSTEM. 
C403.2.8.3.1. 

10. ALL DUCTWORK SIZES SHOWN ARE INSIDE CLEAR. ADD APPROPRIATE 
10. ALL DUCTWORK SHALL BE INSULATED AS REQUIRED BY WSEC SECTION C403.2.8 AND DIMENSION FOR INSULATION OR DUCT LINER TO OBTAIN ''TOTAL" DUCT SIZE. 

AS SCHEDULED IN THIS PLAN SET. DUCT SIZES SHOWN ON PLANS ARE NET, CLEAR 
DUCT SIZES. 11. REFER TO ARCHITECTURAL REFLECTED CEILING PLANS AND ELEVATIONS FOR 

EXACT LOCATION OF ALL DIFFUSERS AND GRILLES. 
11. ALL PIPING SHALL BE INSULATED AS REQUIRED BY WSEC SECTION C403.2.9. 

12. PROVIDE TRANSITIONS AS REQUIRED TO CONNECT DUCTWORK TO AIR TERMINAL 
12. MINIMUM MOTOR EFFICIENCY FOR MOTORS SHALL MEET THE REQUIREMENTS OF WSEC UNITS, FANS AND OTHER MECHANICAL EQUIPMENT. 

SECTION C405.8. 
13. PROVIDE DIFFUSER AND GRILLE FRAMES COMPATIBLE WITH ARCHITECTURAL 

13. COMPLY WITH ALL COMMISSIONING AND COMPLETION REQUIREMENTS OF SECTION CEILING TYPE. REFER TO ARCHITECTURAL REFLECTED CEILING PLANS FOR 
C103.6 OF THE WSEC. REFER TO SPECIFICATIONS. CEILING TYPE. 

FILE ENGR. REVIEW SCALE 

14. COORDINATE EXACT LOCATIONS OF ALL ROOM THERMOSTATS AND/OR ROOM 
TEMPERATURE SENSORS WITH ARCHITECT PRIOR TO INSTALLATION. 

15. PROVIDE A VOLUME DAMPER FOR EACH SUPPLY, RETURN AND EXHAUST 
OPENING IN BRANCHES AND ELSEWHERE AS NOTED ON THE DRAWINGS OR 
SPECIFICATIONS. 

16. MOTORS SHALL MEET THE MORE STRINGENT REQUIREMENTS OF EITHER THE 
WSEC OR THE ENERGY INDEPENDENCE AND SECURITY ACT (EISA) OF 2007 
ENFORCED BY THE DEPARTMENT OF ENERGY. 

PROJECT SHALL COMPLY WITH THE FOLLOWING BUILDING CODES WITH LOCAL AND 
WASHINGTON STATE AMENDMENTS: 

1. 2015 INTERNATIONAL BUILDING CODE 
2. 2015 INTERNATIONAL MECHANICAL CODE 
3. 2015 UNIFORM PLUMBING CODE 
4. 2015 WASHINGTON STATE ENERGY CODE 

DATE 

4/20/2017 ()(; 
...\... 

CITY OF KIRKLAND 
PUBLIC WORKS DEPARTMENT 

123 FIFTI-i AVENUE - KIRKLAND, WA 9B033-6189 - (206)628-1243 

-------+------------+--+------+-------- 1-- CPK 0119 100 
JUANITA BEACH PARK 

BATHHOUSE REPLACEMENT 
-1------+------------+--+------+------I u 

NO. REVISION BY REVIEW DATE 

SHEET 
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CALL BEFORE YOU DIG: 

603 STEWART ST. SUITE 500 
SEATTLE, WA 98101 

A/E 
AFF 
ANSI 
ARCH 
ASHRAE 
ASME 
ASTM 
A/E 
BDD 
BTU 
CFM 
co 
CONT 
DB 
DBA 
DEG 
DIA 
DN 
DOAS 
EF 
ESP 
(E)EXIST 
F 
FC 
FLA 
FPM 
FT 
GPM 
HSPF 
IBC 
IMC 
IE 
IN 
KW 
LBS 
LWA 
MAX 
MCA 
MECH 
MFR 
MIN 
MOD 
NC 
NEC 
NEMA 
NFPA 
OA 
OB 
POC 
PSI 
PSIG 
RPM 
SEER 
SF 
SMACNA 
SPEC 
SPL 
TSP 
TYP 
UL 
UPC 
V 
VRF 
w 
WG 
WAC 
WG 
WISHA 
WSEC 

1 -800-424-5555 

ARCHITECT /ENGINEER 
ABOVE FINISHED FLOOR 
AMERICAN NATIONAL STANDARDS INSTITUTE 
ARCHITECTURAL 
AMERICAN SOCIETY OF HEATING, REFRIGERATING & AIR CONDITIONING ENGINEERS 
AMERICAN SOCIETY OF MECHANICAL ENGINEERS 
AMERICAN SOCIETY FOR TESTING AND MATERIALS' 
ARCHITECT /ENGINEER 
BACKDRAFT DAMPER 
BRITISH THERMAL UNIT 
CUBIC FEET PER MINUTE 
CLEANOUT 
CONTINUATION 
DECIBEL 
DECIBEL A WEIGHTED 
DEGREE 
DIAMETER 
DOWN 
DEDICATED OUTDOOR AIR SYSTEM 
EXHAUST FAN 
EXTERNAL STATIC PRESSURE 
EXISTING 
FAHRENHEIT 
FAN COIL 
FULL LOAD AMPACITY 
FEET PER MINUTE 
FEET/FOOT 
GALLONS PER MINUTE 
HEATING SEASONAL PERFORMANCE FACTOR 
INTERNATIONAL BUILDING CODE 
INTERNATIONAL MECHANICAL CODE 
INVERT ELEVATION 
INCH 
KILOWATT 
POUNDS 
SOUND POWER, A WEIGHTED 
MAXIMUM 
MINIMUM CURRENT AMPACITY 
MECHANICAL 
MANUFACTURER 
MINIMUM 
MOTOR OPERATED DAMPER 
NOISE CRITERION 
NATIONAL ELECTRIC CODE 
NATIONAL ELECTRICAL MANUFACTURER'S ASSOCIATION 
NATIONAL FIRE PROTECTION ASSOCIATION 
OUTSIDE AIR 
OPPOSED BLADE 
POINT OF CONNECTION 
POUNDS PER SQUARE INCH 
POUNDS PER SQUARE INCH GAUGE PRESSURE 
REVOLUTIONS PER MINUTE 
SEASONAL ENERGY EFFICIENCY RATIO 
SUPPLY FAN/SQUARE FEET 
SHEET METAL AND AIR-CONDITIONING CONTRACTORS' NATIONAL ASSOCIATION 
SPECIFICATION 
SOUND PRESSURE LEVEL 
TOTAL STATIC PRESSURE 
TYPICAL 
UNDERWRITERS' LABORATORIES, INC. 
UNIFORM PLUMBING CODE 
VENT/VOLTS 
VARIABLE REFRIGERANT FLOW 
WASTE/WATT 
WATER GAGE 
WASHINGTON ADMINISTRATIVE CODE 
WATER GAGE 
WASHINGTON INDUSTRIAL SAFETY & HEAL TH 
WASHINGTON STATE ENERGY CODE 

- --

GENERAL 
SYMBOL DESCRIPTION 

HEAVY LINE INDICATES NEW WORK 

LIGHT LINE INDICATES BACKGROUND 

-<t CENTERLINE 
- PIPELINE - NORMAL DIRECTION OF FLOW 

CD KEY NOTE CALLOUT 

& REVISION CALLOUT 

e PLUMBING FIXTURE OR DRAIN CALLOUT 

s POINT OF CONNECTION 

I EF-1 I EQUIPMENT CALLOUT, SEE SCHEDULE 

CD2-300 DIFFUSER OR GRILLE CALLOUT, SEE SCHEDULE 

"---- VOLUME FLOW RATE (CFM), NONE INDICATED 
FOR TRANSFER GRILLE 

'---- DIFFUSER OR GRILLE TYPE 

91 INDICATES DIAMETER OR ROUND 
-

/1' I -.,. 

1 M-2 
....:'-"', 

DETAIL CALLOUT: 

'--- INDICATES DETAIL NUMBER 

-....___ SHEET NUMBER WHERE DETAIL IS DRAWN 

..._ SECTION CALLOUT: 

,.r A _"' i.. """7 ~ INDICATES DIRECTION OF CUTTING PLANE 

._,_M-2,, ,......._'---- INDICATES SECTION LETTER 

'------ SHEET NUMBER WHERE SECTION IS DRAWN 
VENTILATION 
DOUBLE SINGLE 

f 24x 12-f1--:-,: 
~==~ ~I ~I 

f 1x1 
f ::x:I 
f IZI 
f :<,,,,I 

b I $ 
b I c:10 

I 

I 

~ 1-------<J-----

~ 1-------<J-----

~ I 1 
-;>I l 
~ 
~ 
I / I 

FILE 

DESCRIPTION 

DUCT: 1 ST SIZE (IN) INDICATES SIDE SHOWN, 
2ND SIZE (IN) INDICATES SIDE NOT SHOWN, 
INSIDE FREE AREA 

SOUNDLINED DUCT 

SUPPLY AIR DUCT - TURNING UP OR TOWARD 

SUPPLY AIR DUCT - TURNING DOWN OR AWAY 

RETURN OR EXHAUST AIR DUCT - TURNING UP 
OR TOWARD 
RETURN OR EXHAUST AIR DUCT - TURNING DOWN 
OR AWAY 

ROUND DUCT - TURNING UP OR TOWARD 

ROUND DUCT - TURNING DOWN OR AWAY 

TRANSITION 

TRANSITION - ROUND TO RECTANGULAR 

TURNING VANES IN RECTANGULAR DUCT TURN 

90" ELBOW (RADIUS = 1.5 x ELBOW DIAMETER) 

RECTANGULAR BRANCH CONNECTION WITH 45" TAPER 

CONICAL BRANCH CONNECTION 

45· LATERAL FITTING 

ENGR. REVIEW SCALE DATE 

4/20/2017 

VENTILATION (CONT) 
DOUBLE SINGLE DESCRIPTION 

45' LATERAL FITTING WITH 45' ELBOW 

90' CONICAL TEE FITTING 

BELLMOUTH BRANCH CONNECTION 

90' DIVERGING TEE 

90' DIVERGING TEE 

AUTOMATIC CONTROL DAMPER - OPPOSED BLADE 
(PROVIDE ACCESS) 

VOLUME DAMPER 

BACKDRAFT DAMPER 

COMBINATION FIRE/SMOKE DAMPER 
(PROVIDE ACCESS) 

f1w1+ &2 I I INDICATES RISE OR DROP 

rnarnmum111n111 \\1111111111111111111111 FLEXIBLE DUCTWORK 

f Ill + I Ill I FLEXIBLE CONNECTOR 

f I- I I -SUPPLY GRILLE (SIDEWALL) 

f I+ I I "'V""" RETURN/EXHAUST GRILLE (SIDEWALL) 

SYMBOL DESCRIPTION 

~ CEILING DIFFUSER (4-WAY AIRFLOW) 

m CEILING DIFFUSER (2-WAY AIRFLOW) 

El CEILING DIFFUSER (3-WAY AIRFLOW) 

m CEILING DIFFUSER (1-WAY AIRFLOW) 

© ROUND DIFFUSER 

a+ RETURN/EXHAUST GRILLE 

[D + RETURN GRILLE WITH BOOT 

1 :r I LINEAR DIFFUSER (FLOW ARROW 
SHOWN ONLY IF AIRFLOW IS ONE 
DIRECTIONAL) 

EQUIPMENT 
SYMBOL DESCRIPTION 

()(; 
...\... 

(i) THERMOSTAT OR TEMP. SENSOR 

@ CO2 SENSOR 

® PRESSURE SENSOR 

CITY OF KIRKLAND 
PUBLIC WORKS DEPARTMENT 

123 FIFTI-l AVENUE - KIRKLAND, WA 9B033-6189 - (206)628-1243 

------+------------+--+-----+-------- 1-- CPK 0119 100 
JUANITA BEACH PARK 

BATHHOUSE REPLACEMENT 
-l-----+------------+--+-----+--------1 u 

NO. REVISION BY REVIEW DATE 

SHEET 



EXHAUST FANS

GRILLES, REGISTERS & DIFFUSERS

ELECTRIC CEILING HEATERS
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Phone: 206.235.6002
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M0.3
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MECHANICAL SCHEDULES

CPK 0119 100

MECHANICAL SCHEDULES
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CALL BEFORE YOU DIG: 1 -800-424-5555 

MARK ECH-1 
SERVES UTILITY 
CAPACITY WATTS 500 
AIR FLOW: CFM 85 
UNIT ELEC.: VOL TS/PHASE 120/1 

WEIGHT: LBS 8 
BASIS OF DESIGN MANUFACTURER KING 

MODEL WHFC1210 
REMARKS NOTES [ 1, 3] 
NOTES: 
1 . PROVIDE WITH RECESS CAN AND WALL MTD LINE VOLTAGE THERMOSTAT. 
2. PROVIDE WITH SURFACE MOUNT CAN AND WALL MTD LINE VOLTAGE THERMOSTAT. 
3. SET THERMOSTAT TO 45"F. MOUNT THERMOSTAT ON INSULATED PAD. 

MARK EF-1 EF-2 EF-3 
LOCATION UTILITY UTILITY LOCKERS 
SERVES VARIOUS VARIOUS LOCKERS 
TYPE DESCRIPTION IN-LINE IN-LINE CABINET CEILING 

DRIVE DIRECT [3] DIRECT ECM DIRECT [3] 
CAPACITY FLOW: CFM 300 700 100 

TSP: IN WG 0.375 0.375 0.25 
FAN SPEED: RPM 1350 - 1400 
MOTOR: WATTS 140 1/4 HP 113 
VOLT/PHASE 115/1 115/1 115/1 

OPER WEIGHT WEIGHT: LBS 23 35 17 
BASIS OF DESIGN MANUFACTURER GREEN HECK GREEN HECK GREEN HECK 

MODEL CSP-A390 SQ SP-A190 
REMARKS NOTES 1, 2, 4] [1, 2, 4] [1, 4] 
NOTES 
1 . ELECTRICAL CONTRACTOR SHALL PROVIDE DISCONNECT AS REQUIRED. 
2. FOR INSTALLATION, SEE DETAIL 3 ON SHEET M2.1. 
3. FAN MOTOR SIZE BELOW WSEC THRESHOLD FOR EC MOTOR REQUIREMENT. 
4. FAN TO OPERATE FROM PROGRAMMABLE TIMER SWITCH - REFER TO ELECTRICAL PLANS; FAN ON DURING OCCUPIED HOURS. 

MARK EG-1 
ITEM SERVICE EXHAUST 

LOCATION SIDEWALL/EXPOSED 
TYPE DESCRIPTION LOUVERED 

MATERIAL ALUMINUM 
FACE SIZE: IN 12 X 8 
BORDER TYPE [ 1] 

CAPACITY DUCT SIZE: IN SEE PLANS 
NECK SIZE: IN 12 X 8 
MAX NC: [2] 35 

BASIS OF DESIGN MANUFACTURER TITUS 
MODEL 355FL 

REMARKS NOTES r 37 

NOTES: 
1 . PROVIDE GRILLES WITH BORDER STYLES THAT ARE COMPATIBLE WITH ADJACENT CEILING SYSTEMS, REFER TO ARCH DWGS. 
2. NC BASED ON OCTAVE BANDS 2 - 7 SOUND POWER LEVELS MINUS A ROOM ABSORPTION OF 10 DB, MEASURED PER ASHRAE 70-91. 
3. PROVIDE DUCT CONNECTION SIZE EQUAL TO NECK SIZE UNLESS NOTED ON PLANS. 

FILE ENGR. REVIEW SCALE DATE 

0(; K !Rt-< CITY OF KIRKLAND r "' 
- -- 4/20/2017 SHEET 

~ inBoyv 
~ l'. l?-4 PUBLIC WORKS DEPARTMENT 

~+~ 
.::..%. o'f "A811J.{4':. ,::-~ "-z-

123 FIFTH AVENUE - KIRKLAND, WA 96033-6169 - (206)626-1243 

~~~ ~~~ CPK 0119 100 ' /)J "' ;.> ;:a • 
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603 STEWART ST. SUITE 500 ~IONAL ~ 

-1sl-// NG'\O -- --·-
SEATTLE, WA 98101 NO. REVISION BY REVIEW DATE 
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LOCKERS

LIFE GUARD

STORAGE

STORAGE
CONCESSIONS

MEN'S BATH
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WOMEN'S BATH STORAGE UTILITY

MEN'S

WOMEN'S

PATANO STUDIO ARCHITECTURE

PRELIMINARY
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MECHANICAL FLOOR PLAN
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CPK 0119 100

 1/8" = 1'-0"

1

BATHHOUSE - MECHANICAL FLOOR PLAN

PLAN NOTES:

KEY NOTES:

4/20/2017

MECHANICAL FLOOR PLAN
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CALL BEFORE YOU DIG: 1 -800-424-5555 

1. ALL DUC1WORK SHALL BE GALVANIZED SHEET METAL 
UNLESS OTHERWISE NOTED AND INSTALLED IN 
ACCORDANCE WITH SMACNA REQUIREMENTS. 
ALL DUC1WORK ON THIS PROJECT SHALL BE LOW 
PRESSURE lYPE. 

2. FLEXIBLE CONNECTORS: PROVIDE UL LISTED 181 
FLEXIBLE CONNECTORS PER INTERNATIONAL MECHANICAL 
CODE SECTION 603.2.1. 

3. WHERE VOLUME DAMPERS ARE CONCEALED WITHIN A 
HARD LID CEILING, PROVIDE CONCEALED YOUNG 
REGULATOR SERIES 301 OR EQUAL. 

4. REFER TO SHEET M2.1 FOR DETAILS OF DUCT HANGERS 
AND CONNECTIONS TO STRUCTURE. 

(D CLASS 1 MOTORIZED DAMPER. BASIS FOR DESIGN: 
GREENHECK VCD-23 SERIES WITH 120-VOLT ACTUATOR. 
ACTUATOR SHALL POWER OPEN AND CLOSE UPON 
POWER FAILURE. 

603 STEWART ST. SUITE 500 
SEATTLE, WA 98101 

I EF 
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EXH. AIR 
LOUVER 
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D D D 

D D D 

n n 
,--. ,--. 
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D "" I I 

D D D D 

D D D D 

FILE ENGR. REVIEW 

NO. REVISION 

- - - -) ( ) ( ) ( 
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Fr.1-11111~ 

\ 

~ a~ i / O x~G1 150 D 
(2 TYP) g 

" 
) "'? ~ &~ " 

\/ ~ 

(~ 0 ~ k 
g 

(~ 0~ ~ . 
~~ I ~ 0 D EG1 -150__, ~ ,, 

g " (2 TYP) Gl 0 " 

Y'T ~ 
I) 

0~ 0 R 
XX X IX X X X X X X v~ v X XXXXXXI xx 

I 
I \ 
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EF-2-V 
\._EXH. AIR 

LOUVER 

SCALE DATE 

BY REVIEW DATE 
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I G1-10Q~~ LOUVER 
MOTORIZED G) 

\ ~ ~ DAMPER 

/ (TYP) 
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I 

CITY OF KIRKLAND 
PUBLIC WORKS DEPARTMENT 

123 FIFTH AVENUE - KIRKLAND, WA 98033-6189 - (206)828-1243 

CPK 0119 100 
JUANITA BEACH PARK 

BATHHOUSE REPLACEMENT 

8 16 
I 

1 /8"= 1' 

SHEET 



ROUND DUCT HANGERS

IN-LINE FAN - DIRECT DRIVE

RECTANGUAR DUCT HANGERS

PATANO STUDIO ARCHITECTURE

PRELIMINARY

NOT FOR

CONSTRUCTION

336 NW 50th Street, Seattle, WA 98107
Phone: 206.235.6002

rainbowconsulting-me.com

M2.1

MECHANICAL DETAILS

JUANITA BEACH PARK

BATHHOUSE REPLACEMENT
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MECHANICAL DETAILS
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CALL BEFORE YOU DIG: 1 -800-424-5555 

603 STEWART ST. SUITE 500 
SEATTLE, WA 98101 

STRUCTURE~ 

PROVIDE DUCT\ 
TRANSITION _ \ 

-----~ \ 
I/ 

SEE PLAN 
FOR DUCT 
SIZE (TYP) 

THREADED V ROD (TYP) 

[7 

~°'-;---\ -~o ~
""---- FLEX 

CONNECTION 
(TYP) 

DOUBLE DEFLECTION NEOPRENE HANGERS 
HAVING 0.3-INCH STATIC DEFLECTION -
MASON INDUSTRIES TYPE HD OR EQUAL. 

-----0 SCALE: NONE \_J 

FILE ENGR. REVIEW SCALE DATE 

4/20/2017 

LOAD RATED 
FASTENERS 

BAND OF SAME 
SIZE AS HANGER 
STRAP ---- ~ l 
50" o, 
[1270mm]<D J ~;::,,
& UNDER 1

".:'..../ 

HANGER ROD~ 

I 

y~ 

BAND ~,# 
OVER 50" 
[1270mm]<D 

MAX. DUCT <D 
IN. [mm] 

26 [650] 

36 [900] 

50 [1250] 

60 [1500] 

84 [2100] 

HANGER STRAPS OR RODS 
QUANTITY {SIZE MAX. LOAD 
IN. [mm LBS. [kg] 

ONE 1 [25] x 22 GA STRAP 260 [119] 

ONE 1 [25] x 18 GA STRAP 420 [190] 

ONE 1 [25] x 16 GA STRAP 700 [317] 

1WO 3/8 [10]9'. RODS 1320 [598] 

1WO 1 /2 [ 13]9' RODS 2500 [1133] 

NOTE: 
TABULATED DATA FROM SMACNA 
ALLOWS FOR DUCT REINFORCING AND 
INSULATION, BUT NO EXTERNAL LOAD. 

PROVIDE SEISMIC BRACING PER 
SMACNA REQUIREMENTS. 

MAX. 
SPACING 
IN. [mm] 

144 [3658] 

144 [3658] 

144 [3658] 

144 [3658] 

144 [3658] 

-----f0 SCALE: NONE \._J 

1r~---HANGER---JI 
11 STRAPS 

PROVIDE DUCT STRAPS_/ 60-IN. MAX---.,'-.__PAIR AT 8-FT 
AS FOLLOWS: SPACING 

FOR DUCT PERIMETER 
<60": 22 GA 
60" -143": 20 GA 
144"-192": 18 GA 

SCREWS 

"-RECTANGULAR 
DUCT 

\- -f' l-1-IN MIN. 

\_SCREWS MAY BE 
OMITTED IF HANGER 
LOOPS 

STRAP HANGERS 

-----------.0 
SCALE: NONE ~ 

CITY OF KIRKLAND SHEET o\ K IR ,f-< 

l-----+----------+----+----+-----1 r: ,;...;:;,....,.;;,iii/ y"-z_ 

PUBLIC WORKS DEPARTMENT 
123 FIFTH AVENUE - KIRKLAND, WA 98033-6189 - (206)828-1243 

CPK 0119 100 
JUANITA BEACH PARK 

BATHHOUSE REPLACEMENT 
~ 

~ I - ~ 

-1sH, NG'\0 
NO. REVISION BY REVIEW DATE 



ABBREVIATIONS

GENERAL NOTESPLUMBING LEGEND

no scale

VICINITY PLAN

PLUMBING NOTES

APPLICABLE CODES
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Phone: 206.235.6002

rainbowconsulting-me.com
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LEGEND, ABBREVIATIONS, NOTES
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CALL BEFORE YOU DIG: 

603 STEWART ST. SUITE 500 
SEATTLE, WA 98101 

1 -800-424-5555 

GENERAL 
SYMBOL DESCRIPTION 

HEAVY LINE INDICATES NEW WORK 

---<t--
LIGHT LINE INDICATES EXISTING WORK OR BACKGROUND 

CENTERLINE 

PIPELINE - NORMAL DIRECTION OF FLOW 

KEY NOTE CALLOUT 

REVISION CALLOUT 

PLUMBING FIXTURE OR DRAIN CALLOUT, SEE SCHEDULE 

POINT OF CONNECTION 

~ INDICATES DIAMETER OR ROUND 
-

/ 1 ' 
I "'- DETAIL CALLOUT: 
\,_ M - _ 2 ../ ......__ INDICATES DETAIL NUMBER 

-..___ SHEET NUMBER WHERE DETAIL IS DRAWN 

• SECTION CALLOUT: 

,., A "'.,. 7 ~ INDICATES DIRECTION OF CUTTING PLANE 

,M-_2 r--..........._ __ INDICATES SECTION LETTER 

'------ SHEET NUMBER WHERE SECTION IS DRAWN 

PLUMBING AND PIPING 
SYMBOL 

-----
------

" 
" 

--RWL--

--,cD--

------+=> 

C 

--,[><I,---

--<[XI,---

----,N,---

----11'.'.J1---

-----<cj>.---
-----<~.---

-----1:1.1---

DESCRIPTION 

COLD WATER 

HOT WATER 

SOIL OR WASTE - ABOVE GROUND 

SOIL OR WASTE - BELOW GROUND 

VENT 

RAIN WATER LEADER 

CONDENSATE DRAIN 
PIPE TURNING UP OR TOWARD 

PIPE TURNING DOWN OR AWAY 

FLOOR DRAIN 

GATE VALVE 

GLOBE VALVE 

CHECK VALVE 

CALIBRATED BALANCING VALVE 

BALL VALVE 

PRESSURE REGULATING VALVE 

UNION 

VENT THROUGH ROOF 

WALL HYDRANT/HOSE BIBB 

BACKFLOW PREVENTER 

- --

I '\ -
'<'-'<, 

) "' ;,! 
=:,-,.. 
~ 

z m 

1. 

2. 

3. 

THE PLUMBING SYSTEM SHALL CONSIST OF ALL WORK 
SHOWN ON DRAWINGS, DIAGRAMS, AND AS DESCRIBED 
IN SPECIFICATIONS. 

INSTALL ALL PLUMBING WORK AS HIGH AS POSSIBLE, TIGHT TO STRUCTURE ABOVE. 

THE PLUMBING PLANS ARE DIAGRAMMATIC IN NATURE AND DO NOT ATTEMPT TO 

~lo Juanita~ NE Juanita Dr Oto Sushi G> 
"' 2i! 

SHOW ALL REQUIRED OFFSETS. REFER TO ARCHITECTURAL AND STRUCTURAL 
DRAWINGS FOR CONSTRUCTION DETAILS. 

~ -

A/E 
AFF 
ANSI 
ARCH 
ASTM 
A/E 
BTU 
co 
CONT 
cw 
DEG 
DIA 
DN 
(E)EXIST 
F 
FD 
FPM 
FT 
GPM 
HW 
IBC 
IE 
IN 
KW 
LBS 
MAX 
MCA 
MECH 
MFR 
MIN 
NEC 
NEMA 
POC 
PSI 
PSIG 
RPM 
SF 
SPEC 
TSP 
TYP 
UL 
UPC 
V 
VTR 
w 
WG 
WAC 
WG 
WISHA 
WSEC 

l 
l,, 

Juanita 
Beach Park 

Walgree s 
Q 

,v~ Jlt. .. ,,. ,,., 

Michaels Q 

=:,-

t 
<1) 

z 
m 

Dr 

NE 

0 
Columbia Ath letic 

Clubs, Juanita Bai 

~ 

ARCHITECT /ENGINEER 
ABOVE FINISHED FLOOR 
AMERICAN NATIONAL STANDARDS INSTITUTE 
ARCHITECTURAL 
AMERICAN SOCIETY FOR TESTING AND MATERIALS' 
ARCHITECT /ENGINEER 
BRITISH THERMAL UNIT 
CLEANOUT 
CONTINUATION 
COLD WATER 
DEGREE 
DIAMETER 
DOWN 
EXISTING 
FAHRENHEIT 
FLOOR DRAIN 
FEET PER MINUTE 
FEET/FOOT 
GALLONS PER MINUTE 
HOT WATER 
INTERNATIONAL BUILDING CODE 
INVERT ELEVATION 
INCH 
KILOWATT 
POUNDS 
MAXIMUM 
MINIMUM CURRENT AMPACITY 
MECHANICAL 
MANUFACTURER 
MINIMUM 
NATIONAL ELECTRIC CODE 

N 

NATIONAL ELECTRICAL MANUFACTURER'S ASSOCIATION 
POINT OF CONNECTION 
POUNDS PER SQUARE INCH 
POUNDS PER SQUARE INCH GAUGE PRESSURE 
REVOLUTIONS PER MINUTE 
SUPPLY FAN/SQUARE FEET 
SPECIFICATION 
TOTAL STATIC PRESSURE 
TYPICAL 
UNDERWRITERS' LABORATORIES, INC. 
UNIFORM PLUMBING CODE 
VENT/VOLTS 
VENT THROUGH ROOF 
WASTE/WATT 
WATER GAGE 
WASHINGTON ADMINISTRATIVE CODE 
WATER GAGE 
WASHINGTON INDUSTRIAL SAFETY & HEALTH 
WASHINGTON STATE ENERGY CODE 

FILE ENGR. REVIEW SCALE 

4. 

5. 

6. 

7. 

8. 

ITEMS NOTED ''TYPICAL" OR "TYP" ON ANY SHEET APPLY TO THAT PARTICULAR 
SHEET. 

COORDINATE WITH SPECIFICATIONS. IN CASE OF CONFLICT BETWEEN SPECIFICATIONS 
AND DRAWINGS THE MORE STRINGENT SHALL APPLY. 

PROVIDE NEC CODE MINIMUM HORIZONTAL AND VERTICAL WORKING CLEARANCES FOR 
ALL ELECTRICAL PANELS AND EQUIPMENT. OFFSET PLUMBING WORK AS REQUIRED. 

COORDINATE ALL PLUMBING WORK WITH THAT OF OTHER TRADES TO INSURE 
PROPER AND ADEQUATE INTERFACE OF THEIR WORK WITH THE WORK OF THIS 
CONTRACTOR. PROVIDE COORDINATED SHOP DRAWINGS PRIOR TO FABRICATION AND 
INSTALLATION. 

VERIFY EXISTING CONDITIONS BEFORE COMMENCING ANY WORK ON AN EXISTING 
PLUMBING SYSTEM. 

9. COORDINATE EXACT LOCATION AND MOUNTING HEIGHTS OF ALL PLUMBING FIXTURES 
WITH CASEWORK AND ARCHITECTURAL DRAWINGS. 

1. PROVIDE WATER HAMMER ARRESTORS AT THE END OF HOT AND COLD WATER 
LINES SERVING TWO OR MORE FIXTURES: SIZE IN ACCORDANCE WITH WITH PDI 
REQUIREMENTS. ACCESS NOT REQUIRED. 

2. PLUMBING CONTRACTOR TO PROVIDE SHUT-OFF VALVES TO ALL PLUMBING 
EQUIPMENT AND FIXTURES. COORDINATE ACCESS PANELS WITH ARCHITECT AS 
REQUIRED. 

3. FOR PIPING PENETRATIONS OF FLOORS AND WALLS, REFER TO DETAILS ON 
SHEET P2.1. 

4. PROVIDE TRAP PRIMERS TO ALL NEW FLOOR DRAINS. COORDINATE ACCESS WITH 
GENERAL CONTRACTOR. 

5. PROVIDE PIPE INSULATION PER WSEC. REFER TO DETAIL ON SHEET P2.1. 

6. SLOPE DOMESTIC WATER PIPING AND PROVIDE HOSE END DRAIN VALVES AS 
REQUIRED FOR SYSTEM DRAINAGE. 

7. PROVIDE CLEANOUTS IN ACCORDANCE WITH UPC REQUIREMENTS. REFER TO 
DETAILS ON SHEET P2.1. 

8. FOR PIPE HANGER DETAILS AND CONNECTIONS TO STRUCTURE, REFER TO 
DETAILS ON SHEET P2.2. 

PROJECT SHALL COMPLY WITH THE FOLLOWING BUILDING CODES WITH LOCAL AND 
WASHINGTON STATE AMENDMENTS: 

1. 2015 INTERNATIONAL BUILDING CODE 
2. 2015 UNIFORM PLUMBING CODE 
3. 2015 WASHINGTON STATE ENERGY CODE 

DATE 

4/20/2017 ()(; 
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PLUMBING FIXTURE CONNECTIONS

FLOOR DRAINS

PLUMBING PIPE INSULATION
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WATER HEATERS: ELECTRIC

PATANO STUDIO ARCHITECTURE
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336 NW 50th Street, Seattle, WA 98107
Phone: 206.235.6002

rainbowconsulting-me.com

P0.2
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PLUMBING SCHEDULES

CPK 0119 100

PLUMBING SCHEDULES
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CALL BEFORE YOU DIG: 1 -800-424-5555 

MARK P1 P1A P2 P3 P4 PS P6 P7 PB pg 

DESCRIPTION FLUSH VALVE ADA FLUSH VALVE FLUSH VALVE COUNTERTOP WALL MOUNTED MOP BASIN COUNTERTOP ADA WALL MOUNT FREEZE PROOF SHOWER 
WATER CLOSET WATER CLOSET URINAL LAVATORY LAVATORY FLOOR SINK DRINKING FOUNTAIN HOSE BIB -

ROUGH-IN COLD WATER: IN 1-1/2 1-1/2 3/4 1/2 1/2 1/2 1/2 1/2 3/4 3/4 
HOT WATER: IN - - - 1/2 1/2 1/2 1/2 1/2 - -
WASTE: IN 3 3 2 1-1/2 1-1/2 3 1-1/2 1-1/2 - -
VENT: IN 2 2 2 1-1/2 1-1/2 2 1-1/2 1-1/2 - -

REMARKS r2 r 1. 21 r1. 21 r3l r1. 3 r4l r3l - - -
NOTES: 
1 . ADA MOUNTING HEIGHT. 4. MOUNT FAUCET 36" AFF. 
2. FURNISH WITH CHAIR CARRIER, SEE ARCH. FOR MTG HEIGHT. 
3. FURNISH WITH CHROME SUPPLIES WITH LOOSE KEY STOPS. 

MARK Dl MARK WH-1 WH-2 WH-3 
DESCRIPTION FLOOR LOCATION UTILITY UTILITY STORAGE 

DRAIN CAPACITY TYPE TANK TANK TANK 
SIZE PIPE SIZE: IN 2 TANK CAPACITY: GALS 15 15 6 

SIZE: IN 6" DIA. RECOVERY: GPH [ 1] 19 19 8 
TRAP PRIMER: IN 1/2 ELECTRICAL WATTAGE: KW 4 4 1.5 

MATERIAL BODY DUCO Cl VOLTS/PHASE 208/1 208/1 208/1 
STRAINER / GRATE NICK. BRO. FULL LOAD AMPS 19.2 19.2 7.2 

BASIS OF DESIGN MANUFACTURER ZURN UNIT WEIGHT SHIP WEIGHT: LBS 66 66 35 
MODEL Z415B BASIS OF DESIGN MANUFACTURER AO SMITH AO SMITH AO SMITH 

REMARKS NOTES r1 MODEL DEL-15 DEL-15 DEL-6 

NOTES: REMARKS r21 2 r21 

1 . SEE DETAIL 3 ON SHEET P2.1. 1 . RECOVERY CAPACITY AT 80'F TEMPERATURE RISE. 
2. REFER TO INSTALLATION DETAIL 5 ON SHEET P2.2. 

FLUID INSULATION CONDUCTIVITY NOMINAL PIPE SIZE (IN.) 

CONDUCTIVITY RANGE MEAN <1 1 TO 1-1/2 
BTU IN/h ft~2 F RATING <1-1/2 TO <4 
0.22 - 0.28 TEMP 'F 

cw 0.21-0.27 75 0.5 0.5 0.5 

HW 0.21-0.28 100 1. 0 1.0 1.5 

FILE ENGR. REVIEW SCALE DATE 
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CALL BEFORE YOU DIG: 1 -800-424-5555 
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@ 2''W UP TO D1 

C±) UP TO CLEANOUT. 

@ 4''W UP. 

@ 2''W UP. 

(z) 2''W UP TO P-6. 

@ 3''W UP TO P-5. 

@ SCHEDULE 40 STEEL SLEEVE AT FOOTING PENETRATION. 

@ 1½"W UP TO P-7. 

G]) 2fCW UP. 

@ SEE CIVIL PLAN UTILITY PLAN FOR CONTINUATION. 

603 STEWART ST. SUITE 500 
SEATTLE, WA 98101 
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NORTH BUILDING - DOMESTIC WATER PLUMBING PLAN
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CALL BEFORE YOU DIG: 1 -800-424-5555 

(D 1½"V DOWN. 

@ 2"V DOWN. 

@ 4"W DOWN. 
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@ 3"V UP THRU ROOF. 
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PLUMBING ROOF PLAN

JUANITA BEACH PARK

BATHHOUSE REPLACEMENT

CPK 0119 100

 1/8" = 1'-0"

1

BATHHOUSE - PLUMBING ROOF PLAN

KEY NOTES:

4/20/2017

PLUMBING ROOF PLAN
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CALL BEFORE YOU DIG: 1 -800-424-5555 

(D FOR PLUMBING VENT TERMINATION INSTALLATION, REFER 
TO DETAIL 1 ON SHEET P2.1. 

603 STEWART ST. SUITE 500 
SEATTLE, WA 98101 
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FLOOR DRAIN INSTALLATION

FLOOR CLEANOUTS

WALL CLEANOUTS

PIPE INSULATION

FLOOR SLEEVE

PIPE SLEEVES THROUGH WALLS

VENT THROUGH ROOF

PATANO STUDIO ARCHITECTURE

PRELIMINARY

NOT FOR

CONSTRUCTION

336 NW 50th Street, Seattle, WA 98107
Phone: 206.235.6002

rainbowconsulting-me.com

P2.1

PLUMBING DETAILS

JUANITA BEACH PARK

BATHHOUSE REPLACEMENT

CPK 0119 100

PLUMBING DETAILS
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CALL BEFORE YOU DIG: 1-800-424-5555 
TERMINATE SLEEVE 
FLUSH WITH FINISHED 
WALL SURFACES 

SEAL OR CAULK ----.... 
SLEEVE THRU FIRE 
WALLS IN A SMOKE 
TIGHT MANNER 

PIPE AND 
INSULATION TO BE 
CENTERED IN SLEEVE
DO NOT SUPPORT 
PIPE FROM SLEEVE 

STANDARD WEIGHT 
STEEL PIPE SLEEVE 
OF SIZE TO PASS 
PIPE AND INSULATION 

FINISHED ESCUTCHEON 
PLATE FLUSH AGAINST 
WALL AND OF SIZE TO 
COMPLETELY COVER 
OPENING 

CONCEALED PIPING ------~- PIPING EXPOSED TO VIEW 

INTERIOR WALLS 

-----rs\ 
SCALE: NONE \_J 

WALL SLEEVE TO 
SUIT OD OF PIPE.---...... 

1" MIN HEIGHT----. 

. . . . 'v 1> . . . 

SCHEDULE 40 GALV 
STEEL PIPE SLEEVE-----

" . . . . 
. . . " 

PIPE----

FILL WITH FIRE 
RATED NON
HARDENING SEALANT 

FIRE STOP SEAL 

V · .. I> 

V 

. . 

. . 

CONCRETE 
SLAB 

-----~ 
SCALE: NONE ~ 

SEWER LINE 
SIZE AS SPECIFIED 

CAST IRON 
EXTENSION, 
SAME SIZE 
AS SEWER 
UP TO 4" 
DIAMETER 

DIRECTION 
OF FLOW 

-------07 SCALE: NONE 

603 STEWART ST. SUITE 500 
SEATTLE, WA 98101 

NEW CONCRETE------, 

CAULK FLOOR DRAIN 
ALL AROUND 
WATERTIGHT WITH 
SILICON CAULKING 

. 
l . . 

... -L!. ,I 

. . 

NOTCH FLOOR 
TO ALLOW FOR 
FLOOR DRAIN LEGS 

DRAIN PIPE, 
SEE PLAN 
FOR SIZE-~ 

11/4" MINIMUM 

I• •• 

. ~ .. .. ~-

GRATE PER DRAIN 
SCHEDULE. GROUT 
OR CONCRETE 
SLOPE TO DRAIN. 

(
TOPPING SLAB (VARIES 
3" -4") 

"' .. ,I .:I ~-- -d, 

SEEPAGE PAN 

DRAIN BODY 

----------,0 
SCALE: NONE \._J 

PIPE 
HANGER 

NONCOMBUSTIBLE 
WALL, SEE NOTE 2 

TWO LONGITUDINAL 
JOINTS 180" O.C. TAPED 

SEE NOTE 4 

~--PIPE SADDLE - SEE NOTE 1 

-------TAPE 

-----UNION - SEE NOTE 3 

---TWO LONGITUDINAL 
JOINTS 180' OC TAPED 

NOTES: 

~----PAINT JACKET 
BEFORE 
APPLYING 
BANDS 

~f"Z=z:l'.IJ--._ 

SLEEVE 
SEE NOTE 4 

COMBUSTIBLE 
WALL, SEE 
NOTE 2 

'---CEILING 
PLATE WITH 
SET SCREW 

~ PRE-MOLDED 
INSULATION 
OR LACED 
BLANKET 
AROUND 
VALVES 

,-- 4" SEALING STRIP 
ON CANVAS 
JACKET 

~-1-1/2" LAP ON 
LONGITUDINAL 
JOINT OF CANVAS 
JACKET 

1. PIPE SADDLES REQUIRED ON ALL INSULATED LINES AT HANGERS. 

2. INSULATION SHOULD BE CONTINUOUS THRU WALL WITH A 1/4" SPACE 
BETWEEN INSULATION AND SLEEVE UNLESS OTHERWISE SPECIFIED. 

3. DO NOT INSULATE UNIONS IN HEATING SYSTEMS. 

4. ESCUTCHEON PLATE IN AREAS EXPOSED TO VIEW. 

----~04 SCALE: NONE 

FILE ENGR. REVIEW SCALE DATE 

4/20/2017 

I 
AS 

REQUIRED 

7" 

VENT WITH 
VANDAL 
PROOF CAP 

SEALANT 

I COUNTER FLASHING 
SLEEVE 

2d" 91::::==------- PERMASEAL 1- 1111 [ WATERPROOFING 
----..-----+--+ COMPOUND 

SEAMLESS 
FLASHING 

STEEL 
REINFORCED 
BOOT 

ROOFING BY 
GENERAL 
CONTRACTOR 

ROOF LINE\ 

=±======='===='==='~__l__----'--_____ ____-.: .. ~.-.-~--I - \ 
1
---- SKIRT----

-----01 SCALE: NONE 

---+-- t -----H+---¼ 

TEST TEE-----

___.--ACCESS COVER AND 
FRAME, CHROME PLATED 

-----0 SCALE: NONE \_V 

o<.:. 
.).__ 

CITY OF KIRKLAND 
PUBLIC WORKS DEPARTMENT 

123 FIFTH AVENUE - KIRKLAND, WA 98033-6189 - 206 828-1243 

l-----+--------------,f----+----+-----1 1--.. - CPK 0119 100 
JUANITA BEACH PARK 

BATHHOUSE REPLACEMENT 
-----+--------------,f----+----+------t u 

NO. REVISION BY REVIEW DATE 
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PIPE SUPPORTS

SEISMIC PIPE SUPPORTS

HANGER ATTACHMENT TO STRUCTURE

TRAPEZE PIPE HANGER

WATER HEATER PIPING

PRV/RPBFP INSTALLATION

PATANO STUDIO ARCHITECTURE

PRELIMINARY

NOT FOR

CONSTRUCTION

336 NW 50th Street, Seattle, WA 98107
Phone: 206.235.6002

rainbowconsulting-me.com

P2.2

PLUMBING DETAILS

JUANITA BEACH PARK

BATHHOUSE REPLACEMENT

CPK 0119 100

PLUMBING DETAILS
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CALL BEFORE YOU 

603 STEWART ST. SUITE 500 
SEATTLE, WA 98101 

DIG: 1-800-424-5555 

i"CW 

EXPANSION TANK 
AMTROL ST-12 

MOUNT WATER-......_ 
HEATER ON 
R-10 BASE 

i"HW TO 
FIXTURES 

HEAT TRAP 
(2 TYP) 

THERMOMETER 

BALL VALVE (TYP) 

PRESSURE - TEMPERATURE 
RELIEF VALVE (PIPE FULL 
SIZE TO FLOOR DRAIN) 

.--L.:!::1::;--....:t:... UNION (TYP) 
., I 

----WATER HEATER 

SEISMIC SUPPORT (TYP) 

~ HOSE END DRAIN 
VALVE 

---------10 
SCALE: NONE \.:.._) 

HANGER ROD 
ATTACH SECURELY TO 
STRUCTURE (TYP) 

II 

HANGER 
ROD--~-_J 

16 GAUGE ZINC COATED 
SHEET STEEL SADDLE 
AT LEAST 12" LONG 

SLACK CABLES 
TO ANCHOR 

VAPOR BARRIER 
INSULATION 

SECTION 

II 

ANGLE OR CHANNEL 

HIGH DENSITY INSULATION 

~-=---=~-====~-~-====~-~-====~-=--=-~ 

PLAN VIEW 

ANGLE OR 
CHANNEL 

------~ SCALE: NONE \_J 

FILE 

EYE 
SOCKET 

HANGER 
ROD --------

STRUCTURAL 
STEEL BEAM, 
SEE PROJECT 
PLANS FOR SIZE 

~':!J:l:tll \_ HEAVY DUTY 

BEAM CLAMP 
HANGER 
ROD 

./ CONCRETE JOIST, 
/ SEE PROJECT 

• PLANS 

HEAVY DUTY 
CONCRETE 
JOIST CLAMP 

STEEL BEAM CONCRETE JOISTS 

ONE ANGLE EACH SIDE 
OF WEB MEMBERS REST 
ON TOP OF BOTTOM 
CHORD OF O.W.S.J. 
BETWEEN PANEL 
POINTS, SIZE FOR LOAD 

BOTTOM CHORD OF O.W.S.J. 

CONCRETE SLAB 
SEE PROJECT PLANS~ 

• 4 • 

STEEL JOISTS 

WELDS 

----- BENT STRAP "~~1 
" 

1 d"x 3/16'' OVER 
VERT LEGS OF ANGELS 
WEB MEMBERS O.W.S.J. 

HANGER ROD 

SUPPORT 
NUT 

ADJUSTABLE 

HEAVY DUTY 
CONCRETE 
STEEL INSERT 
WITH ELON
GATED SLOT 

HANGER ---- STEEL 
ROD-- Li-SUPPORT 

CONCRETE INSERT WOOD JOISTS 

-----0 SCALE: NONE \.:.._) 

REDUCED PRESSURE 
BACKFLOW PREVENTER 

UNION 
(TYP) 

PRV 

STRAINER W/ ¾"DRAIN TO 
BLOW-OFF VALVE FLOOR DRAIN 

2tcw FROM 
METER 

2rcw TO 
FIXTURES 

1" BYPASS 
GLOBE VALVE 

PRESSURE GAGE 
(TYP) 

GATE VALVE 
(TYP) 

2rcw TO 
FIXTURES 

---------104 SCALE: NONE 

o<.:. 
ENGR. REVIEW SCALE DATE 

4/20/2017 

HANGER ROD -------

CABLE 
BRACING 

LOCKING NUT 

SUPPORT NUT 

HEAVY DUTY 
CLEVIS HANGER 

------ 1 6 GAUGE ZINC COATED 
SHEET STEEL SADDLE 
AT LEAST 12" LONG 

CLEVIS HANGER 
WITH CABLE BRACING 

HANGER ROD----

CHANNEL 
BRACE 

PIPE~~ 

~ LOCKING NUT 

----- SUPPORT NUT 

----- HEAVY DUTY 
CLEVIS HANGER 

16 GAUGE ZINC COATED 
SHEET STEEL SADDLE 
AT LEAST 12" LONG 

CLEVIS HANGER 
WITH CHANNEL BRACING 

-----01 SCALE: NONE 

HANGER ROD---
HEAVY DUTY 
CLEVIS HANGER 

PIPE 

CLEVIS HANGER 

LOCKING NUT 

----- SUPPORT NUT 

INSULATION, WHERE 
SPECIFIED, SHALL 
BUTT AGAINST PIPE 
HANGERS 

SINGLE HORIZONTAL RUNS, NO VAPOR BARRIER INSULATION 

HANGER ROD --------

-------- ------ LOCKING NUT 
HEAVY DUTY -----
CLEVIS HANGER 

PIPE 

VAPOR BARRIER 
INSULATION 

CLEVIS HANGER 

----- SUPPORT NUT 

16 GAGE ZINC COATE! 
SHEET STEEL SADDLE 
AT LEAST 12" LONG 

SINGLE HORIZONTAL RUNS, VAPOR BARRIER INSULATION 

-----f?'i SCALE: NONE \_J 

CITY OF KIRKLAND 
PUBLIC WORKS DEPARTMENT SHEET 

------+------------+--+--------i----1 ..l__ 
------+------------+--+--------i----11--.. 

123 FIFTH AVENUE - KIRKLAND, WA 98033-6189 - 206 828-1243 

CPK 0119 100 
JUANITA BEACH PARK 

BATHHOUSE REPLACEMENT 
-------------------+---+--------<-----llu 

NO. REVISION BY REVIEW DATE 



SPECIAL SYSTEMS

ELECTRICAL RISER

RACEWAYS

LIGHTING RECEPTACLES

ELECTRICAL SYMBOLS

EQUIPMENT

XX

DRAWING INDEX

ELECTRICAL ABBREVIATIONS

DEVICE MOUNTING HEIGHTS

4/20/2017
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PRELIMINARY

NOT FOR

CONSTRUCTION

PATANO STUDIO ARCHITECTURE LASTING creativity | results | relationships

coffman.com

ph 206.623.0717 | fax 206.624.3775

1601 Fifth Avenue, Suite 900 | Seattle, WA 98101
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CALL BEFORE YOU DIG: 

cs;:] 
yy 

cs;:] EM 

® 

~ 

™5 
0 D 
() I] 

n: 
t-Q 

r::::;;;; I 
I 1 I 

© 
® 
CD 

rn 

LUMINAIRE: 
XX - LUMINAIRE lYPE 
YY - CIRCUIT NUMBER 
XXE - LUMINAIRE lYPE ENDING IN E 
INDICATE BATTERY BACKUP 

LUMINAIRE ON EMERGENCY CIRCUIT 

EXIT SIGN, CEILING MOUNT 
REFER TO ARCHITECTURAL LIFE SAFETY 
PLAN FOR DIRECTION OF lRAVEL 

EXIT SIGN, WAl.l MOUNT 
REFER TO ARCHITECTURAL LIFE SAFETY 
PLAN FOR DIRECTION OF lRAVEL 

SURFACE MOUNT EMERGENCY LUMINAIRE 

SURFACE MOUNT EMERGENCY/EXIT WMINAIRE 

RECESSED DOWNLIGHT 

RECESSED WALL WASH LUMINAIRE 

RECESSED ADJUSTABLE LUMINAIRE 

SURFACE MOUNT LUMINAIRE 

WAl.l MOUNT SCONCE 

RECESSED LINEAR LUMINAIRE 

RECESSED 1 x4 WMINAIRE 

WAl.l MOUNT LINEAR LUMINAIRE 

PENDANT MOUNT STRIP LUMINAIRE 

SURFACE MOUNT STRIP LUMINAIRE 

POLE MOUNT LUMINAIRE - SINGLE HEAD 

POLE MOUNT WMINAIRE - DOUBLE HEAD 

WAl.l MOUNT POLE HEAD WMINAIRE 

SINGLE POLE SWITCH - SUBSCRIPT 
INDICATES SWITCHING DUlY. PROVIDE ONE 
SWITCH FOR EACH SWITCHING DUlY SHOWN. 

DOUBLE POLE SWITCH 

THREE-WAY SWITCH 

KEY OPERATED SWITCH 

SWITCH WITH OCCUPANCY SENSOR 

SWITCH WITH PILOT LIGHT 

SWITCH WITH TIMER 

OCCUPANCY SENSOR, IR, CEILING MOUNT 

OCCUPANCY SENSOR, DUAL TECHNOLOGY, 
36<Y CEILING MOUNT 

OCCUPANCY SENSOR, DUAL TECHNOLOGY, 
WAl.l MOUNT 

CONTACTOR 

RELAY 

DAYLIGHT SENSOR 

603 STEWART ST. SUITE 500 
SEATTLE, WA 98101 

1 -800-424-5555 

© 
I EF-1 I 

...L 

30A/3P 
,..-.... 

--0 0-

LJ 
E 

DUPLEX RECEPTACLE - NEMA 5-15R (NEMA 5-20R FOR DEDICATED CIRCUIT} 

DUPLEX RECEPTACLE - ABr:Nf. COUNTER. COORDINATE W/ ARCH. ELEVATIONS 

DUPLEX RECEPTACLE - DEDICATED (NEMA 5-20R) 

DUPLEX RECEPTACLE - WEATHERPROOF W/LOCKING Cr:Nf.R 

DUPLEX RECEPTACLE - GROUND FAULT CIRCUIT INTERRUPTER 

DOUBLE DUPLEX RECECTACLE 

PANELBOARD 277 /480V 

PANELBOARD 120/208V OR 120/240V 

CABINET - lYPE AS INDICATED ON PLAN 

lRANSFORMER - SIZE AND VOLTAGE AS INDICATED ON PLAN 

NON-FUSED DISCONNECT SWITCH - SIZE PER CONNECTED LOAD 

FUSED DISCONNECT SWITCH - SIZE PER CONNECTED LOAD. 
PROVIDE FUSES PER EQUIPMENT NAMEPLATE. 

EQUIPMENT CONNECTION 

MECHANICAL EQUIPMENT CALLOLIT. REFER TO MECHANICAL 
EQUIPMENT SCHEDULE. 

GROUND 

CIRCUIT BREAKER 
NUMBER INDICATED TRIP SETTING AND NUMBER OF POLES 

PANELBOARD 

CURRENT TRANSFORMER (CT) 

UTILilY METER 

SURGE PROTECTIVE DEVICE (SPD) 

.&.COFFMAN 
~N G I N E E R S 

-----

<J X 

r-,.J.5 
--

-----,~ 

r , 

-LV

Q) 

~ 

FlRE ALARM 

MANUAL PULL STATION WITH GUARD 

HORN/STROBE 

HORN/STROBE - CEILING MOUNT 

STROBE 

STROBE - CEILING MOUNT 

SMOKE DETECTOR 

JEI ECQMMUNICA]ONS 

TELECOMMUNICATIONS OUTlET 
X = QlY. OF CAT 6 JACKS 

WIRELESS ACCESS POINT - 1 CAT 6 JACK 

RACEWAY CONCEALED IN WAl.l OR CEILING, EXPOSED IN UNFINISHED AREAS 

RACEWAY CONCEALED BELOW FLOOR 

FLEXIBLE CONDUIT FIXTURE WHIP WITH CONDUCTORS 

BRANCH CIRCUIT WIRING SHOWING CIRCUIT HOME RUN TO PANELBOARD. 
HASHMARKS SHOW QUANTilY OF CONDUCTORS WHEN MORE THAN THREE 
REQUIRED DOT INDICATES GROUND CONDUCTOR NELITRAL CONDUCTOR 
SHOWN LARGER. PROVIDE DEDICATED NEUTRAL FOR EACH CIRCUIT. 

RACEWAY TURNING UP 

RACEWAY TURNING DOWN 

CIRCUIT CONTINUATION 

LOW VOLTAGE WIRING 

JUNCTION BOX 

PULL BOX 

FILE ENGR. REVIEW 

BR CB 
SCALE 

NONE 

AF AMPERE FRAME FACP FIRE ALARM CONTROL PANEL PS PROJECTION SCREEN 
AFF ABr:Nf. FINISHED FLOOR FDMPR FIRE DAMPER PTR PRINTER 
AHU AIR HANDLING UNIT FH FUME HOOD PVC POLYVINYL CHLORIDE (PLASTIC) 
AIC AMPERE INTERRUPTING CURRENT Ft.IT FLEXIBLE METALLIC TUBING PWR POWER 
AMP AMPERE FU or F FUSE Q1Y QUANTITY 
AS AMPERE SWITCH FVNR FULL VOLTAGE NON-REVERSING RA FAN RETURN AIR FAN 
ASV AIR SOLENOID VALVE G GROUND RECPT RECEPTACLE 
AT AMPERE TRIP GALV GALVANIZED REF REFRIGERATOR 
ATS Al/TOMATIC TRANSFER SWITCH GC GOGGLE CABINET REQD REQUIRED 
AWG AMERICAN WIRE GAUGE GD GARBAGE DISPOSAL RH RANGE HOOD 
BAS BUILDING Al/TOMATION SYSTEM GEC GROUNDING ELECTRODE CONDUCTOR RMC RIGID METAL CONDUIT 
BBO BACKBOARD OPERATOR GEN GENERATOR RNG RANGE 
BL BLEACHERS GFCI GROUND FAULT CIRCUIT INTERRUPTER RSD ROLLING STEEL DOOR 
BLDG BUILDING GSV GAS SOLENOID VALVE SDMPR SMOKE DAMPER 
C CONDUIT HH HAND HOLE SF SUPPLY FAN 
CAB CABINET HID HIGH INTENSllY DISCHARGE SOLV SOLENOID VALVE 
CB CIRCUIT BREAKER HP HORSEPOWER SPD SURGE PROTECTIVE DEVICE 
CCTV CLOSED CIRCUIT TELEVISION HPF HIGH POWER FACTOR SPEC SPECIFICATION 
CKT CIRCUIT HPS HIGH PRESSURE SODIUM SPST SINGLE POLE, SINGLE THROW 
CLG CEILING HT HEAT TRACE ST SHUNT TRIP 
CM COFFEE MAKER IH INSTAHOT STD STANDARD 
CMU CONCRETE MASONRY UNIT IM ICE MACHINE STL STEEL 
co CONDUIT ONLY IWD INTERCOM WAl.l DISPLAY SW SWITCH 
COMM COMMUNICATION J-BOX JUNCTION BOX SWBD SWITCHBOARD 
COP COPIER kcmil THOUSAND CIRCULAR MILS SWGR SWITCHGEAR 
CT COOK TOP kV KILOVOLT TEL TELEPHONE 
CT CURRENT TRANSFORMER kVA KILOVOLT AMPERE TEMP TEMPORARY 
cu COPPER kW KILOWATT TP TRAP PRIMER 
DCVA DOUBLE CHECK VALVE ASSEMBLY kWh KILOWATT HOUR TR TAMPER RESISTANT 
DET DETAIL MAX MAXIMUM TTB TELEPHONE TERMINAL BOARD 
DIA DIAMETER MCC MOTOR CONTROL CENTER lYP lYPICAL 
DISC DISCONNECT MFR MANUFACTURER UC UNDER COUNTER 
DSPL DISPOSAL MECH MECHANICAL UGND UNDERGROUND 
DN DOWN MH MANHOLE; METAL HALIDE UH UNIT HEATER 
DO DOOR OPERATOR MIN MINIMUM UL UNDERWRITERS LABORATORIES 
DPST DOUBLE POLE, SINGLE THROW ML MAGNETIC LOCK UON UNLESS OTHERWISE NOTED 
DRY DRYER MLO MAIN LUGS ONLY UPS UNINTERRUPTIBLE POWER SUPPLY 
DW DISHWASHER MID MOUNTED use UNIVERSAL SERIAL BUS 
DWG DRAWING MTG MOUNTING V VOLT 
EA EACH MW MICROWAVE VA VOLT AMPERE 
EF EXHAUST FAN NEC NATIONAL ELECTRICAL CODE VFD VARIABLE FREQUENCY DRIVE 
EH ELECTRIC HEATER NELIT NELITRAL VM VENDING MACHINE 
EHD ELECTRIC HAND DRYER NC NORMAl.l Y CLOSED w WATT 
ELEC ELECTRIC NIC NOT IN CONTRACT W/ WITH 
ELEV ELEVATOR NO NUMBER; NORMALLY OPEN WAC WASHINGTON ADMINISTRATIVE CODE 
EMT ELECTRICAL METALLIC TUBING NTS NOT TO SCALE WAS WASHER 
EPO EMERGENCY POWER OFF OD r:Nf.RHEAD (COILING) DOOR W/D STACKED WASHER/ DRYER 
EQUIP EQUIPMENT OF/Cl OWNER FURNISHED / CONTRACTOR INSTALLED WF WASH FOUNTAIN 
EWC ELECTRIC WATER COOLER OF/01 OWNER FURNISHED / OWNER INSTALLED WM WASHING MACHINE 
EWH ELECTRIC WATER HEATER PF POWER FACTOR W/0 WITHOLIT 
EWS ELECTRIC WINDOW SHADE PH or II PHASE WON WON DOOR 
EXIST EXISTING PIV POST INDICATOR VALVE WP WEATHERPROOF; WATERPROOFING 
FA FIRE ALARM PNL PANEL XFMR TRANSFORMER 
FAAP FIRE ALARM ANNUNCIATOR PANEL PROJ PROJECTOR z IMPEDANCE 

SPECIAL OUTlET HEIGHTS ARE SHOWN ON THE ELECTRICAL DRAWINGS OR ON THE ARCHITECTURAL 
SHEET NUMBER DESCRIPTION 

DRAWINGS. IF SPECIAL OUTLET HEIGHTS ARE NOT SHOWN OR REQUIRED, THEN LOCATE OUTLETS AS 
NOTED BELOW. OUTlET HEIGHTS ARE MEASURED FROM THE FINISHED FLOOR TO THE CENTERLINE OF E0.1 COVER SHEET 
THE OUTlET UNLESS OTHERWISE NOTED. E0.2 GENERAL NOTES 

RECEPTACLES 18 INCHES VERITCALLY MOUNTED 
E0.3 LUMINAIRE SCHEDULE 

LIGHT SWITCHES 48 INCHES VERTICALLY MOUNTED 
El. 1 SITE PLAN - DEMO 
El.2 SITE PLAN - NEW 

TELEPHONE OUTLET - DESK 18 INCHES VERTICALLY MOUNTED 
E2.1 BATH HOUSE LIGHTING PLAN 

TELEPHONE OUTLET - WAl.l 54 INCHES VERTICALLY MOUNTED 
E3.1 BATH HOUSE POWER AND SYSTEMS PLAN 

COMPUTER OUTlET - DESK 18 INCHES VERTICALLY MOUNTED 
E4.1 PAVIWON LIGHTING AND POWER PLAN 

FIRE ALARM PULL STATION 48 INCHES 
E5.1 ONE-LINE DIAGRAM 

CATV OUTLET 18 INCHES VERTICALLY MOUNTED 
E6.1 PANEL SCHEDULE 

FIRE ALARM HORN, STROBE OR 
HORN/STROBE NOT LESS THAN 80" OR GREATER THAN 96" TO THE BOTTOM 

FIRE ALARM CONTROL PANEL 72 INCHES 

1. COORDINATE ROUGH-IN WITH ARCHITECTURAL ELEVATIONS. 

2. WHERE A CONFLICT EXISTS, THE ARCHITECTURAL ELEVATIONS Gr:Nf.RN. 

DATE 
4/20/2017 
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GENERAL NOTES LIGHTING PLANS

POWER PLANS

SYSTEMS PLANS

DEMOLITION PLANS

ONE-LINE DIAGRAM

KITCHEN PLANS

BRANCH CIRCUIT WIRING

WASHINGTON STATE NONRESIDENTIAL

 ENERGY CODE COMPLIANCE

EQUIPMENT CONNECTIONS

DESIGN BUILD FIRE ALARM SYSTEM

LIGHTING CONTROL PANELS (LCP)

SITE PLANS
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CALL BEFORE YOU DIG: 1 -800-424-5555 

JHE FOLLOWING GENERAL NOJES APPLY TO ALL DRAWINGS 

1. ITEMS NOTED AS iYPICAL • ON ANY DRAWING REFERS TO ALL 
DRAWINGS. 

2. PROVIDE NYLON PULL STRING IN ALL EMPlY RACEWAYS. 

3. NO STRUCTURAL MEMBERS SIW.1 BE CUT OR ALTERED WITHOUT PRIOR 
APPROVAL OF THE ARCHITECT AND STRUCTURAL ENGINEER. 

4. ALL RACEWAYS WITHIN THE BUILDING SHALL BE RUN OVERHEAD U.O.N. 
RACEWAYS SIW.1 NOT BE RUN UNDER THE FLOOR SLAB UNLESS 
SPECIFICALLY SHOWN ON THE DRAWINGS. 

5. NO RACEWAYS SIW.1 BE RUN IN FLOOR SLABS. 

6. FIRST FLOOR HOMERUNS (TO THE FIRST DEVICE) MAY BE RUN UNDER 
THE SLAB IN 1 " PVC. 

7. LOCATIONS OF ALL WALL MOUNTED DEVICES ARE SHOWN 
SCHEMATICALLY. COORDINATE WITH THE ARCHITECTURAL DRAWINGS, 
ELEVATIONS AND C/JSEWORK SUPPLIERS SHOP DRAWINGS FOR EXACT 
LOCATION OF DEVICES PRIOR TO ROUGH-IN. 

8. ALL RACEWAYS IN FINISHED SPACES SHALL BE CONCEALED. 

9. PROVIDE 2" EMT SLEEVES FOR LOW VOLTAGE WIRING RUNNING 
THROUGH NON-RATED WALLS, FLOORS AND CEILINGS. 

10. PROVIDE STI 0 EZ-PATH0 ASSEMBLIES AT EACH LOCATION WHERE LOW 
VOLTAGE WIRING PENETRATES A RATED WALL OR CEILING. ASSUME 50 
ARE TO BE PROVIDED. 

11. SEAL ALL PENETRATIONS IN RATED FLOORS AND CEILINGS WITH A UL 
APPROVED FIRE STOP SYSTEM. 

12. PROVIDE A COMPLETE DESIGN-BUILD PATHWAY SYSTEM FOR ALL 
SPECIAL SYSTEMS WIRING, SEE SPECIFICATIONS. QUANTITY AND SIZE 
OF RACEWAYS SHOWN ON SPECIAL SYSTEMS PLANS ARE THE MINIMUM 
TO BE PROVIDED. CONTRACTOR SIW.1 PROVIDE ALL RACEWAYS AS 
REQUIRED. 

13. ALL LOW VOLTAGE WIRING NOT RUN IN A METALLIC RACEWAY SIW.1 
BE PLENUM RATED. 

14. ALL EQUIPMENT, LUMINAIRES, RACEWAYS, DEVICES, ETC. SfW.L BE UL 
LISTED. 

15. MOUNT ALL DEVICES Af30VE COUNTERS 6" ABOVE BACKSPL/JSH UNLESS 
NOTED OTHERWISE. 

16. WHERE A CONFLICT EXISTS THE MOST EXPENSIVE OPTION SIW.1 
GOVERN. 

17. PROVIDE ALL RACEWAYS AND WIRING REQUIRED TO INSTALL 
ELECTRONIC DOOR HARDWARE. REFER TO DOOR HARDWARE 
SPECIFICATIONS, SCHEDULES AND DIAGRAMS. 

JHE FOLLOWING GENERAL NOJES APPLY TO ALL DEMOLITION PLAN DRAWINGS 

1. THE CONTRACT DOCUMENTS DO NOT SHOW ALL REQUIRED DEMOLITION 
WORK. THE CONTRACTOR SHALL SURVEY THE EXISTING CONDmONS AND 
ESTABLISH THE EXTENT OF DEMOLITION PRIOR TO BID. 

2. WHERE "ALL ELECTRICAL SYSTEMS" ARE NOTED TO BE REMOVED FROM 
AN AREA REMOVE ALL FIXTURES, DEVICES, EQUIPMENT, RACEWAYS, AND 
WIRING UNLESS OTHERWISE NOTED. 

3. REMOVE ALL ELECTRICAL DISTRIBUTION EQUIPMENT, RACEWAYS, AND 
CONDUCTORS AS SHOWN ON THE EXISTING ONE-LINE DIAGRAM. 

4. REMOVE ALL TEMPORARY WORK INSTALLED DURING THE COURSE OF 
CONSTRUCTION. 

5. REMOVE CONNECTIONS TO MECHANICAL EQUIPMENT AS SHOWN ON THE 
MECHANICAL DEMOLITION PLANS. 

6. EXISTING DEVICES TO BE DEMOLISHED SHOWN BOLD. REMOVE DEVICE, 
RACEWAY AND WIRING BACK TO SOURCE, UON. 

7. WHERE EXISTING RECEPTACLES ARE REMOVED, MAINTAIN CONTINUITY TO 
RECEPTACLES ON THE SAME CIRCUIT TO REMAIN. 

8. WHERE EXISTING WMINAIRES ARE REMOVED, MAINTAIN CONTINUITY TO 
FIXTURES ON THE SAME CIRCUIT TO REMAIN. 

9. WHERE EXISTING LOW VOLTAGE DEVICES ARE REMOVED, MAINTAIN 
CONTINUITY TO OTHER DEVICES. 

603 STEWART ST. SUITE 500 
SEATTLE, WA 98101 

JHE FOLLOWING GENERAL NOJES APPLY TO ALL SITE PLAN DRAWINGS 

1. COORDINATE ROUTING OF UNDERGROUND RACEWAYS WITH ALL NEW AND 
EXISTING UTILITIES. REFER TO CML DRAWINGS. 

2. CONTRACT WITH A LOCATOR SERVICE TO MARK THE LOCATION OF ALL 
EXISTING UNDERGROUND UTILITIES PRIOR TO EXCAVATION. 

3. ALL SITE LIGHTING RACEWAYS SHALL BE 1" C. U.O.N. 

4. ROUTE ALL SITE LIGHTING CIRCUITS VIA LIGHTING CONTROL PANEL 

5. PROVIDE ALL REQUIRED CUTTING, PATCHING, EXCAVATION, COMPACTION, 
AND PATCHING FOR INSTALLATION OF UNDERGROUND RACEWAYS AND 
UTILITY SERVICES. 

6. BACKFILL ALL TRENCHES (INCLUDING THOSE FOR UTILITY SERVICES) WITH 
STRUCTURAL BACKFILL OR GRAVEL BORROW PER WSDOT STANDARDS. 

7. THE CONTRACTOR IS SOLELY RESPONSIBLE FOR ALL COORDINATION WITH 
THE SERVING UTILITY COMPANIES INCLUDING COMPLETING AND 
SUBMITTING ALL NECESSARY APPLICATIONS FOR SERVICE. 

8. CONTRACTOR TO OBTAIN ALL REQUIRED PERMITS AND E/JSEMENTS. 

1. DOWNSTREAM OF A PANELBOARD WITH AN AIC RATING OF 14,000 /JSYM 
OR LESS: LOCATE LCP A MINIMUM OF 2' -0" FROM THE PANELBOARD. 

2. DOWNSTREAM OF A PANELBOARD WITH AN AIC RATING GREATER THAN 
14,000 /JSYM: LOCATE A LCP A MINIMUM OF 1 O' -0" FROM THE 
PANELBOARD. 

1. COORDINATE THE EXACT LOCATION OF ALL KITCHEN EQUIPMENT 
CONNECTIONS WITH FOOD SERVICE ROUGH-IN PLANS AND 
ARCHITECTURAL ELEVATIONS. 

2. VERIFY POWER AND ROUGH-IN REQUIREMENTS OF ALL KITCHEN 
EQUIPMENT WITH THE KITCHEN EQUIPMENT SUPPLIER PRIOR TO 
ROUGH-IN. 

3. ALL 15 AND 20 AMP RECEPTACLES IN THE KITCHEN SHALL BE GFCI 
TYPE. 

4. PROVIDE ALL ELECTRICAL CONNECTIONS AND WIRING AS SHOWN ON 
FOOD SERVICE ROUGH-IN PLANS AND SPECIFICATIONS. 

5. WIRING METHODS FOR CL/JSS 1 HOODS SHALL COMPLY WITH NFPA 96. 

6. ALL HEAT TRACE CIRCUITS BE FED WITH GFPE CIRCUIT BREAKERS. 

1. VERIFY ELECTRICAL REQUIREMENTS WITH MANUFACTURER SHOP DRAWINGS 
PRIOR TO ROUGH-IN. 

2. INSTALL AND WIRE EQUIPMENT PER MANUFACTURER SHOP DRAWINGS. 

3. PROVIDE ALL RACEWAYS, WIRING AND ANCILLARY EQUIPMENT AS SHOWN 
ON MANUFACTURER SHOP DRAWINGS. 

4. PROVIDE HARDWIRED CONNECTION, RECEPTACLE OR FUSED DISCONNECT 
SWITCH AS SHOWN ON MANUFACTURER SHOP DRAWINGS. 

JHE FOLLOWING GENERAL NOTES APPLY TO ALL LIGHTING PLAN DRAWINGS 

1. REFER TO ARCHITECTURAL REFl.£CTED CEILING PLANS FOR EXACT 
LOCATION OF LUMINAIRES. 

2. REFER TO ARCHITECTURAL ELEVATIONS FOR EXACT LOCATIONS OF 
EXTERIOR LUMINAIRES. 

3. COORDINATE THE FINAL LOCATION OF LUMINAIRES IN MECHANICAL 
ROOMS AND ATTIC SPACES TO AVOID CONFLICTS WITH DUCT WORK, 
PIPING, AND MECHANICAL EQUIPMENT. 

4. ROUTE ALL EXTERIOR LIGHTING CIRCUITS VIA LIGHTING CONTROL PANEL. 

5. INSTALL AND WIRE REMOTE BALL/JSTS AND DRIVERS. REFER TO 
LUMINAIRE SCHEDULE. MOUNT IN ACCESSIBLE LOCATIONS. SHOW 
LOCATIONS ON THE AS-BUILT DRAWINGS. 

JHE FOLLOWING GENERAL NOTES APPLY TO ALL POWER PLAN DRAWINGS 

1. CIRCUIT ALL FIRE/SMOKE DAMPERS AND SMOKE DAMPERS FROM 
NEAREST 120V EMERGENCY PANEL WITH )f -3# 12. UTILIZE SPARE 
20A-1 P BREAKER PROVIDED. RECORD CIRCUmNG ON AS-BUILT PANEL 
SCHEDULES AND DRAWINGS. REFER TO MECHANICAL DRAWINGS FOR 
DAMPER LOCATIONS. 

2. COORDINATE LOCATIONS OF 8/JS CONTROL POWER WITH THE CONTROLS 
CONTRACTOR PRIOR TO ROUGH-IN. 

3. PRIOR TO ORDERING EQUIPMENT OR ROUGH-IN, COORDINATE WITH THE 
MECHANICAL CONTRACTOR TO ESTABLISH THE ACTUAL LOAD AND 
OVERCURRENT PROTECTION REQUIREMENTS FOR EACH PIECE OF 
EQUIPMENT. 

4. REFER TO MECHANICAL EQUIPMENT CONNECTION SCHEDULE FOR 
EQUIPMENT RATINGS AND FEEDER SIZES. 

5. PROVIDE DISCONNECT SWITCH OR COMBINATION STARTER FOR EACH 
PIECE OF EQUIPMENT AS SHOWN ON MECHANICAL EQUIPMENT 
CONNECTION SCHEDULE. 

6. PRIOR TO ROUGH-IN OF ALL EQUIPMENT SPECIFIED BY OTHER 
DMSIONS, COORDINATE WITH THE EQUIPMENT MANUFACTURER TO 
ESTABLISH ALL REQUIREMENTS FOR EACH PIECE OF EQUIPMENT. 

7. ALL EXTERIOR RECEPTACLES SIW.1 BE WP /GFCI. 

8. ALL VENDING MACHINE RECEPTACLES SIW.1 BE GFCI. 

9. ALL EXTERIOR DISCONNECTS/STARTERS SHALL BE NEMA 3R. 

10. ALL HOMERUNS OVER 75' SIW.1 BE #10 AWG MINIMUM. 

11. POWER AND SPECIAL SYSTEMS TO SHARE A COMMON FLOOR BOX. 

12. FEEDER ROUTING SHOWN IS APPROXIMATE. COORDINATE WITH 
MECHANICAL SYSTEMS AND BUILDING STRUCTURE. PROVIDE OFFSETS AS 
REQUIRED. 

13. ALL RECEPTACLES WITHIN 6 FEET OF A SINK SIW.1 BE GFCI TYPE. 

14. COORDINATE WITH THE ELEVATOR SHOP DRAWINGS AND THE ELEVATOR 
INSPECTOR PRIOR TO ROUGH-IN OF THE ELEVATOR MACHINE ROOM. 

15. ALL HEAT TRACE CIRCUITS SHALL BE FED WITH GFPE CIRCUIT 
BREAKERS. 

16. PROVIDE 120-1 t HARDWIRED CONNECTION TO EACH TRAP PRIMER FROM 
NEAREST ADJACENT RECEPTACLE UTILIZING )f - 3# 12. REFER TO 
MECHANICAL DRAWINGS FOR LOCATIONS. RECORD CIRCUmNG ON 
AS-BUILT PANEL SCHEDULES AND DRAWINGS. 

1. THE CONTRACTOR SHALL PROVIDE A COMPLETE DESIGN BUILD FIRE 
ALARM SYSTEM (DEVICES, RACEWAYS AND WIRING) PER THE FIRE 
MARSHAL'S REQUIREMENTS. 

2. PROVIDE THE FOLLOWING IN ADDmON TO THE REQUIREMENTS OF THE 
FIRE MARSHAL: 

2A COMPLETE AREA SMOKE DETECTOR COVERAGE. FIRE SPRINKLERS 
CANNOT BE USED IN LIEU OF SMOKE DETECTORS. 

2.8. PULL STATIONS AT ALL EXITS. 

3. THE CONTRACTOR'S SCOPE SHALL INCLUDE ALL NEW/REMODELED ARE/JS 
AND ANY REQUIRED UPGRADES TO THE EXISTING SITE/BUILDINGS. 

4. THE DEVICES AND RACEWAYS SHOWN ON THE DRAWINGS ARE FOR 
GENERAL INFORMATION ONLY TO ASSIST THE CONTRACTOR IN PREPARING 
HIS BID. THE CONTRACTOR IS RESPONSIBLE TO PROVIDE A COMPLETE 
DESIGN BUILD SYSTEM. 

5. THE CONTRACTOR SHALL PROVIDE ALL CUTTING, PATCHING AND PAINTING 
REQUIRED TO ALLOW FOR INSTALLATION OF THE SYSTEM. 

6. FIRE ALARM SYSTEM WIRING SHALL BE RUN IN CONTINUOUS METALLIC 
RACEWAYS. 

FILE ENGR. REVIEW 

BR CB 
SCALE 
NONE 

JHE FOLLOWING GENERAL NOJES APPLY JO ALL SPECIAL, S)'STEMS PLAN DRAWINGS 

1. MINIMUM RACEWAY SIZE SIW.1 BE 1" FOR TELECOMMUNICATIONS CABLING AND 
¾" FOR ALL OTHER SYSTEMS. 

2. ALL SPECIAL SYSTEMS WIRING EXCEPT FIRE ALARM SIW.1 BE RUN UTILIZING 
OPEN WIRING METHOD ABOVE ACCESSIBLE CEILINGS. PROVIDE METALLIC 
RACEWAYS FOR WIRING INSTALLED IN WALLS, ABOVE INACCESSIBLE CEILING, 
WHERE EXPOSED OR WHERE SUBJECT TO PHYSICAL DAMAGE. RACEWAY FILL 
SIW.1 NOT EXCEED 40X. 

3. FIRE ALARM SYSTEM WIRING SHALL BE RUN IN CONTINUOUS METALLIC 
RACEWAYS. 

4. PROVIDE ADDRESSABLE DUCT DETECTOR AT EACH FIRE/SMOKE DAMPER (FSD) 
AND SMOKE DAMPER (SD) LOCATION. REFER TO MECHANICAL DRAWINGS FOR 
LOCATIONS. 

5. PROVIDE FA CONNECTION TO FIRE SPRINKLER TAMPER, FLOW, AND PRESSURE 
SWITCHES. REFER TO MECHANICAL DRAWINGS FOR LOCATIONS. 

6. PROVIDE ¾" A-C FIRE RETARDANT PLYWOOD ON ALL FOUR WALLS OF THE MDF 
AND EACH IDF. MOUNT 8' DIMENSION VERTICAL PAINT FLAT WHITE. 

7. PROVIDE 1" C. FROM EACH FLOOR BOX TO ACCESSIBLE CEILING LOCATION. 
THIS IS IN ADDmON TO THE RACEWAYS SHOWN ON THE DRAWINGS. 

8. ALL EXTERIOR FIRE ALARM AND INTERCOM DEVICES SHALL BE WEATHERPROOF. 

9. PROVIDE EXTERIOR FIRE ALARM BELL AND STROBE AT LOCATION DIRECTED BY 
FIRE MARSHAi... 

10. PROVIDE CONNECTION TO FIRE SPRINKLER DOUBLE CHECK VALVE ASSEMBLIES 
AND PIV'S. REFER TO CIVIL/MECHANICAL DRAWINGS FOR LOCATIONS. 

11. STAPLES SHALL NOT BE USED TO SECURE LOW VOLTAGE CABLING. 

12. ALL CABLING NOT RUN IN A METALLIC RACEWAY SHALL BE PLENUM RATED. 

13. EXTERIOR INTERCOM SPEAKERS SHALL BE WEATHERPROOF AND VANDAL 
RESISTANT. 

1. ALL FEEDERS ARE COPPER WITH THHN/THWN INSULATION. 

2. PROVIDE PULL BOXES AS REQUIRED BY THE NEC. 

3. SHORT CIRCUIT CURRENTS LESS THAN 10,000 /JSYM FOR 208V PANELS AND 
14,000 /JSYM FOR 480V PANELS ARE NOT SHOWN. 

4. THE ONE-LINE DIAGRAM IS DIAGRAMMATIC AND DOES NOT SHOW THE ACTUAL 
ROUTING OF THE RACEWAYS. 

5. FOR TWO SECTION PANELS PROVIDE FULL SIZE FEEDER CONNECTIONS FROM 
SECTION 1 TO SECTION 2. 

6. THE ELECTRICAL DISTRIBUTION SECTION SIW.1 BE FULLY RATED. A SERIES 
RATED SYSTEM IS NOT ACCEPTABLE. 

7. ALL TRANSFORMERS ARE 480V 3 PHASE 3 WIRE PRIMARY: 208Y/120V 3 
PHASE, 4 WIRE SECONDARY, NEMA TP-1 RATED, U.O.N. 

8. ALL TRANSFORMERS SHALL BE K-4 RATED, U.O.N. 

9. NOT ALL CIRCUIT BREAKERS ARE SHOWN. REFER TO PANEL AND 
SWITCHBOARD SCHEDULES FOR OTHER LOADS SERVED, AND SPARE CIRCUIT 
BREAKERS. 

10. CONTRACTOR TO PROVIDE COORDINATION STUDY PER SPECIFICATION SECTION 
260673. ALL DISTRIBUTION SYSTEM EQUIPMENT SfW.L BE RATED FOR THE 
AVAILABLE FAULT CURRENT AND SHALL BE LABELED WITH THE ARC FLASH 
HAZARD CATEGORY. ALL NEC 700 AND 701 PORTIONS OF THE DISTRIBUTION 
SYSTEM SHALL BE SELECTIVELY COORDINATED. 

11. SET ALL OVERCURRENT DEVICES PER THE COORDINATION STUDY. 

12. TEST ALL GROUND FAULT RELAYS AS REQUIRED BY THE WAC. 

13. TRANSFORMER SECONDARY CONDUCTORS SHALL BE NO MORE THAN 10-FEET 
LONG PER NEC ARTICLE 240.21 (C) 2. 

14. ALL CIRCUIT BREAKERS SERVING HID LIGHTING SHALL BE HID RATED. 

15. CIRCUIT BREAKERS 

15A CIRCUIT BREAKERS RATED 800 AMPS OR MORE: PROVIDE ELECTRONIC 
TRIP UNIT WITH ADJUSTABLE LONG TIME, SHORT TIME AND 
INSTANTANEOUS (LSI) TRIP FUNCTIONS. PROVIDE GROUND FAULT 
PROTECTION (G) WHERE CAULED OUT ON THE ONE-LINE. 

15.B. CIRCUIT BREAKERS RATED 1200 AMPS OR MORE: PROVIDE TRIP UNIT 
WITH A MAINTENANCE MODE SWITCH WITH LED INDICATOR LIGHT WHICH 
OVERRIDES THE TRIP SETTINGS IN ORDER TO MINIMIZE THE ARC FLASH 
HAZARD DURING MAINTENANCE. 

DATE 
4/20/2017 

JHE FOLLOWING GENERAL NOTES APPLY TO ALL DRAWINGS 

1. IN GENERAL ONLY CIRCUIT NUMBERS HAVE BEEN SHOWN ON THE 
DRAWINGS. THE CONTRACTOR SHALL PROVIDE ALL REQUIRED RACEWAYS AND 
WIRING. 

2. SHOW ALL RACEWAYS AND WIRING ON AS-BUILT DRAWINGS. 

3. GENERAL: 
3A MINIMUM RACEWAY SIZE SHALL BE ¾". 
3.8. NO MORE THAN 7 #12 AWG CONDUCTORS SHALL BE INSTALLED IN A 

RACEWAY. 
3.C. HOMERUNS GREATER THAN 75 FEET TO THE FIRST DEVICE SIW.1 BE 

NO. 10 AWG. 
3.0. LIGHTING, POWER, AND MECHANICAL EQUIPMENT CONDUCTORS SIW.1 

NOT BE COMBINED IN THE SAME RACEWAY. 
3.E. PROVIDE A GROUND CONDUCTOR IN ALL RACEWAYS. 
3.F. PROVIDE A DEDICATED NEUTRAL CONDUCTOR FOR EACH BRANCH 

CIRCUIT. 

4. LIGHTING: 
4.A. PROVIDE CONDUCTORS AS REQUIRED TO PROVIDE CIRCUmNG AND 

SWITCHING DUTY AS SHOWN ON THE DRAWINGS. 
4.8. PROVIDE A DEDICATED NEUTRAL CONDUCTOR FOR EACH BRANCH 

CIRCUIT. 

5. POWER: 
5.A. PROVIDE CONDUCTORS AS REQUIRED TO PROVIDE CIRCUmNG SHOWN. 
5.8. FOR OTHER THAN 15 OR 20 AMP SINGLE PHASE RECEPTACLE BRANCH 

CIRCUITS PROVIDE A DEDICATED HOMERUN TO THE PANEL 
5.C. FOR 30 AMP BRANCH CIRCUITS PROVIDE #10 AWG CONDUCTORS. 
5.0. FOR 40 AMP AND LARGER BRANCH CIRCUITS PROVIDE RACEWAYS AND 

WIRING AS SHOWN ON THE DRAWINGS. 
5.E. PROVIDE A DEDICATED NEUTRAL CONDUCTOR FOR EACH BRANCH 

CIRCUIT. 

6. MECHANICAL EQUIPMENT: PROVIDE RACEWAYS AND WIRING AS SHOWN ON 
THE MECHANICAL EQUIPMENT CONNECTION SCHEDULE. 

1. LIGHTING: THE CONTRACTOR SHALL PROVIDE A WRITTEN CERTIFICATION 
VERIFYING THAT ALL LAMPS AND BALLASTS HAVE BEEN PROVIDED PER THE 
SPECIFICATIONS. PROVIDE A UST WHICH INDICATES THE EXACT PART 
NUMBER OF THE LAMP AND BALLAST PROVIDED FOR EACH FIXTURE TYPE. 
INCLUDE THE CERTIFICATION AND THE LAMP /BALLAST UST IN THE O&M 
MANUAL 

2. COMMISSIONING REQUIREMENTS: ALL LIGHTING CONTROLS INCLUDING 
DAYLIGHT OR OCCUPANT SENSING AUTOMATIC CONTROLS, AUTOMATIC SHUT 
OFF CONTROLS, OCCUPANCY SENSORS OR AUTOMATIC TIME SWITCHES, THE 
LIGHTING CONTROLS SHALL BE TESTED TO ENSURE THAT CONTROL DEVICES, 
COMPONENTS, EQUIPMENT AND SYSTEMS ARE CAIUBRATED, ADJUSTED AND 
OPERATE IN ACCORDANCE WITH APPROVED PLANS AND SPECIFICATIONS. 
SEQUENCE OF OPERATIONS SHALL BE FUNCTIONALLY TESTED TO ENSURE 
THEY OPERATE IN ACCORDANCE WITH APPROVED PLANS AND SPECIFICATIONS. 
THE CONTRACTOR SHALL PROVIDE A WRITTEN STATEMENT CERTIFYING ALL 
LIGHTING CONTROLS HAVE BEEN COMMISSIONED. INCLUDE CERTIFICATION IN 
O&:M MANUAL. 

3. TRANSFORMERS: THE MINIMUM EFFICIENCY OF ALL LOW VOLTAGE DRY-TYPE 
DISTRIBUTION TRANSFORMERS SHALL BE THE CL/JSS 1 EFFICIENCY LEVELS 
FOR DISTRIBUTION TRANSFORMERS SPECIFIED IN TABLE 4-2 OF THE "GUIDE 
FOR DETERMINING ENERGY EFFICIENCY FOR DISTRIBUTION TRANSFORMERS" 
PUBLISHED BY THE NATIONAL ELECTRICAL MANUFACTURERS ASSOCIATION 
(NEMA TP-1, LATEST EDmON). 

CITY OF KIRKLAND 
PUBLIC WORKS DEPARTMENT 

123 FIFlH AVENUE - KIRKLAND. WA 98033-6189 - (206)828-1243 
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Type Description 

SURFACE MOLJNTFD I INFAR 1:· I FD I UNINAIRF 
SLA1 HfAV'f GAUGE COLD ROl.l.ED srm. HOUSING AND LED PAN, CONTOURED FROSTED ACRYLIC LENS, 

BAKED WHITE ACRYLIC MATTE PAINT RNISH 
Ell LISTED, DAMP RATED 

SLB1 SUSP£NQED INDUSJBW. STRIP LED LUMINAlRE 
3.7" x 4.5" x 4' INDUSJRIAL LED SIRIP WMINAIRE WITH 1 /8" ClfAR PRISMATIC LENS. Ell LISTED FOR WET LOCATION 

SLC1 4" PIAMEIER EXJIRIOB LED CVUNDER WMINAIBE 
ONE PICE ALUMINUM EXTRUSION, 5" LENGTH. FLOOD OPTICS 

RLA 1 RECESSED MOUNTED 4" ROUND LED OOWNUGI/I WMINAIBE 
18 GAUGE DIE-FORMED ALUMINUM HOUSING WITH srm. MOUNTING FRAME. WIDE BEAM DISIRIBlJTION, 
SMOOTH REfl.ECTOR, RNISH BY ARCHITECT 
UL LISTED, WET RATED 

WLA1 WALL LED 2' LINEAR VANIJY WMINAIBE 
HfAV'f GAUGE EXTRUDED ALUMINUM HOUSING WITH Ft<OSI ED #HITE ACRYLIC LENS, 
NOMINAL 24" LENGTH X 3 1/4 HIGH X 3 1/4" DEEP 

HIGH OUIPIIT, STANDARD POWDERCOAT RNISH IS SELECTED BY ARCHITECT 

WLA2 WN I I FD 1:' I INFAR \IAN[TY I LJMINAlRE 
SAME IS WLA 1 EXCEPT 4' LENGTH 

WL.B1 WAI I MOLJNTFQ 3• PW4ETFR EXIEBIDR I FD CXI INPEB I UMINAlRF 
ONE PICE ALUMINUM EXTRUSION, 5" LENGTH. FLOOD OPTICS 

WLC1 WAI I MOLINTFQ PIRfCT/INQIBECI I NFAR I IJMINAIRE 
ONE PIECE ALUMINUM 49.6" X 6.5" FRAME. VANDAL PROOF WRAPAROUND RIBBED LENS. 

A. REFERENCE NOTES ON SHEET E0.2. 
B. MANUFACTURER INFORMATION BASED ON LUMINAIRE DESIGN SERIES; PART NUMBERS SHOULD BE BASED ON WRITTEN DESCRIPTION. 
C. FOR AU. LED LUMINAIRES, lHE WMEN VAWES LISlED IN lHE LAMP TYPE COLUMN REPRESENT lHE MINIMUM INITIAL OUTPUT REQUIRED. 
F. CONTRACTOR TO VERIFY CEILING CDMPATIBIUTY OF AU. LUMINAIRE TYPES PRIOR TO ORDERING. 

MOUNTING OPTIONS 
R = RECESSED 
P = POLE 
H = HANGING/PENDANT 
S = SURFACE 
U = UNDERCABINET 
ex = CIRCADIAN + MOUNTING 
G = GROUND 
W = WALL 

.&.COFFMAN 
~N G I N E E R S 

603 STEWART ST. SUITE 500 
SEATTLE, WA 98101 ----

Lamp Type 

33W LED 
3000K 

4031 WMENS 

41W LED 
3000K 

4035 WMENS 

11W LED 
3000K 

850 WMENS 

21W LED 
3000K 

2250 WMENS 

11W/FT LED 

3000K 
1886 WMENS 

11W/FT LED 

3000K 
1886 WMENS 

6W LED 
3000K 

300 WMENS 

50W LED 
3000K 

5500 WMENS 

SOURCE; 
F = FLUORESCENT 
I = INCANDESCENT 
L = LED 
M = METAL HALIDE 

Ballast/ Driver 

INTEGRAL 
DIMMING 
DRIVER 

INTEGRAL 
DRIVER 

INTEGRAL 
DRIVER 

INTEGRAL 
DRIVER 

INTEGRAL 
DRIVER 

INTEGRAL 
DRIVER 

INTEGRAL 
DRIVER 

INTEGRAL 
DRIVER 

H = HIGH PRESSURE SODIUM 
N = INDUCTION 
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el:lll le5 'El UXSIBE!Y' SERIES 
COWMBIA 'L.CL'SERIES 

33/33 

41/41 ISURT70N "WFT-1 ~IS II -a· SEBIES 

11/11 LJION "DLl40" SERIES 

21/21 PHIYES 'C4l' SERIES 
PATHWAY '4VLOD' SERIES 

22/22 BIRCHWOOD "NOL tm--325" SERIES 
WMENWERX "QUAD WIDE" SERIES 

44/44 BIRCHWOOD 9NOI -I rp-325• SFRIFS 
WMENWERX 'QUAD WIDE" SERIES 

6/6 ~K UGl:!l]NG :ZXLl 6-WM" SERIES 

6/6 NEW SI:M '.l/lCTORY 4 l,W!ROW" SERIES 

REVIEW SCALE DATE 
CB NONE 4/20/2017 

Special 

Submittals 
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NO. REVISION BY REVIEW DATE 

/ ~ . 
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CITY 

1. REFER TO ADDITIONAL NOTES ON DRAWING E0.2. 

2. lHE UNDERLINED LUMINAIRE IN lHE SCHEDULE 
REPRESENTS lHE "BASIS OF DESIGN". AU. OTHER 
MANUFACTURERS LISlED MUST MEET OR EXCEED 
AU. REQUIREMENTS OF lHE BASIS OF DESIGN. 

3. VERIFY lHE VOLTAGE OF AU. LUMINAIRES. REFER TO 
PLANS FOR SPECIFIC VOLTAGE REQUIREMENTS. 

4. AU. LUMINAIRES TO BE PROVIDED WllH AU. 
ROUGH-IN AND TRIM ASSEMBLIES FOR A COMPLETE 
INSTAU.ATION. 

5. AU. LUMINAIRES TO BE PROVIDED WllH A CUSTOM 
COLOR/FINISH AS SELECTED BY lHE ARCHITECT, 
UNLESS OlHERWISE NOTED. 

6. 

7. 

AU. LUMINAIRES TO BE UL LISlED AND LABELED. 
EXTERIOR LUMINAIRES TO BE UL "WET" LABELED. 

LUMINIARES SHALL BE PROVIDED WllH AN INTERNAL 
DISCONNECTING MEANS WHICH COMPLIES WITH NEC 
ARTICLE 410. 

8. AU. FLUORESCENT AND HID BALLASTS TO BE 
PRO\IIDED WllH AN IN-LINE FUSE. 

9. AU. LUMINAIRES TO HAVE AN INTEGRAL BALLAST 
UNLESS A REMOTE BALI.AST IS SPECIFIED. 

10. TANDEM OR lHROUGH-WIRED BALLASTS ARE NOT 
AU.OWED. PROVIDE A SEPARATE BALLAST FOR 
EVERY 4' LUMINAIRE 'SECTION'. 

11. PRO\IIDE WIRE GUARDS AND PLASTlC LAMP SLEEVES 
FOR AU. FWORESCENT LINEAR STRIP LUMINAIRES. 

12. FOR HID LUMINAIRES FED FRDM lHE GENERATOR 
PROVIDE QUARTZ RESTRIKE WllH STANDBY TIME 
DELAY PER UL 1598. QUARTZ LAMP IS KEPT ON 
UNTIL lHE HID LAMP REACHES 80% DF FULL LIGHT 
OUTPUT. 

13. AU. METAL HALIDE LAMPS/BALLASTS SHALL BE 
PULSE START. 

14. PRO\IIDE GLARE SHIELDS FOR AU. POLE MOUNTED 
LUMINAIRE. 

15. lHE CONTRACTOR SHALL REVIEW lHE 
ARCHITECTURAL INTERIOR ELEVATIONS AND THE 
CASEWORK MANUFACTURER SHOP DRAWINGS TO 
DETERMINE lHE LENGTH OF UNDER CABINET 
LUMINAIRE. 

16. REFER TO ARCHITECTURAL ELEVATIONS TO 
DETERMINE PENDANT LENGlH. 

17. REFER TO THE SPECIFICATIONS AND DRAWINGS FOR 
ADDITIONAL REQUIREMENTS. 

18. AIM ADJUSTABLE WMINAIRES AS DIRECTED BY lHE 
ENGINEER. 

1. LUMINAIRES SHALL BE CERTIFIED BY ENERGY STAR, 
DESIGN LIGHTS CONSORTIUM, OR lHE LIGHTING 
DESIGN LAB LED CERTIFICATION PROGRAM. 

2. MINIMUM CRI SHALL BE 80. 

3. MANUFACTURER SHAU. PROVIDE A 5-YEAR 
WARRANTY. 

4. LUMINAIRES SHALL COMPLY WllH ROHS 
(RESTRICTION OF lHE USE OF HAZARDOUS 
SUBSTANCES IN ELECTRICAL AND ELECTRONIC 
EQUIPMENT) REGULATIONS. APPLICABLE FOR LEED 
PROJECTS ONLY. 

5. MINIMUM LUMENS PER WATT EFFICACY SHAU. BE 
65%. 

1. NO POST BID SUBSTllUTIONS WILL BE CONSIDERED. 

2. WHERE ONLY ONE MANUFACTURER IS LISTED, 
PRE-BID SUBSTITUTIONS WILL ONLY BE CONSIDERED 
IF A SAMPLE OF lHE FIXTURE IS PROVIDED. 
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[J>- REMOVE ALL ELECTRICAL SYSTEMS FROM BUILDING 
WHICH IS BEING DEMOLISHED, UNLESS OlHERWISE 
NOlED TO BE SALVAGED. 

D:> SALVAGE EXISTING NETWORK IRRIGATION AND PUMP 
CONlROLLER FOR RELOCATION TO NEW BAlH HOUSE. 
INlERCEPT EXISTING CONlROL WIRING AND EXlEND TO 
NEW CONlROLLER LOCATION. REFER TO SHEET E3.1 
FOR NEW LOCATION. 
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~ PROVIDE NEW HANDHOLE. INTERCEPT AND EXTEND 
EXISTING SERVICE LATERAL TO NEW PANEL 1 L1. REFER 
TO ONE-LINE DIAGRAM ON SHEET E5.1 FOR MORE 
DETAILS. 

~ INTERCEPT AND EXTEND EXISTING PARKING LOT LIGHTS 
AND DOCK LIGHTING BRANCH CIRCUITS TO NEW PANEL 
1 L 1. 

~ ~ ------ - D> - J>llOVIDE CONNECTION TO FUSED DISCONNECT FROt.4 
PANEL 1 L 1, REFER TO SHEET E4.1 FOR EQUIPt.lENT 
LOCATION___AND REFER TO ONE-LINE DIAGRAM ON 
SHEET E5. f FO~ORE DETAILS. 
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BATH HOUSE LIGHTING PLAN

123456789

A

B

LOCKERS

LIFE GUARD

STORAGE

STORAGE
CONCESSIONS

MEN'S BATH

U
T

I
L

I
T

Y

WOMEN'S BATH STORAGE UTILITY

MEN'S

WOMEN'S

WL.B1

SL.A1

SL.A1

WL.A1

WL.A1

SL.A1

SL.A1

SL.A1

SL.B1 SL.B1

SL.B1 SL.B1

SL.B1SL.B1

SL.A1

WL.B1

WL.B1

WL.B1

WL.B1

SL.A1

SL.A1

SL.A1

SL.A1

WL.A2

WL.C1

WL.C1

SL.A1

SL.A1

SL.A1

WL.A2

WL.B1 WL.B1 WL.B1 WL.B1 WL.B1 WL.B1

WL.B1

WL.B1

WL.B1

WL.B1

WL.B1WL.B1 WL.B1WL.B1

WL.A2

WL.A2

WL.B1

WL.B1

WL.C1

WL.C1

WL.C1

WL.C1

WL.C1

WL.C1

WL.C1

WL.C1

WL.C1

WL.C1

WL.C1

WL.C1

WL.C1

WL.C1

WL.C1

WL.C1

WL.C1

WL.C1

WL.C1

WL.C1

4/20/2017

P

R

E

L

I

M

I

N

A

R

Y

N

O

T

 

F

O

R

 

C

O

N

S

T

R

U

C

T

I

O

N

E2.1

PRELIMINARY

NOT FOR

CONSTRUCTION

PATANO STUDIO ARCHITECTURE LASTING creativity | results | relationships

coffman.com

ph 206.623.0717 | fax 206.624.3775

1601 Fifth Avenue, Suite 900 | Seattle, WA 98101

PRELIMINARY

NOT FOR

CONSTRUCTION

30
%

 S
U

B
M

IT
T

A
L 

 0
4.

20
.2

01
7

CALL BEFORE YOU DIG: 1 -800-424-5555 

- - -( ) ( ) ( 
' 
! 

D I 
i 
i 

I 

) ( 

D D 

1-Q 

- ) 

i 

I 

i 

IRRRHRHRI i IHRRRRRRI 

IHHHHHHHI 

------------ ------- fni:s:J~ i1b---=--=---=--=--=--~--=--=---:;:;:--~-~=---:::::--=--=--=--=E--=:---=--=---=--±;-i- -~-----------------------~----b--~ - ----------""--""'--~---~--=--=---dik-'--_---__,,--J".l-~--~--~--~---~--".E:--=----=--±-~~--~----------------------n;===p51~~~------------ ----------( I 

@ 

603 STEWART ST. SUITE 500 
SEATTLE, WA 98101 

~ 0 
----- --{9 

s 

D D 

1:-:s;.;;;1 1:-:s;.;;;1 

I 1-Q 

I 
i 
i D 
I 
i 
i 

D 

D 

Q-t 

D 

,, 

(: 

--- -- --- - ---j- - ---i-------- ----- _O __ 
i i IHHHHHHHI i IHHHHHHHI 

FILE ENGR. REVIEW SCALE DATE 

BR CB 1/8"=1 '-0" 4/20/2017 

NO. REVISION BY REVIEW DATE 

IH RH RH H HI 

I (-" 
I \ -~ 

I I ,.___,; 

------( I 

0 2 4 6 8 16 24 
1/8"=1'-0" ----- --- - - - -

CITY OF KIRKLAND 
PUBLIC WORKS DEPARTMENT 

123 FIFlH AVENUE - KIRKLAND WA 98033-6189 - 206 828-1243 

CPK 0119 100 
JUANITA BEACH PARK 

BATHHOUSE REPLACEMENT 
BATHHOUSE LIGHTING PLAN 

SHEET 



123456789

A

B

LOCKERS

LIFE GUARD

STORAGE

STORAGE
CONCESSIONS

MEN'S BATH

U
T

I
L

I
T

Y

WOMEN'S BATH STORAGE UTILITY

MEN'S

WOMEN'S

BATH HOUSE POWER AND SYSTEMS PLAN

4/20/2017

P

R

E

L

I

M

I

N

A

R

Y

N

O

T

 

F

O

R

 

C

O

N

S

T

R

U

C

T

I

O

N

E3.1

PRELIMINARY

NOT FOR

CONSTRUCTION

PATANO STUDIO ARCHITECTURE LASTING creativity | results | relationships

coffman.com

ph 206.623.0717 | fax 206.624.3775

1601 Fifth Avenue, Suite 900 | Seattle, WA 98101

PRELIMINARY

NOT FOR

CONSTRUCTION

30
%

 S
U

B
M

IT
T

A
L 

 0
4.

20
.2

01
7

CALL BEFORE YOU DIG: 1 -800-424-5555 

-( ) ( - ) 

TTB ~fJ 
CONIRO -

~LCP 
PANEL 

-( ) 
' 
! 

D ! D 
I 

i 

D 

D 
1L1 

~Dp====;~~~~D ===;~ ~ ~=~ D 

603 STEWART ST. SUITE 500 
SEATTLE, WA 98101 

D D 

I 
i 
i D 

I 
i 
i 

-( ) 

D 

D 

D 

D 

D 

- - - -( ) ( ) ( ) ( 

--------------------1-------i--------------------
i i IHHHHHHHI i IHHHHHHHI 

FILE ENGR. REVIEW SCALE DATE 

BR CB 1/8"=1 '-0" 4/20/2017 

NO. REVISION BY REVIEW DATE 

-) ( ) 

IHHHHHHHI 

IH HH HH H HI 

I (-" 
I \ -~ 

I I ,.___,; 

------( I 

0 2 4 6 8 16 24 
1/8"=1'-0" ----- --- - - - -

CITY OF KIRKLAND 
PUBLIC WORKS DEPARTMENT 

123 FIFlH AVENUE - KIRKLAND WA 98033-6189 - 206 828-1243 

CPK 0119 100 
JUANITA BEACH PARK 

BATHHOUSE REPLACEMENT 
BATHHOUSE POWER & SYSTEMS 

SHEET 



PAVILLION LIGHTING AND POWER PLAN
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ONE-LINE DIAGRAMONE-LINE DIAGRAM - DEMO

PANEL DESIGNATION
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NEW BUILDING 

NEW UTILllY METER 

EXAMPLE DESIGNATION: 1 L 1 

BUILDING FLOOR l L ~ 
1 = FIRST LEVEL--~ 1 = FIRST IN SEQUENCE 

2 = SECOND IN SEQUENCE 

VOLTAGE 
~ L = 120/240V 

1. REFER TO SHEET E0.2. 

PHOTOVOLTAIC PANEL (IYP) 
800 SF TOTAL -

PAVILION 

<l>--1 1/2"C-4#4 
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........... ~ 
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200A 
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Juanita Beach Park PANEL SCHEDULE      NEW PANEL: 1L1

151092

Feed Thru Load:

Load From This  Panel:

Total Connected Load:

Total Feeder Demand Load:
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CALL BEFORE YOU DIG: 1 -800-424-5555 

Location: UTILITY ROOM Food Through: Source: UTILITY 
Cid L.ood Description Phase Amp Poles Notes Rec. Ltg. Kit. Mtr. Htg. Clg. Cont Non. Total Specifications 
1 SPARE C.B. A 20 1 
3 SPARE C.B. B 20 1 Rating (Amps): 200 
5 SPARE C.B. A 20 1 Voltage (L-L): 240 
7 SPARE C.B. B 20 1 Phase: 1 
9 SPARE C.B. A 20 1 Wire: 3 
11 SPARE C.B. B 20 1 Bus Material: Cu 
13 SPARE C.B. A 20 1 Int. Rating: 10,000A 
15 SPARE C.B. B 20 1 
17 SPARE C.B. A 20 Main Lugs Only: -
19 SPARE C.B. B 20 Main Cid Brl<r: 200 A 
21 SPARE C.B. A 20 
23 SPARE C.B. B 20 Surface Mtd: X 
25 SPARE C.B. A 20 Flush Mtd: -
27 SPARE C.B. B 20 
29 SPARE C.B. A 20 Bonded Gnd: -
31 SPARE C.B. B 20 Isolated Gnd: -
33 SPARE C.B. A 20 2000: Neutral: -
35 SPARE C.B. B 20 Feed lhru: -
37 SPARE C.B. A 20 Double Lug: -
39 SPARE C.B. B 20 Top Feed: -
41 SPARE C.B. A 20 Bottom Feed -
2 SPARE C.B. A 20 

4 SPARE C.B. B 20 

6 SPARE C.B. A 20 

8 SPARE C.B. B 20 NONE 
10 SPARE C.B. A 20 Phase k. 
12 SPARE C.B. B 20 Phase B: 
14 SPARE C.B. A 20 

16 SPARE C.B. B 20 Total Conn.: 
18 SPARE C.B. A 20 

20 SPARE C.B. B 20 Phase k. 
22 SPARE C.B. A 20 Phase B: 
24 SPARE C.B. B 20 

26 SPARE C.B. A 20 Total Conn.: 
28 SPARE C.B. B 20 

30 SPARE C.B. A 20 Phase k. 
32 SPARE C.B. B 20 Phase B: 
34 SPARE C.B. A 20 1 
36 SPARE C.B. B 20 1 .,. .... ,. ......... 
38 SPARE C.B. A 20 1 
40 SPARE C.B. B 20 1 Total: 
42 SPARE C.B. A 20 1 Avg. Amps/Phase: 

CAlEGORY TOTAL CONN. DEMAN0 FACTI R DEMAND Gcncml Notc&· 
LOAD (KVA) LOAD (KVA) 5mCE EN11WICE RAlED PANEL 

Receplacleo 50lli>10KVA 
Lighting 125X 
Kitchen Equipment NEC 220.56 KaNmta· 
Molon (Lorgost) 125X 
Molon 11>0ll: 
Heating NEC 220.60 
Cooling NEC 220.60 
Continuous Load 125X 
Non-Continuouo Load 100X 
TOTAL 
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