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~ NO SEWER ALLOWED IN THIS AREA 

s·/ \ s· 

PARALLEL CONSTRUCITON 

TABLE 1 

~ 'WAT'O'D MAIN STANDARD 
DUCTILE, HOPE 
FOR SEWER UNES 

STANDARD SEWER 
PIPE MATERIAL 

WATER MAIN STANDARD PIPE MATERIAL 

AWWA STANDARD 

TYPE OF PIPE PIPE 

DUCTILE IRON c 1.52 

CONCRETE CYUNDER C303 

NOTE: 

1. TO BE USED WHEN 10' MINIMUM SEPARATION 
CANNOT BE OBTAINED. 

JOINT FITTINGS 

c 111 c 110 

CITY OF KIRKLAND 

PLAN NO. CK- S.02 

WATER AND SEWER 
SPACING AND 
CLEARANCE 


